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1 INTRODUCTION 

The Naval Facilities Engineering Command (NAVFAC) Pacific, tasked TEC Inc. (TEC) with the 
development of this Groundwater Protection Plan to evaluate the impact of inadvertent releases 
of petroleum, oils and lubricants (POL) from the Fleet and Industrial Supply Center (FISC), 
Pearl Harbor bulk fuel storage facility located at Red Hill, Oahu, Hawaii (herein referred to as 
the Facility).  This report has been prepared under Contract No. N62742-02-D-1802, 
Amendment 6, Revision 3 Dated 12 October 2005 for Contract Task Order (CTO) 007. 

This plan addresses procedures for evaluating and responding to releases to soil/rock or 
groundwater that are not an imminent threat but that could cause harm to human health or the 
environment due to subsequent contamination of various media.   

1.1 Description of the Facility 
The Facility is located approximately 2.5 miles northeast of Pearl Harbor (Figure 1-1). The 
Facility lies along the western edge of the Koolau Range and is situated on a topographic ridge 
that divides the Halawa Valley and the Moanalua Valley. The site is bordered to the south by the 
Salt Lake volcanic crater, and the Site occupies approximately 144 acres of land. The majority of 
the surface topography of the Site lies at an elevation of approximately 200 to 500 feet above 
mean sea level (msl), however, much of the work conducted onsite is in underground tunnels, 
which are located between 100 to 120 feet msl (Figure 1-2). 

The Facility was originally built to support World War II war efforts in the Pacific.  Since then 
the Facility has been instrumental in storing and transporting fuel to support the U.S. Navy’s 
mission throughout the world.   

The Facility consists of 20 12.5-million gallon (Mgal) underground storage tanks (USTs) 
constructed by the U.S. Government in the early 1940s.  At the time of this report, 5 tanks (1, 6, 
15, 16 and 19) were out of service.  The steel tank storage system, constructed in-place, is 
comprised of two parallel rows of vertical tanks sloping south southeast towards Pearl Harbor 
and measuring approximately 245 feet in height and 100 feet in diameter. The upper domes of 
the tanks lie at depths varying between approximately 100 feet and 200 feet below the existing 
ground surface, and are accessed by interconnected tunnels. The pipelines extend 2.5 miles from 
the tanks to Pearl Harbor.   

The tanks currently contain Jet Propulsion fuel no. 5 (JP-5), Jet Propulsion fuel no. 8 (JP-8) and 
F-76 (Diesel marine fuel), however they historically contained diesel oil, Navy Special Fuel Oil 
(NSFO), Navy distillate (ND), F-76, aviation gas (AVGAS), motor gas (MOGAS), JP-5 and JP-
8. Originally, Tanks 3 through 20 contained NSFO and Tanks 1 and 2 contained diesel oil. Over 
time, all tanks have been used to store a variety of fuel (TEC, 2005). 
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1.2 Description of the Problem 
The potential impact of an inadvertent fuel release to the groundwater system is the main risk 
driver for the Facility.  The Facility is approximately 100 feet above the basal groundwater table 
on the boundary of the Waimalu and Moanalua Aquifer Systems of the Pearl Harbor and 
Honolulu Aquifer Sectors, respectively.  Both aquifers are sources of potable water for several 
public water systems.  The Moanalua Aquifer and Waimalu Aquifer systems are classified by 
Mink and Lau as unconfined, basal, and flank (Figure 1-3).  Their status is listed as currently 
used, fresh (chloride content below 250 milligrams per liter [mg/L]) drinking water sources that 
are irreplaceable and has a high vulnerability to contamination (Mink and Lau 1990). The nature 
of the fractured basalt beneath the site would make cleanup of a future petroleum release 
difficult.   

There are several potable water supply wells in the vicinity of the Facility (Figure 1-4).  The 
impact of a large release would be very costly and would jeopardize Navy mission by potential 
loss of the potable water supplied by U.S. Navy well 2254-01.   The U.S. Navy well 2254-01 is 
located approximately 3,000 feet west and hydraulically downgradient from the USTs at the 
Facility. According to the Commission on Water Resources data for 1989-2005, on average 
approximately 4.4 million gallons per day (mgd) are withdrawn from this location.  This well 
supplies approximately 24 percent of the total Pearl Harbor Water System (PHWS), which serves 
approximately 52,200 military consumers on Oahu.  The Honolulu Board of Water Supply 
(HBWS) Halawa Shaft well 2354-01 is located approximately 5,000 feet northwest of the 
Facility.  On average, 11.8 mgd of potable water is withdrawn from this location, approximately 
12 percent of the total supply that serves 607,542 people on Oahu.   In addition, the HBWS 
Moanalua wells (2153-10, 2153-11, 2153-12) lay approximately 6,700 feet south of the Facility 
(Figure 1-3) and deliver potable water to the HBWS.  

Due to the previously classified status of Facility, public access and independent investigations 
were not conducted prior to 1995. However, records indicate that one or more tanks may have 
leaked and were repaired.  A maintenance program is currently evaluating the condition of 
specific tanks (TEC, 2005).  Previous investigations (Ogden, 1995; AMEC, 2002; TEC, 2007) 
indicated that past inadvertent releases of POL have reached the basal aquifer.  Based on the  
results of these investigations, the State of Hawaii Department of Health (HDOH), Solid Waste 
Branch, UST Division recommended in a letter dated October 10, 2003 that the U.S. Navy 
develop a contingency plan “to protect the Navy’s Halawa Adit No. 3 Drinking Water Pumping 
Station” (U.S. Navy well 2254-01).  Although the Facility is addressed in the Navy Region 
Hawaii Integrated Contingency Plan (ICP), The Water Systems Emergency Response Plan 
(Earth Tech, 2005), and the Spill Prevention and Countermeasure (SPCC) Plan for 
COMNAVREG Hawaii (Hawaii Pacific Engineers, 2006), none of these plans addressed 
response actions to releases of POL to soil/rock or groundwater that could potentially threaten 
this drinking water supply (United States Environmental Protection Agency [USEPA] Safe 
Drinking Water Act [SWDA]).  In addition, HDOH requested documentation of any structural 
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integrity or other engineering investigations that documented the condition of the Facility UST 
system as provided in the modified American Petroleum Institute (API) 653 and presented in 
Section 3.1.1, Tank Maintenance and Repair History.  HDOH also recommended installation of a 
leak detection system for the USTs.  These elements are all addressed in this Groundwater 
Protection Plan. 

1.3 Groundwater Protection Plan Scope and Objectives 
This Groundwater Protection Plan is the culmination of a comprehensive environmental site 
investigation (SI) to evaluate the impact of past releases of POL from the Facility.  The SI 
included the construction of a network of groundwater monitoring wells to evaluate the impact of 
fuel on the basal aquifer (Figure 1-4), development of a three-dimensional (3-D) groundwater 
flow and contaminant transport model, and evaluation the risk to nearby drinking water wells 
from mobile petroleum contaminants using a Tier 3 risk assessment.  The conceptual site model 
(CSM) and risk assessment indicated that the Facility was geologically isolated from the ground 
surface and that the only migration pathway of significant concern resulting from non-
catastrophic releases was via groundwater to drinking water wells. 

This Groundwater Protection Plan is intended to document the steps that are being taken or are 
planned for future implementation to prevent unacceptable risks associated with use of the 
groundwater potentially impacted by releases from the Facility to human health and the 
environment.   

These steps will include the following:  

• Implementation of a tank inspection and maintenance program. 

• Description of vapor monitoring results. 

• Description of groundwater sampling and risk assessment. 

• Implementation of a consistent, documented groundwater monitoring program that will 
provide adequate warning of any potential unacceptable risks to human health.   

• Establishment of a decision system, including responsibilities and specific response 
actions that will be implemented when risk-based groundwater action levels are 
exceeded. 

• Implementation of a market survey to evaluate best available leak detection technologies 
available for large field constructed fuel storage facilities, such as Red Hill. 

These steps are in accordance with the Hawaii Environmental Response Law (HERL), UST 
Program, and State Contingency Plan (SCP).  These steps are intended to protect human health 
and the environment from non-catastrophic past, present and future releases of POL which are 
chronic in nature, defined as on the scale of 10 gallons per minute or less.  Due to the nature of 
the Facility, releases of this size are very difficult to detect, but over time may cause severe 
damage to the groundwater resource and negatively impact the mission of the U.S. Navy.  These 
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steps are not intended to address risks associated with a catastrophic release of fuel to the 
environment resulting from a large rupture in the steel tanks or piping system.  These 
catastrophic events would require emergency response actions that are not within the scope of 
this document.     

1.4 Groundwater Protection Plan Updates 
This groundwater protection plan will be reviewed every five years after the date of approval by 
HDOH to determine if it needs to be updated to meet the objectives stated above.  Either the 
document will be updated or it will be documented that no update is required. In either situation, 
the decision or update shall be submitted to HDOH for approval.  

1.5 Navy Region Hawaii Integrated Contingency Plan 
The Navy Region Hawaii ICP addresses potential catastrophic releases from the Pearl Harbor 
Fuel Storage Facilities that have the potential to impact navigable waters.  This plan does not 
seek to protect groundwater resources that can be used for human consumption or for irrigation 
purposes.  The ICP specifies the use of the National Incident Management System Incident 
Command System (ICS) during the response to address catastrophic oil and hazardous 
substances (OHS) releases from the Facility that have the potential to impact navigable water.       

The Commander, Navy Region Hawaii (COMNAVREG HI) ICS organization is utilized when 
responding to large spills or emergency release incidents posing a substantial threat to the public 
or the environment at the Facility.  COMNAVREG HI, as the Navy On-Scene Coordinator 
(NOSC), is responsible for directing and/or coordinating responses to OHS releases when it is 
beyond the spiller's capability.  The Facility Incident Commander (FIC) will direct the response 
efforts of the Facility Release Response Management Team for releases at the Facility.  If the 
response is beyond this team's capability, the NOSC will be notified and the Facilities Release 
Response Management Team will become part of the NOSC ICS organization.  The FIC can 
activate personnel as required depending on the incident size and complexity.   

1.6 Water System Emergency Response Plan 
The Water System Emergency Response Plan was developed as part of the USEPA SWDA to 
respond to terroristic attacks.  It provides an independent set of procedures for the PHWS to 
respond in the event of natural or man-made emergencies impacting this potable water system 
(Earth Tech, 2005).  This plan provides procedures to mitigate the risk of exposure to 
contaminated water within the storage and transport facilities of the PHWS, but does not address 
procedures to mitigate risk associated with contamination within the groundwater resource. 

1.7 Conceptual Site Model and Risk 
This Section describes the results of recent studies completed at the Facility (TEC, 2007). The 
subsections below include site-specific descriptions of the source, CSM, exposure pathways and 
receptors, contaminant fate and transport using groundwater modeling, and risk assessment.   
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1.7.1 Description of the Facility 

The potential source of contamination at the Facility are the 20 12.5-Mgal USTs and associated 
buried piping that hold petroleum products. The Facility began operating in 1943 and has the 
capacity to hold approximately 250 million gallons of fuel. It currently contains JP-5, JP-8, and 
F-76. The tank storage system is comprised of two parallel rows of vertical tanks sloping south 
southeast towards Pearl Harbor. The tanks are installed into native basalt, each measuring 245 
feet in height and 100 feet in diameter.  They are located approximately 100 to 200 feet below 
ground surface (bgs), and are accessed by interconnected tunnels. The fuel pipelines extend 2.5 
miles within the tunnels to Pearl Harbor.  The Facility is located between Moanalua Valley to the 
southeast and the North Halawa Valley to the northwest.  These valley fills dip beneath the basal 
water table in the vicinity of the Facility.  According to MODPATH simulations using the 3-D 
groundwater model developed for the Facility, the valley fills present semi-permeable barriers to 
the lateral migration of groundwater.  For the purposes of this report, the groundwater sub-basin 
between these two valley fills will be called the Red Hill sub-basin.  In addition, these 
simulations indicate that these valley fills are protective of the HBWS Halawa Shaft (2354-01) 
and HBWS Moanalua wells (2153-10, -11, and -12).  The ten-year capture zones of these wells 
are contained by the valley fill barriers.  

According to the Aquifer Identification and Classification for Oahu: Groundwater Protection 
Strategy For Hawaii (Mink and Lau, 1990), produced to support the HDOH groundwater 
protection program, the Red Hill ridgeline makes up the  boundary between the Waimalu System 
of the Pearl Harbor Aquifer Sector and the Moanalua System of the Honolulu Aquifer Sector.  
No known groundwater divide exists along this geomorphic boundary and groundwater is 
believed to flow freely between these two aquifer designations at this boundary.  As indicated in 
the previous paragraph, a more realistic geomorphic boundary for these two aquifers is the North 
Halawa Valley fill, which dips below the basal water table in upper North Halawa Valley and is 
estimated to be between 300 and 400 feet below msl at the base of Halawa Valley (Oki, 2005).   

According to Mink and Lau (1990), both the Waimalu and Moanalua Systems are basal, 
unconfined, in flank lavas, and are currently used, drinking water sources, fresh, irreplaceable, 
and highly vulnerable to contamination.   

The tanks in the Facility have historically contained diesel oil, NSFO, ND, F-76, AVGAS, 
MOGAS, JP-5 and JP-8. Originally, Tanks 3 through 20 contained NSFO, and Tanks 1 and 2 
contained diesel oil. Over time, all tanks have been used to store a variety of fuel (TEC, 2005a). 
Due to the previously classified status of the Facility, public access and independent 
investigations of the Facility were previously not conducted. However, some records indicate 
that the tanks may have leaked and were repaired (TEC, 2005a; see Section 3).  

The pipelines associated with the Facility tanks run along tunnels where they can be inspected, 
except for pipelines immediately adjacent to the tanks, which are underground.  Records do not 
indicate any major releases occurred from the external pipelines that could be a source of 
contamination reaching basal groundwater.   
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1.7.2 Nature and Extent of Contamination 

1.7.2.1 Rock Boring Sample Results 

A slant borehole was advanced at an angle of 10- to 15-degrees from the floor of the lower 
tunnel directly adjacent to each of the USTs in the Facility, to a distance of approximately 125 
feet from the point of entry (POE).  These boreholes run from the inside edge to the outside edge, 
and approximately 10 to 20 feet below each UST.  Petroleum contamination was evident in 
several of the cores, particularly beneath Tanks 1, 6, 14, and 16 based on testing of the rock.  
(AMEC Earth and Environmental, Inc. [AMEC], 2002).  The most likely source of the petroleum 
contamination was from the USTs, although it is possible that the leaks could have originated 
from buried piping or spills in the tunnels that seeped into the rock.  Core samples collected 
during subsequent drilling activities to install monitoring wells RHMW02 and RHMW03 within 
the Facility lower access tunnel showed no evidence of petroleum in the unsaturated rock at 
these locations.   

1.7.2.2 Groundwater Sample Results 

The first SI groundwater sampling event was conducted in September of 2005 from the three 
wells within the Facility, the background well and the U.S. Navy well 2254-01.  Total Petroleum 
Hydrocarbons in the Diesel Range Organics (TPH-DRO) exceeded State of Hawaii 
Environmental Action Levels (EALs) for drinking water at all wells except U.S. Navy well 
2254-01.  No evidence of petroleum was observed at U.S. Navy well 2254-01.   

Groundwater from RHMW02, located upgradient from Tanks 5 and 6, had the highest 
concentrations of petroleum compounds.  RHMW02 was the only well in which target Volatile 
Organic Compounds (VOCs) and Semi-Volatile Organic Compounds (SVOCs) were observed. 
Concentrations of TPH-DRO, Total Petroleum Hydrocarbons in the Gasoline Range Organics 
(TPH-GRO), trichloroethylene (TCE), naphthalene, 1-methylnaphthalene and 2-
methylnaphthalene all exceeded one or more drinking water action levels (EALs or USEPA 
Region 9 Preliminary Remediation Goals [PRGs]) in this well.   

Lead exceeded drinking water action levels in unfiltered samples, though filtered samples did 
not.  According to the HDOH (March 2000) groundwater action levels for inorganics are based 
on dissolved constituents, therefore unfiltered sample results are not appropriate for comparison.  

The second SI groundwater sampling event was conducted in July 2006.  Results were similar, 
except TCE was not observed. 

1.7.2.3 Soil Vapor Sample Results 

As part of the SI, a soil vapor pilot study was conducted in which soil vapor monitoring points 
(SVMPs) were constructed within the slant borings beneath seven of the 12.5-Mgal USTs.  
Although results from the first SVMP sampling events indicated soil gas concentrations were 
less than HDOH EALs protective of worker health at the Facility, the range in concentrations 
and chemicals detected indicated: 
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1. Soil vapor beneath the USTs contains petroleum-related compounds; 

2. SVMPs could be used to sample for these volatile chemicals; 

3. SVMPs sample results identified potential release areas beneath the USTs where 
petroleum concentrations in soil gas were elevated, compared to concentrations indicative 
of ambient conditions beneath the USTs. 

Based on these results, the SVMPs with the highest soil vapor readings are beneath Tanks 6, 
16, 14, 11, and 12.  Soil vapor results are shown in Table 1-1. 

Table 1-1. Total Soil Vapor 

Sample 
Soil Vapor 

Total 
(ppbV) 

Ranking 
based on 

ppbV 

Soil Vapor 
Total 

(µg/m3) 

Ranking 
based on 
µg/m3  

RHSV02-15-40 17 11 42 11 
RHSV02-46-73 43 7 129 7 
RHSV02-79-110 20 10 39 12 
RHSV06-15-35 127 2 557 1 
RHSV06-40-56 7 15 29 13 
RHSV10-13-30 6 16 22 15 
RHSV10-40-130 8 14 22 16 
RHSV11-13-30 14 12 66 10 
RHSV11-40-131 63 4 257 4 
RHSV12-15-40 50 6 206 5 
RHSV12-46-68 2 17 9 17 
RHSV12-76-133 10 13 27 14 
RHSV14-15-40 2 18 5 18 
RHSV14-46-73 117 3 438 3 
RHSV14-79-110 52 5 152 6 
RHSV16-15-40 175 1 452 2 
RHSV16-46-73 26 8 69 9 
RHSV16-79-110 23 9 72 8 

 

1.7.3 Comprehensive Conceptual Site Model  

A CSM was developed for the Facility in accordance with the USEPA’s Risk Assessment 
Guidance for Superfund (USEPA, 1988, 1991). A graphic representation of the CSM is shown in 
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Figure 1-5.  The CSM provides a framework for evaluating sources, potential exposure 
pathways, and receptors.  

The current CSM is based on the recent investigation of the Facility (TEC, 2007).  The CSM 
illustrates the migration pathways of potential concern for this Groundwater Protection Plan.  
Potential receptors include persons utilizing the basal groundwater.  Migration pathways are 
described below: 

• Vertical movement through basalt to basal groundwater; 

• Movement in basal groundwater to downgradient potable water wells; and 

• Expected isolation of the Red Hill groundwater basin from HBWS wells (Halawa 
Shaft well 2354-01 and Moanalua wells  2153-10, -11, and -12) due to the depth of 
the North Halawa Valley and Moanalua Valley fills. 

1.7.3.1 Groundwater Usage 

The Facility is located up-gradient of the Hawaii State Underground Injection Control Line 
(UIC), which separates potable from non-potable groundwater.  The nearest public drinking 
water well (HBWS Halawa Shaft well 2354-01) is located hydraulically cross-gradient of the 
site.  This drinking water well is approximately 5,000 feet to the northwest of the Facility and 
pumps water from the basal aquifer.  On average, 11.8 mgd are withdrawn from this location.  
This well is part of a water system that serves 607,542 people on Oahu and this particular well 
supplies approximately 12% of the water to that system.   

The U.S. Navy well 2254-01 is located near the site.  This well is approximately 3,000 feet to the 
west of the site and is potentially down-gradient from the Facility.  Between 4.4 and 16 mgd are 
withdrawn from this location.  The U.S. Navy well 2254-01 currently provides approximately 24 
percent of the potable water to the PHWS, which serves approximately 52,200 military 
consumers.   

1.7.3.2 Contaminant Fate and Transport and Groundwater Modeling 

TEC, the University of Hawaii at Manoa (UH) and NAVFAC Hawaii collaborated on 
development of a local 3-D finite difference model based on an existing MODFLOW regional 
groundwater model developed by the UH for HDOH Safe Drinking Water Branch (SDWB)  
Source Water Assessment Program (SWAP).  The localized model focused on modeling the 
contacts for local valley fills in the saturated zone because several important municipal water 
supply wells lie within a mile of the Facility, but on opposite sides of these low-flow barriers 
from the Facility.  Once the model was developed, a pumping test was performed using the U.S. 
Navy well 2254-01 as the drawdown well, and monitoring points north of the Halawa Valley fill, 
south of the Moanalua Valley fill, and within the Red Hill ridge zone (unaffected by valley fills).  
The pumping test results were simulated using the 3-D flow model to calibrate the transient state 
of the model with reasonable precision. 
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Contaminant transport simulations were conducted using MODPATH to evaluate conservative 
particle transport, and RT3D (Clement, 1997), a high level transport model that accounts for all 
major transport processes, including advection, diffusion, dispersion, decay and sorption.  The 
objective was to estimate the dissolved concentrations at the Facility monitoring wells that would 
result in exceedences at the nearby municipal water supply wells.  Simulations were run under an 
average pumping scenario, in which area supply wells were pumped at average pumping rates 
for the period of 1996 to 2005.  In addition, once the critical concentrations within the Facility 
were estimated, a drought condition was simulated in which the U.S. Navy well 2254-01 was 
pumped at maximum rates to determine the worst case scenario, and sensitivity of the system to 
pumping conditions.   

An important factor in evaluating the risk of a fuel release from the Facility is the type of fuel 
that is stored in the USTs.  Although AVGAS and MOGAS were stored at the Facility between 
1964 and 1969 in two tanks, since then, JP-5 and JP-8 have been the on-site fuels with the most 
potential to impact human health and the environment.  JP-5 and JP-8 are jet propellants, similar 
to kerosene, with a total solubility of about 4.5 mg/L, very low concentrations of benzene, 
toluene, ethylbenzene, and xylenes (BTEX), and an effective solubility of benzene of 
approximately 0.75 mg/L.  Although polynuclear aromatic hydrocarbons (PAHs) make up a 
small component of jet fuels, they are significantly less mobile than BTEX and not risk drivers 
for migration in the dissolved phase for this reason.  Naphthalene, a mobile PAH common in JP-
5, has an effective solubility of 0.25 mg/L, much less than TPH and benzene. Other fuels stored 
are diesel and less soluble NSFO types.   

The results of the modeling, using TPH and benzene as the surrogate risk drivers showed that: 

• Simulation of maximum concentrations in infiltrating groundwater through a 
contaminated vadose zone did not present a risk at adjacent drinking water wells; 

• Valley fills represented by North Halawa Valley and Moanalua Valley are effective 
barriers to particle migration from the Facility to HBWS wells that lie outside these 
valley fills (HBWS Halawa Shaft, and HBWS Moanalua wells); 

• Simulations in which fuel as light non-aqueous phase liquid (LNAPL) extended 
downgradient of monitoring well (RHMW01) showed concentrations that exceeded 
action levels at the infiltration gallery for U.S. Navy well 2254-01;  

• Site-Specific, Risk Based Levels (SSRBLs) at RHMW01, RHMW02 and RHMW03 
coincide with solubility limits of JP-5, where benzene is 0.75 mg/L and TPH is 4.5 mg/L; 
and 

• Groundwater action levels at the U.S. Navy well 2254-01 are the HDOH drinking water 
EALs. 
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1.7.3.3 Risk Summary 

Current and future ecological risk is considered negligible because the Facility is underground 
and the migration pathway to ground surface or surface water via seeps is not complete.   

The human health risk assessment was conducted assuming that future storage will remain JP-5 
(kerosene) and heavier fuel mixtures.  If lighter fuels, such as AVGAS or MOGAS were to be 
stored at the Facility in the future, risks due to volatilization would need to be reconsidered.  
Under the JP-5 and heavier assumption, the following determinations were made: 

• The current and future risk of exposure via migration from soil gas to indoor air is 
considered negligible. 

• The primary environmental risks at the Facility were determined to be due to a future 
scenario in which groundwater from beneath the site was extracted for residential 
tapwater use, including drinking.  Currently, no extraction wells lie in the vicinity of the 
current groundwater plume.   

• In addition, if a future release produced a large secondary source of LNAPL on the water 
table, dissolved contaminants or free-product may result in unacceptable concentrations 
of petroleum in the Red Hill sub-basin, which feeds into the U.S. Navy well 2254-01 
potable water system, decreasing the amount of potable water available to PHWS 
consumers by 4.5 to 16 mgd. 
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2 APPLICABLE REGULATIONS AND GUIDANCE 

Based on the current knowledge of the Facility and the CSM provided in Section 1, the Federal 
and state regulatory requirements and guidelines that apply to the Facility include those relating 
to drinking water and potable water systems; environmental response and contingency plans; and 
USTs. They are described in the paragraphs below. 

2.1 Federal Regulations and Guidance  

2.1.1 Drinking Water and Potable Water Systems 

The National Primary Drinking Water (NPDW) regulations at 40 Code of Federal Regulations 
(CFR) Part 141 carries out provisions of the USEPA SDWA. They establish maximum 
contaminant levels (MCLs) for various substances in potable water. 

2.1.2 USTs 

The Resource Conservation and Recovery Act (RCRA), established in 1979 and amended with 
the Hazardous and Solid Waste Amendments of 1984, established a comprehensive regulatory 
program for USTs.   

Most of the regulations concerning USTs are contained in 40 CFR Part 280 and 40 CFR Part 
281, although codification of individual state and territorial programs is found in 40 CFR Parts 
282.50-282.105. The list of hazardous substances is in 40 CFR Part 302.4.  

2.1.2.1 Regulations Applicable to the Facility 

Regulations for USTs are found at 40 CFR PART 280—TECHNICAL STANDARDS AND 
CORRECTIVE ACTION REQUIREMENTS FOR OWNERS AND OPERATORS OF 
UNDERGROUND STORAGE TANKS (UST).  Part 280 contains numerous subparts. Part 
280.10(c)(5) states that parts B, C, D, E, and G are deferred and do not apply to UST systems 
with field-constructed tanks (which is the case for the Facility).  The complete list of subparts is 
listed below with those applicable to the Facility underlined: 

• Subpart A - 280.10-280.12 - "Program Scope and Interim Prohibition"  

• Subpart B - 280.20-280.22 - "UST Systems: Design, Construction, Installation and 
Notification"  

• Subpart C - 280.30-280.34 - "General Operating Requirements"  

• Subpart D - 280.40-280.45 - "Release Detection"  

• Subpart E - 280.50-280.53 - "Release Reporting, Investigation, and Confirmation"  

• Subpart F - 280.60-280.67 - "Release Response and Corrective Action for UST Systems 
Containing Petroleum or Hazardous Substances”  

• Subpart G - 280.70-280.74 - "Out-of-Service UST Systems and Closure"  
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• Subpart H - 280.90-280.116 - "Financial Responsibility"  

• Subpart I - 280.200-280.230 - "Lender Liability"  

Subpart F does apply; sections in this subpart are:   

• § 280.61 Initial response. 

• § 280.62 Initial abatement measures and site check. 

• § 280.63 Initial site characterization. 

• § 280.64 Free product removal. 

• § 280.65 Investigations for soil and ground-water cleanup. 

• § 280.66 Corrective action plan (CAP).  

• 280.67 Public participation.  (required only if a CAP is required) 

The CAP section § 280.66(a) states “At any point after reviewing the information submitted in 
compliance with §§ 280.61 through 280.63, the implementing agency may require owners and 
operators to submit additional information or to develop and submit a corrective action plan for 
responding to contaminated soils and ground water. If a plan is required, owners and operators 
must submit the plan according to a schedule and format established by the implementing 
agency.” 

2.1.2.2 Regulations “To Be Considered” at the Facility 

Certain regulations do not apply specifically to the Facility, but do have performance criteria that 
were considered in the preparation of this Groundwater Protection Plan.  These parts are 
described below. 

Subpart D (Release Detection) § 280.40 General requirements for all UST systems   

(a) Owners and operators of new and existing UST systems must provide a method, or 
combination of methods, for release detection that:   

(1) Can detect a release from any portion of the tank and the connected underground piping 
that routinely contains product;   

(2) Is installed, calibrated, operated, and maintained in accordance with the manufacturer’s 
instructions, including routine maintenance and service checks for operability or running 
condition;  and   

(3) Meets the performance requirements in § 280.43 or 280.44, with any performance claims 
and their manner of determination described in writing by the equipment manufacturer or 
installer.  In addition, methods used after the date shown in the following table 
corresponding with the specified method except for methods permanently installed prior 
to that date, must be capable of detecting the leak rate or quantity specified for that 
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method in the corresponding section of the rule (also shown in the table) with a 
probability of detection (PD) of 0.95 and a probability of false alarm (Pfa) of 0.05.   

Subpart D (Release Detection) § 280.43 Methods of release detection for tanks  

(a) Inventory control. Product inventory control (or another test of equivalent performance) must 
be conducted monthly to detect a release of at least 1.0 percent of flow-through plus 130 
gallons on a monthly basis in the following manner. 

(d) Automatic tank gauging (ATG). Equipment for automatic tank gauging that tests for the loss 
of product and conducts inventory control must meet the following requirements:  

(1) The automatic product level monitor test can detect a 0.2 gallon per hour leak rate from 
any portion of the tank that routinely contains product; and  

(2) Inventory control (or another test of equivalent performance) is conducted in accordance 
with the requirements of § 280.43. 

(h) Other methods. Any other type of release detection method, or combination of methods, can 
be used if:  

(1) It can detect a 0.2 gallon per hour leak rate or a release of 150 gallons within a month with 
a probability of detection (PD) of 0.95 and a probability of false alarm (PFA) of 0.05; or  

(2) The implementing agency may approve another method if the owner and operator can 
demonstrate that the method can detect a release as effectively as any of the methods 
allowed in paragraphs (c) through (h) of this section. In comparing methods, the 
implementing agency shall consider the size. 

2.2 Hawaii Regulations and Guidance  

2.2.1 Drinking Water and Potable Water System Regulations 

The HDOH Rules Relating to Hawaii Potable Water Systems (HPWS) (Hawaii Administrative 
Rules [HAR] Title 11, Chapter 20) set forth MCLs of certain chemicals in public and private 
drinking water systems.  These MCLs are analogous to the NPDW regulations but additional 
substances are regulated. 

2.2.2 Hawaii Environmental Response Law and State Contingency Plan Regulations 

The Hawaii Revised Statutes Title 19, Chapter 128D and SCP (HAR Title 11, Chapter 451) is 
intended to identify releases and other situations that may endanger public health or welfare, the 
environment, or natural resources; prescribe notification requirements; and establish methods to 
address such releases. The SCP is intended to address contaminants and releases not addressed 
by other State of Hawaii Laws and Rules.  It establishes reportable quantities for hazardous 
substances, pollutants, and contaminants for release purposes.  The HERL definition of a 
hazardous substance includes petroleum.  Methods and criteria for investigations and response 
actions conducted under the SCP are described in the technical guidance manual (TGM) for the 
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Implementation of the Hawaii State Contingency Plan (HDOH, 1997).  The TGM indicates that 
the following four criteria should be evaluated to determine whether further action is necessary 
for a site: 

1. There has been no release of a hazardous substance, pollutant, or contaminant to the 
environment. 

2. There is no threat of release of a hazardous substance, pollutant, or contaminant to the 
environment. 

3. The site is adequately characterized, and no hazardous substances remain on site, or no 
significant threat to human health or the environment exists. 

4. Response actions are complete, and adequate measures have been taken to protect human 
health and the environment. 

2.2.3 UST Regulations 

The State of Hawaii adopted its own UST statutes and regulations (Hawaii Revised Statutes, 
Title 19, Chapter 342L and HAR, Title 11, Chapter 281, Subchapters 1 through 10) to implement 
these laws in Hawaii.  Owners and operators of USTs that contain regulated substances such as 
petroleum are required to take specific actions when investigating releases from their USTs.  
Regulations and requirements are explained in detail in the TGM for Underground Storage Tank 
Closure and Release Response (HDOH, 2000), hereafter referred to as the TGM-UST. 

2.2.4 EALs as  “To Be Considered” Guidance 

Where no specific regulatory standards exist for a chemical or situation, or where such standards 
are insufficiently protective, other guidance should be considered in determining the necessary 
level of cleanup to protect human health or the environment.  Under the risk assessment process 
conducted in support of a UST site characterization, EALs, rather than the 1995 action levels in 
HAR Title 11, Chapter 281, subchapter 78 can be used to screen for constituents of potential 
concern (COPCs) as described in Screening For Environmental Concerns At Sites With 
Contaminated Soil and Groundwater (HDOH, 2005b). 

According to HDOH (2005b): 

The EALs are considered to be conservative. Under most circumstances, and 
within the limitations described, the presence of a chemical in soil, soil gas or 
groundwater at concentrations below the corresponding EAL can be assumed to 
not pose a significant, long-term (chronic) threat to human health and the 
environment. Additional evaluation will generally be necessary at sites where a 
chemical is present at concentrations above the corresponding EAL. Active 
remediation may or may not be required, however, depending on site-specific 
conditions and considerations. 

and 
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The EALs are intended to serve as an update and supplement to the HDOH 
document Risk-Based Corrective Action and Decision Making at Sites With 
Contaminated Soil and Groundwater (June 1996). The change in terminology 
from "Risk-Based Action Levels” to "Environmental Action Levels” is intended 
to better convey the broad scope of the document and clarify that some action 
levels are not "risk-based" in a strict toxicological definition of this term. Use of 
the EALs is recommended not mandatory.  
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Table 2-1. Reporting Requirements for UST Release Response 

 
TGM-UST, March 2000. Page 2 
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2.3 Non-Regulatory Guidance on Release Detection To Be Considered for the Facility 
Two important factors that must be taken into account in providing release detection at the 
Facility are given below. 

1. Each UST in the Facility is field-constructed and has dome-shaped ends which are 
atypical for fuel tanks of this size.  The large volume associated with each tank requires 
high resolution detectors to assess small changes in level, temperature and pressure. 
Algorithms for evaluating fuel movement must account for the atypical design. 

2. The USTs within the Facility are interconnected with each other and with other facilities 
in Pearl Harbor.  Fuel movement may be due to: 

• An inadvertent leak; 

• Fuel inflow or outflow, which should be accounted for via inventory management; 
and/or; 

• Movement between tanks within the Facility. 

Procedures to account for these factors are not part of standard USEPA testing protocol for UST 
leak detection systems, which evaluate individual tanks.  Guidance for certification is available 
for alternative testing methods for bulk field constructed tanks.  In addition, differentiating 
chronic leaks from other fuel movement or other systemic sources require analysis of trends from 
multiple sensors and trained fuels specialists and a dedicated program.  In this regard, FISC will 
implement a fuel management program that will include sensor specifications, data transfer 
systems, data storage, data analysis algorithms, and a user interface to allow the fuel specialist to 
evaluate unexplained fuel movement and determine whether a leak is occurring.   

2.3.1 Alternative Leak Detection Methods for Bulk Field Constructed Tanks 

There are several reasons why an alternative method is often required for bulk field constructed 
tanks. 

1. Some release detection systems cannot be evaluated using the procedures described in the 
EPA Standard Methods for Evaluating Leak Detection Methods. 

2. For some types of equipment, there is no EPA protocol available. 

3. The cost to conduct the EPA Standard Method may be cost-prohibitive for some Fuel 
Storage Systems. 

The following systems have been tested at the Red Hill Facility to date.   

• Asteroid Corporation has tested their Comet system.   

• The Low Range Differential Pressure (LRDP) system developed by Naval Facilities 
Engineering Service Center (NFESC) was tested in a single tank configuration by a third-
party certifier (Ken Wilcox Associates [KWA], 2002).  The general protocol for these 
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single tank configuration tests have followed Alternative Test Procedures For Evaluating 
Leak Detection Methods: For Bulk Field-constructed Tanks, KWA, revised November 
2000.  This document is available at: 

 http://www.kwaleak.com/protocols/KWA_Bulk_Tank_Protocol_11_28_00_fonts_fixed.pdf .   

• As part of an overall management system to evaluate fuel movement at the Pearl Harbor 
fuel storage and transmission facilities, Asteroid Corporation developed the concept of a 
Fuel Integrity Management Program (FIMP) with two major parts; Tank Integrity 
Management Program (TIMP) and Pipeline Integrity Management Program (PIMP).  
FIMP is a schematic description of a comprehensive release detection program for 
pipelines and tanks throughout the Pearl Harbor integrated fuel system.    

The U.S. Navy is evaluating these and other methods in an effort to develop a viable leak 
detection system at the Facility. 

   

2.4  Regulatory History of the Facility  
This subsection provides a chronological listing of regulatory issues and documents submitted 
regarding the Facility UST petroleum releases. These documents can be found in Appendix A. 

Date Activity 

December 7, 2000 HDOH Letter to Navy:  Response to telephone report of release of jet fuel.   Release  ID 
No. 010011. 

April 16, 2002 Confirmed Release Notification Form for Tank 6, JP-5 Fuel. 

July 17, 2002 Confirmed Release Notification. 

September 5, 2002 
HDOH Letter to Navy: Thank you for briefing and visit to Red Hill Tank Complex on 
August 1, 2002.  Note that petroleum contamination exceeding HDOH Tier 1 Action 
Levels was found beneath Tanks 1, 2, 6, 14, and 17 in 2001. 

November 26, 2002 Navy Letter to HDOH: Transmittal letter, Final Red Hill Bulk Fuel Storage Facility 
Investigation Report, August 2002.   Release  ID Nos. 990051, 010011, 020028. 

April 4, 2003 HDOH Letter to Navy: Comments on the Facility Investigation Report and requesting 
quarterly release reports and a comprehensive risk assessment. 

July 21, 2003 

HDOH Letter to Navy: Acknowledgement of receipt of Sampling and Laboratory Reports 
for testing at the Red Hill Adit No. 3 pumping station and request for additional sampling 
at the Facility, scale maps and figures, and a comprehensive risk assessment for the 
Facility. 

October 10, 2003 

HDOH Letter to Navy: Request for risk assessment, conceptual site model, scale maps and 
figures, quarterly monitoring reports of monitoring wells and the Adit No. 3 well, copies of 
documentation of engineering investigations of structural integrity or leakage at the 
Facility, and installation of a leak detection system for the tanks. 

June 2, 2004 Scale Drawings of Red Hill Tanks Piping System. 
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Date Activity 

June 10, 2004 HDOH Letter to Navy: Request for the information listed in the October 10, 2003 letter. 

July 8, 2004 Navy Letter to HDOH: Response to October 10, 2003 HDOH letter. 

October 8, 2004 Navy Report Submitted to HDOH: Quarterly Progress Report. 

August 12, 2004 

HDOH Letter to Navy: Acknowledgement of receipt of April 29 Statement of Work for 
Long-term Monitoring/Remedial Action; May 4, 2004 Statement of Work for A-E Services 
for Planning Documents and Related Technical Services; May 6, 2004 email update; and 
July 8, 2004 Letter Report from the Navy. 

January 13, 2005 Navy Report Submitted to HDOH: Quarterly Progress Report. 

April 13, 2005 Navy Report Submitted to HDOH: Quarterly Progress Report. 

May 4, 2005 Navy Letter to HDOH: Draft Work Plan. 

July 12, 2005 Navy Report Submitted to HDOH: Quarterly Progress Report. 

August 25, 2005 HDOH Letter to Navy: Acknowledgement of receipt of First Quarter 2005 Groundwater 
Sampling and June 2005 Red Hill Bulk Fuel Storage Facility Work Plan. 

September 7, 2005 Navy Report Submitted to HDOH: Second Quarter 2005 Groundwater Sampling Report. 

October 12, 2005 Navy Report Submitted to HDOH: Quarterly Progress Report. 

November 28, 2005 Navy Report Submitted to HDOH: Third Quarter 2005 Groundwater Sampling Report. 

January 13, 2006 Navy Report Submitted to HDOH: Red Hill Tank Complex Quarterly Progress Report. 

January 25, 2006 
Navy Report Submitted to HDOH: Red Hill Bulk Fuel Storage Facility, Draft –Addendum 
Planning Documents.  
Navy Report Submitted to HDOH: September 2005 Groundwater Sampling Results. 

March 31, 2006 Navy Report Submitted to HDOH: Fourth Quarter 2005 Groundwater Sampling Report. 

April 13, 2006 Navy Report Submitted to HDOH: Quarterly Progress Report. 

April 19, 2006 

HDOH Letter to Navy: Acknowledgement of receipt of June 2005 Red Hill Bulk Fuel 
Storage Facility Planning Documents; August 2005 and November 2005. Groundwater 
Sampling Reports; January 2006 Red Hill Bulk Fuel Storage Facility, Draft –Addendum 
Planning Documents; and January 2006 Red Hill Tank Complex Quarterly Progress 
R

June 1, 2006 Navy Letter to HDOH: Red Hill Bulk Fuel Storage Facility, Final – Work Plan Addendum 
Planning Documents. 

July 17, 2006 Navy Report Submitted to HDOH: Quarterly Progress Report. 

September 5, 2006 Navy Report Submitted to HDOH: July 2006 Groundwater Sampling Results. 

October 12, 2006 Navy Report Submitted to HDOH: Quarterly Progress Report. 

January 8, 2007 Navy Letter to HDOH: Notification for USTs for Tanks 1 and 19. 

January 11, 2007 Navy Report Submitted to HDOH: Red Hill Tank Complex Quarterly Progress Report. 
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Date Activity 

January 25, 2007 Navy Report Submitted to HDOH: December 2006 Groundwater Sampling Results. 

April 13, 2007 Navy Report Submitted to HDOH: Quarterly Progress Report. 

May 4, 2007 Navy Report Submitted to HDOH: March 2007 Groundwater Sampling Results. 

July 13, 2007 Navy Report Submitted to HDOH: Quarterly Progress Report. 

August 20, 2007 Navy Report Submitted to HDOH: June 2007 Groundwater Sampling Results. 

August 23, 2007 Navy Letter to HDOH: Red Hill Bulk Fuel Storage Facility Final Technical Report 

October 12, 2007 Navy Report Submitted to HDOH: Quarterly Progress Report. 

October 16, 2007 Navy Report Submitted to HDOH: September 2007 Groundwater Sampling Results. 
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3 TANK PREVENTIVE MAINTENANCE AND LEAK MONITORING 
PROGRAM 

The Facility overlies a very valuable groundwater resource that produces between 4.5 and 16 
mgd of potable water for the PHWS and its military consumers via U.S. Navy well 2254-01.  
This water resource is virtually irreplaceable, considering the present limitations of the 
sustainable yield of the Pearl Harbor and Honolulu Aquifer Sectors, the available water, land, as 
well as construction costs for new sources.   

A large release of petroleum LNAPL to groundwater from the Facility can eliminate the Red Hill 
sub-basin as a water resource to PHWS via U.S. Navy well 2254-01.  Currently there is no 
effective way to quickly determine whether a release is occurring.  Groundwater samples are 
collected quarterly; a chronic release of 8 gallons per hour over a period of 90 days is 
approximately 17,280 gallons.  Groundwater model simulations indicate that a release of this 
size has the potential to allow contaminated water to enter the infiltration gallery and 
contaminate the U.S. Navy well 2254-01 at concentrations greater than the MCL for benzene 
(TEC 2007).  Such contamination would require the well to be withdrawn from domestic service 
until a treatment plant and associated by-pass water transmission system were put in place. 

The age of the Facility and the mission-critical requirements for its storage capacity combine to 
present a significant future risk of a moderate to large release of fuel to the underlying 
groundwater.  In order to mitigate the risk associated with future releases, the U.S. Navy will: 

1. Implement a rigorous tank maintenance program, and  

2. Continue to research and investigate a viable leak detection system for the Facility.  
Deployment of a leak detection system is dependent on the suitability of available 
technologies and budget constraints. 

Although the Facility USTs are deferred from many of the State and Federal regulations, 
including the requirement for release detection (HAR, Title 11, Chapter 281, Subchapter 5, 
“Release Detection”) deployment of a reliable leak detection system would reduce the potential 
for a chronic release to the Red Hill sub-basin.  The impact of a future chronic release of fuel 
over a prolonged period of time would: 

1. Eliminate 4.5 mgd to 16 mgd of potable water from the PHWS, which would severely 
impact the U.S. Navy mission in the Pacific;  

2. Be extremely difficult and costly to remediate in accordance with the HDOH UST 
regulations (HAR, Title 11, Chapter 281, Subchapter 7, “Release Response”); and  

3. Remove the Red Hill sub-basin as a source of potable water for an undetermined period 
of time. 

Although there is currently a network of three groundwater monitoring wells within the Facility, 
these wells are only sampled every three months, and each monitors approximately 200,000 
square feet of the water table beneath the Facility.  A release from Tank 12 could potentially 
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impact an area of the water table of 150,000 square feet before being intercepted at RHMW02 at 
Tank 6.  For these reasons, it is clear that every effort must be made to ensure that these releases 
do not occur, and this will be accomplished by instituting a rigorous maintenance schedule, and 
continuing the effort to identify and implement state of the art release detection procedures.   

3.1 Tank Maintenance and Repair Program 

3.1.1 Tank Maintenance and Repair Histories 

Data from modified API 653 Inspection Reports and existing written site histories (see Appendix 
B) are summarized here.  In addition to actual leaks from the tanks, it should be noted that in 
some cases, reported leaks in histories were leaks into the tell-tale system piping itself (which are 
internal to the tank) and were not external tank leaks. 

Dates Tank 1 Activity 

August 1953 Leak found on tell-tale no. 7 and crack found in tank during cleaning; no 
indication given of leakage rates. 

8/64 to 9/67 Various leaks from tell-tale; unknown quantity of leakage. 
8/70 to 4/72 Unexplained fuel drops amounting to 31,294 gallons. 
5/75 to 8/78 Unexplained fuel drops amounting to 32,765 gallons. 
10/81 Tank modernization repair project starts. 
7/82 to 1/83 Leak tests result in fuel drops amounting to 5517 gallons. 
9/99 End of history. 

Dates Tank 2 Activity 
10/47 Tell-tale leak noted, unknown amount; tank emptied. 
12/81 Tank removed from service for repair and lining. 
4/83 End of history. 

Dates Tank 3 Activity 
3/53 to 12/81 No leaks reported. 

Dates Tank 4 Activity 
1/53 to 4/83 No leaks reported. 
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Dates Tank 5 Activity 

3/65 Tell-tale leak at 1 gallon per 1.25 hours; tank worked on intermittently for 6 
months but no leak found; suspect leak in tell-tale system. 

2/72 Tell-tale leak at 2 quarts per day; response uncertain. 
4/83 End of history. 

Dates Tank 6 Activity 
6/63 Problems with tell-tale system; no clear indication of external leaks. 
3/83 End of history. 

Dates Tank 7 Activity 
11/73 Tell-tale leakage, tank emptied; leak may have been internal only. 
5/78 Significant tell-tale leakage, tank emptied. 

2/80 After filling leak rates measured and approx. 6505 gallons leakage measured 
until rate dropped to < 13 gallons per day (gpd) below 207’ fill level. 

4-5/81 Tank removed from service for repairs and put back in service; end of history. 

Dates Tank 8 Activity 
3/52 to 4/83 No leaks reported. 

Dates Tank 9 Activity 
4/58 to 5/58 Approximately 1500 gallons leaked from tell-tale. 

4/96 Report of a hole found under middle pipe support for 18” line; no details 
provided. 

7/78 to 2/81 
Tank repair project and installation of telemetering system; leak test rates after 
project range from 4.5 to 17.9 gpd; no documentation of any actions 

Dates Tank 10 Activity 
1/73 Suspected leak; tank emptied. 
4/76 Tell-tale leak; tank emptied and removed from service. 
10/78 to 4/80 Tank repair project and installation of telemetering system. 

1/81 During refill a severe leak detected somewhere near top of tank; fuel ran out on 
concrete near first platform on stairway to top of dome; tank emptied. 

10/81 Started refilling tank after repair. 
4/83  End of history. 
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Dates Tank 11 Activity 

8-9/80 
Leak testing after repair and upgrade; rates from 165 to 2412 gpd over 1 
month; based on these valued estimated fuel loss between 10,000 and 20,000 
gallons. 

9/80 Tank emptied and repaired. 
1/81 End of history. 

Dates Tank 12 Activity 
1/64 Reported that there is a known leak in the dome section; no other information 
3/73 Tank emptied, suspected leak; no additional information given. 

2/81 Leak testing after repair and upgrade showed leak rate of 1,400 gpd; Unknown 
amount of leakage. 

5/81 Tank was removed from service for a second time for leak repairs; end of 
history. 

Dates Tank 13 Activity 
5/76 Leak reported, no details. 

9/81 Tank returned to service after lining and repairs; leaks found above 188 foot 
level; repaired. 

2/82 End of history. 

Dates Tank 14 Activity 
3/49 to 2/82 No leaks reported. 

Dates Tank 15 Activity 
7/81 Tank leaked badly upon refilling after tank repair and lining, no details. 
8/81 to 10/81 Removed from service, repaired; leak test still showed leak and repaired again. 
1/82 End of history. 

Dates Tank 16 Activity 
7/48 Leak reported, no details; emptied tank. 

7/49 Tell-tale leak, lost 2.25” in 11 days (approx. 11,000 gallons); no additional 
information. 

12/49 Tank refilled, lost 3.63” in 4 days (approx. 18,000 gallons); no information on 
when leakage was stopped. 

5/73 Tell-tale leakage at 1 drop per 20 seconds; no additional information. 
1/75 Emptied tank. 
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Dates Tank 16 Activity (continued) 
10/81 Tank refilled after repairs and lining and found to leak badly. 
11/81 Tank removed from service. 
12/81 Tank reworked and returned to service; end of history. 

Dates Tank 17 Activity 

6/69 Leak reported by gauger; tell-tale leaking at 1 gallon per 1.5 minutes; fuel 
transferred. 

1/75 Tell-tale started leaking; no additional information. 
5/79 End of history. 

Dates Tank 18 Activity 
12/50 to 9/75 No leaks reported. 

Dates Tank 19 Activity 

6/64 Leak discovered around weld in tank bottom, 5 mL per hour (mL/hr); other 
small holes discovered during inspection; rewelded. 

1998 “Back seepage” was observed from holes in steel liner during a tank 
maintenance project. 

Dates Tank 20 Activity 
8/60 to 3/79 No leaks reported. 

 

Based on various types of leak tests conducted since 1997, other releases may have occurred that 
are not reflected in the histories above.  However, the accuracies of these tests are not known and 
in some cases leakage through gate valves has been determined as the cause of unexplained 
changes in fuel levels.  In 2004, gate valves on fuel lines were replaced with twin seal plug 
valves (double block bleed valves).  These replacements are believed to have eliminated leaky 
valves as a factor to explain unexpected changes in fuel levels. 

3.1.2 Tank Inspections and Repairs 

To date, five tanks (Tanks 7, 8, 10, 15 and 16) have been inspected and repaired in accordance 
with a modified protocol for USTs based on the API 653.  API 653, Tank Inspection, Repair, 
Alteration and Reconstruction, is a maintenance and inspection program developed by the API to 
provide for an ongoing assessment of a facility’s above ground storage tanks.  This protocol was 
modified to be appropriate for USTs.  API 653 provides minimum requirements for maintaining 
the integrity of welded steel storage tanks.  It applies specifically to aboveground tanks, but the 
principles also apply to field-constructed underground tanks. Tanks 7, 8, and 10 underwent the 
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modified API 653 process and were completed in 1998.  Tanks 15 and 16 underwent the 
modified API 653 process and were completed early in 2007.  The modified API 653 reports are 
provided in Appendix B.  

3.1.3 Current Status of the USTs 

At the date of this report, 17 of the 20 tanks at the Facility are in operation. Three tanks (1, 6 and 
19) are currently out of service (Table 3-1). Tanks 1 and 19 have been taken out of service 
permanently (Appendix B). Tank 6 is presently undergoing modified API 653 tank inspection 
procedure (Appendix B).  

3.2 Current Petroleum Release Monitoring Systems 

3.2.1  Soil Vapor Monitoring System 

The soil vapor monitoring system (SVMS) is not an ATG system.  As implemented in the pilot 
study, the SVMS consists of two or more probes located at various points in existing boreholes 
beneath seven of the Facility tanks (2, 6, 10, 11, 12, 14 and 16).  Each probe is used to draw 
vapor from isolated segments of the borehole associated with the front, middle, and back of the 
tanks.  Vapors are withdrawn from each probe via a pump and sampled in the field using a hand-
held organic compound detector.  Total volatile organic vapors are measured down to 1 part per 
billion and compared to baseline measurements from the same location.  Increasing 
concentrations over time are an indication of fuel leaks at the tested tank.  The SVMPs can be 
monitored periodically (quarterly) or when data from the ATG leak detection system indicates a 
potentially leaking tank.  All 20 tanks have horizontal borings underneath them from earlier 
investigations, therefore full scale implementation would require removal of the existing casing 
and SVMP installation in eleven additional boreholes (Tank 1 and Tank 19 are out of service 
indefinitely).  Limitations of the SVMPs as currently designed are described below. 

• Currently only one boring exists under each UST.  Additional borings under each UST 
would increase the probability of detection by increasing the coverage. 

• In the case of multiple releases from a single UST, vapors from a previous release may 
mask any new releases to some extent, especially if the releases affected the same SVMP.   
This limitation may be overcome by evaluating concentration trends, versus the positive 
detections of petroleum as an indication of a new release.  Additional borings and 
multiple vapor monitoring points per borehole would increase the probability of detection 
of multiple releases from different locations in a UST. 

• The remaining borings that have not been fitted are smaller in diameter and present 
technical difficulties in installation of the SVMPs with multiple monitoring points (MPs).  
Alternative installation procedures will be required. 
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3.2.2 Groundwater Monitoring at the Facility 

Although a groundwater monitoring program is currently in place at the Facility, this program is 
not a viable leak detection method, since leaks can occur that are not observed at the monitoring 
wells.  Its purpose is to evaluate groundwater quality under the Facility to determine whether 
contamination presents a risk to consumers of the water within the Red Hill sub-basin.  In 
addition, the groundwater monitoring program will also provide "triggers" to the groundwater 
protection responses presented in Table 4-2.  Petroleum in groundwater from each well can be 
inferred to have come from upgradient sections of the Facility; however, the objective of the leak 
detection program is to verify and correct any leakage before the drinking water resource is 
impacted in order to minimize the chance that the responses presented in Table 4-2 are required.  

In the current configuration, three groundwater monitoring wells are in place within the lower 
access tunnel of the Facility.   

• RHMW01 is at the southwest edge of the Facility, between Tank 1 and the U.S. Navy 
well 2254-01.  RHMW01 is considered to be hydraulically downgradient from the USTs 
and is the last sentry well before the U.S. Navy well 2254-01 infiltration gallery.   
RHMW01 will be the first point of detection for releases from Tanks 1 through 6. 

• RHMW02 is upgradient of Tank 6, approximately 600 feet upgradient of RHMW01.  It 
will be the first point of detection for Tanks 7 through 14. 

• RHMW03 is upgradient of Tank 14, approximately 800 feet upgradient from RHMW02 
and 600 feet downgradient from Tanks 19 and 20.  It is the first point of detection for 
Tanks 15 through 20.  

The current groundwater monitoring program consists of quarterly sampling events, and results 
generally take two to three weeks from the time of sample collection.  While this is a very 
important part of the confirmation process, it does not provide timely information required for 
protection of the groundwater resource.  A detailed groundwater monitoring program has been 
developed for the Facility.  This program is described in Section 4 of this report and in Appendix 
C (Groundwater Monitoring Field Sampling and Analysis Plan).  

3.3 Ongoing Groundwater Protection Activities 
1. Continue to conduct modified API 653 tank inspections and repairs for USTs (see 

proposed schedule in Table 3-1). This process is an extension of previous tank inspection 
and repair procedures that have been conducted to date.  Tanks will continue to be 
inspected periodically at time intervals based on the results of the latest inspection (no 
greater than 20 years). 

2. Expand vapor monitoring program to all active Red Hill tanks. Currently seven active 
tanks are fitted with SVMPs.  Install SVMPs in existing borings in the eleven remaining 
tanks as part of the overall fuel management program.  The estimated cost to equip each 
tank with SVMPs is approximately $15,000, for a total cost of $165,000.  An additional 
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$10,000 is estimated for field instrumentation for real-time measurement of fuel vapors.  
Coordinate vapor monitoring of Tanks to same quarterly cycle as the well water 
monitoring cycle. An estimate of the cost to sample and assess a complete round of 
SVMPs from 18 tanks is approximately $3,000.  Integrate vapor monitoring into TIMP.  

3. Continue quarterly groundwater monitoring of three wells within the Facility and the U.S. 
Navy well 2254-01 as required by the HDOH Release Response Requirements.  The 
annual cost for the groundwater monitoring is approximately $40,000. 

4. Implement a market survey to evaluate best available technologies for leak detection on 
large field constructed bulk fuel storage facilities, such as the Facility.  This will be a 
multi-phased project involving both identification of available technologies and pilot 
testing of potential candidate technologies.  The initial step will consist of traditional 
research (internet, vendor specifications/literature, previous research studies, third party 
certification evaluations, etc.) to identify potential technologies.   The study will evaluate 
systems based on applicability to the following Red Hill parameters: 

o Proposed system leak detection sensitivity;  

o Operational challenges; Relative costs; and  

o Third party certifications. 

5. Implement pilot studies of technologies that show promise on one or more of the tanks at 
Red Hill. Pilot testing will be done to evaluate the challenges associated with testing 
these tanks as well as the results versus cost to implement.  

3.3.1.1 Reporting Tank Inspections, Leaks, and Releases to HDOH 

Quarterly reports will continue to be provided to HDOH.  These reports will contain the 
following:  

1. Monitoring results from quarterly groundwater sampling.   

2. Results from any soil vapor testing that is conducted. 

3. Progress in developing a leak detection system for tank fluids and results from leak 
detection testing after the method is certified and accepted by FISC.    

4. Any other information regarding leaks or groundwater contamination. 

5. Modified API 653 Inspection and Repair scheduling and reports. 

6. Notification that tanks were taken out-of-service (HDOH Form 1). 
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Table 3-1.  Tank Inspections and Scheduling 

Tank # Prior Years FY06 FY07 FY08 FY09 FY10 FY11 
1  Ongoing RFS     
2    Scheduled    
3      Scheduled  
4       Scheduled 
5     Scheduled   
6    Ongoing     
7 Completed FY98       
8 Completed FY98       
9     Scheduled   
10 Completed FY98       
11      Scheduled  
12     Scheduled   
13     Scheduled   
14    Scheduled    
15   Completed     
16   Completed     
17     Scheduled    
18     Scheduled   
19   RFS     
20    Scheduled    

RFS – Removed from Service (HDOH Form 1 submitted) 
Schedule may be changed based on the needs of the U.S. Navy 

 

 

 



 
Final: Red Hill Bulk Fuel Storage Facility Groundwater Protection Plan Section: 3 
Date: January 2008 Page: 3-10 

 

 

 

 

 

 

 

 

 

 

This page intentionally left blank. 



 
Final: Red Hill Bulk Fuel Storage Facility Groundwater Protection Plan Section: 4 
Date:  January 2008      Page: 4-1 
 
 

 

4 GROUNDWATER MONITORING PROGRAM, EVALUATION OF 
RESULTS, AND RESPONSE ACTIONS 

4.1 Groundwater Monitoring Program 

4.1.1 Regulatory Requirements 

The HDOH October 10, 2003 letter specified quarterly groundwater monitoring for the Facility 
and specific analytical requirements as follows. 

• For the monitoring wells within the Facility, the HDOH recommended quarterly 
monitoring for the following chemical constituents: BTEX, methyl tert butyl ether 
(MtBE), benzo(a)pyrene, acenaphthene, fluoranthene, naphthalene, and total lead. 

• For the U.S. Navy well 2254-01, the HDOH recommended quarterly monitoring for the 
following chemical constituents: BTEX, MtBE, benzo(a)pyrene, acenaphthene, 
fluoranthene, naphthalene, and total dissolved lead.  

• In addition, the HDOH requested a written description of the method of collection for 
drinking water samples at the U.S. Navy well 2254-01. 

Since 2003, HDOH has published guidance that contains additional compounds of concern in 
groundwater investigations (HDOH EALs). To comply with the older requirements and 
recommendations as well as the new guidance, the Navy has implemented a groundwater 
monitoring system that is described in the following subsections and detailed in Appendix C. 

4.1.2 Groundwater Monitoring Network 

The current monitoring system consists of three wells, which partition the Facility into three 
segments: 

• RHMW01 will monitor releases from Tank 1 through Tank 6, the southern extent of the 
Facility (Zone 1); 

• RHMW02 will monitor releases from Tank 7 through Tank 14, the middle of the Facility 
(Zone 2); and  

• RHMW03 will monitor releases from Tank 15 through Tank 20, the northern extent of 
the Facility (Zone 3). 

The width of each zone is approximately 300 feet, consisting of a cross section of the tunnel and 
adjacent tanks. Zones 1, 2, and 3 are approximately 500 feet long, 700 feet long and 500 feet 
long, respectively.  Because of the length of each zone, if releases occur at the furthest point 
from the well in each zone, the plume size could be 700 feet long before it is observed in the 
associated monitoring well. A chronic release may not be detected for some time under these 
circumstances, potentially resulting in a large plume of fuel on the water table. For this reason, 
the U.S. Navy will evaluate additional leak detection systems so that chronic releases may be 
detected in a timelier manner.   



 
Final: Red Hill Bulk Fuel Storage Facility Groundwater Protection Plan Section: 4 
Date:  January 2008      Page: 4-2 
 
 

 

4.1.3 Groundwater Sampling and Analysis Protocol 

The sampling and analysis will be conducted in accordance with the Sampling and Analysis Plan 
(SAP) (Appendix C).  The SAP contains sampling and analytical details, which are summarized 
here.  The sampling will be performed quarterly on wells RHMW01, RHMW02, RHMW03, and 
at RHMW2254-01 installed in U.S. Navy well 2254-01 (Figure 1-4).  At a minimum, the 
following chemicals will be monitored, as per the October 10, 2003 HDOH letter: 

• For monitoring wells RHMW01, RHMW02, and RHMW03 – BTEX, MtBE, 
benzo(a)pyrene, acenaphthene, fluoranthene, naphthalene and dissolved lead. 

• For U.S. Navy well 2254-01 - BTEX, MtBE, benzo(a)pyrene, acenaphthene, 
fluoranthene, naphthalene and total dissolved lead.  

• In addition, groundwater samples will be analyzed for TPH both in the volatile petroleum 
hydrocarbon (VPH) range, or as TPH-GRO (as defined by Method 8015 modified for 
Leaking Underground Storage Tank [LUST]); and extractable petroleum hydrocarbon 
(EPH) range, or as TPH-DRO (as defined by Method 8015 modified LUST). 

Analytical methods will conform to SW846 solid waste groundwater testing protocol, including: 

• Method 8260 for VOCs; 

• Method 8270, Method 8310, or Method 8270 SIM for PAHs;  

• Method 8015 for TPH-DRO and TPH-GRO; and  

• Method 6010 for dissolved lead. 

Reporting limits for the chemicals monitored will be below the HDOH EALs (HDOH, 2005).  
The environmental laboratory that conducts analyses described above will be accredited by the 
National Environmental Laboratory Accreditation Conference (NELAC).  

4.2 Groundwater Analytical Results 
At a minimum, groundwater analytical results will be provided in electronic format, as both EPA 
level 3 Sample Delivery Group (SDG) and as an Excel database or similar formatted database 
output.  An example Table of Contents for the EPA level 3 SDG package is included in 
Appendix D.  An example of the formatted database is also provided in Appendix D.  The U.S. 
Navy will store and maintain these data sets while the Facility is an active fuel storage facility. 

• The electronic database files will be merged into a complete database of all monitoring 
results, which will be used to evaluate concentration trends over time.   

• Concentration trends will be evaluated for each chemical or mixture (such as TPH) that 
exceeds the Tier 1 action levels for drinking water or HDOH drinking water EALs. 

The U.S. Navy will submit quarterly to the HDOH UST Division: 

• The SDG data package;  
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• A tabular analytical results table summarizing for each well sampled: each tested 
chemical, the analytical result, the method detection limit, the reporting limit, any data 
qualifier, the date of sample collection, and a comparison to HDOH drinking water 
EALs; and 

• A trend analysis of each chemical or mixture that exceeds Tier 1 action levels for 
drinking water or HDOH drinking water EALs. 

4.3 Groundwater Action Levels 
Action levels used for decisions at the Facility will include general HDOH EALs (HDOH 2005) 
for groundwater protection and SSRBLs for TPH and benzene.  Through modeling it was 
determined that TPH and benzene are the risk drivers for migration of dissolved petroleum from 
jet fuel.  SSRBLs were selected based on a Tier 3 Risk Assessment (TEC, 2007) and are valid at 
RHMW01, RHMW02 and RHMW03. For the protection of the U.S. Navy well 2254-01, the 
approach used was to select an exposure point concentration (EPC) at the U.S. Navy well 2254-
01 that is acceptable based on risk considerations and then use fate and transport models to 
determine what monitoring point concentration would result in that EPC. The acceptable EPC 
concentrations at U.S. Navy well 2254-01, are the HDOH EALs.  These EALs are listed in Table 
4-1.   

The SSRBLs are based on results from fate and transport modeling for petroleum (based on a JP-
5 product) from the Facility to receptors (see Section 1..7.3.3 for the summary).  Table 4-1 
identifies the SSRBLs based on fate and transport results and risk assessment.  

The actions to be taken are discussed in the next section.  

4.3.1 STEP 1: Compare Analytical Results to Action Levels and Conduct Trend 
Evaluation 

A comparison of sample results made to EALs and SSRBLs.  An example table format for the 
comparison, and an example of the recommended Mann-Kendall trend analysis are shown in 
Appendix D. 

The Mann-Kendall non-parametric statistical test can be used to show if contamination 
concentrations are decreasing or increasing over time. This test has no distributional 
assumptions, and missing data, “non-detects” and irregularly spaced measurements are allowed 
(Waterloo Hydrologic, 2005). “Non-detects” or values below the method detection limit, are 
assigned a single value equal to ½ the lowest detection limit.  For every result, N, Mann-Kendall 
sums the number of following results that are greater than (+1), equal to (0), or less than (-1) 
preceding values.  The resulting value is the Mann-Kendall S statistic in which a large positive 
number indicates a strong increasing trend, a small positive or negative number indicates little or 
no trend, and a large negative number indicates a strong decreasing trend.  

There are several different approaches to calculating the Mann-Kendall S statistic. For small data 
sets, the data is assembled in the order in which it was collected, and a triangular table is created. 
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A single value (e.g., ½ the lowest detection limit) is assigned to the “non-detect” values, in order 
to avoid assessing detection limit changes. Data is compared sequentially; the value from event 1 
is compared to subsequent events 2 through n (value 2 – value 1, …,value n – value 1), then the 
value from event 2 is compared to subsequent events 3 through n, with the last comparison being 
between the value from event n-1 to the value from the final event n. Comparisons are assigned a 
value of +1 or -1 if they are positive or negative, respectively. If both numbers are the same, the 
comparison is assigned a zero value. The number of positive, negative and zero values are 
summed across each row and used to calculate the S statistic. The data is then tested for negative 
or positive trends by comparing the number of data and the absolute value of S to a lookup table 
with confidence levels. 

Table 4-1. Action Levels 

Chemical EAL (µg/L) SSRBL (µg/L) 
Volatiles   
Benzene 5 750 
Ethylbenzene 700 NA 
Methyl Tert Butyl Ether 10.59 NA 
Toluene 1,000 NA 
Xylenes 10,000 NA 
Semi-volatiles   
Acenaphthene 365 NA 
Benzo(a)pyrene 0.2 NA 
Fluoranthene 1,460 NA 
Naphthalene 6.22 NA 
Lead   
Total Not set Not set 
Dissolved  15 NA 
Other   
TPH 100 4,500 

NA – Not applicable or not determined 
SSRBLs  are applicable at RHMW01, RHMW02, and RHMW03 
EALs are applicable at U.S. Navy well 2254-01 

4.3.2 STEP 2: Take Actions for Results That Exceed the Specified Action Levels 

The actions to be taken for exceedences at specific wells and for specific categories are listed in 
Table 4-2.  These actions are dependent on the concentration of a compound at a specific well 
related to EALs and SSRBLs and groundwater concentration trends.  
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Table 4-2. Responses to Groundwater Monitoring Results 

Results Category RHMW02 or 
RHMW03 
 

RHMW01 
 

U.S. Navy 
Pumping Well 
2254-01 

Results Category 1: Result above 
detection limit but below drinking 
water EAL and trend for all 
compounds stable or decreasing 

A A A,D,M,E,P 

Results Category 2: Trend for any 
compound increasing or drinking 
water EAL exceeded 

A, B A, B A,B,C,D,E,F,G,K, 

L,O 

Results Category 3: Result 
Between 1/10X SSRBL and 
SSRBL for benzene, or between 
1/2X SSRBL and SSRBL for TPH 

A,B,G,H,I,J A,B,E,G,H,I,J A,B,C,D,E,F,G,I,J,
K,L,O 

Results Category 4: Result 
Exceeding any SSRBL or 
petroleum product measured or 
observed 

A,C,D,E,F,I,J, 

K,M,N 

A,C,D,E,F,I, 
J,K,M,N,O 

A,C,D,E,F,G,I,J,K,
L,O 

Specific Responses: 

A. Send quarterly reports to HDOH 
B. Begin program to determine the source of leak 
C. Notify HDOH verbally within 1 day and follow with written notification in 30 days 
D. Notify FISC Chain of Command within 1 day 
E. Send Type 1 Report (see box below) to HDOH 
F. Send Type 2 Report (see box below) to HDOH 
G. Increase monitoring frequency to once per month (if concentrations increasing) 
H. Notify HDOH verbally within 7 days and follow with written notification in 30 days 
I.  Remove sampling pumps (see Appendix C), measure product in pertinent wells with interface probe, 

re-install pumps if product is not detected. 
J. Immediately determine leaking tank 
K. Collect samples from nearby Halawa Deep Monitoring Well (2253-03) and OWDF MW01 
     For permission to sample 2253-03, call DLNR Commission on Water Resource Management 
     (808) 587-0214, DLNR.CWRM@Hawaii.gov 
L. Provide alternative water source at 2254-01 
M. Prepare for alternative water source at U.S. Navy Well 2254-01 
N. Re-measure for product every month with reports to HDOH 
O.  Install additional monitoring well downgradient    
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Report Types 

HDOH Type 1 Report 

• Re-evaluate Tier 3 Risk Assessment/groundwater model results 

• Proposal to HDOH on a course of action 

HDOH Type 2 Report 

• Proposal for groundwater treatment 

If an anomalous result is suspected, the Navy may immediately resample a well or may have 
results validated by a third party before these results are accepted.  These will be completed 
within 30 days from receipt of the original result. 

4.4 Responsibilities  
Navy Region Hawaii, Regional Environmental Department has the ultimate responsibility for 
implementation of this plan, including reporting to HDOH. Other responsibilities are shown in 
Table 4-3.   
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Table 4-3. Navy Chain of Command and Responsibilities for Implementing the 
Groundwater Protection Plan 

Name Day 
Phone 

24-Hour 
Phone Role 

Compliance Division, 
Navy Region Hawaii 
Environmental 
Department 

471-1171  

Official Correspondence with HDOH; supports 
implementation of this Groundwater Protection 
Plan; ultimate responsibility for implementation of 
this Groundwater Protection Plan 

FISC Fuels Systems 
Analyst 473-7890 479-0127 

Implements this Groundwater Protection Plan; 
coordinates leak detection testing and 
implementation; determines when a leak should be 
reported; prepares monthly reports and other 
reports  

FISC General 
Engineer 473-7892  

Arranges and coordinates quarterly groundwater 
sampling, tank inspections, verbal notifications to 
HDOH and follow-up written notification 

C703 Fuel Operations 
Foremen 473-7805 479-1063 Reports releases or problems 

Underground Pump-
house Dispatcher 471-8081 

 
471-8081 

 
Facility Emergency Coordinator 

NAVFAC Pacific 
Public Works 
Water Commodity 
Engineer 

473-0958  
Manages the Pearl Harbor Water System; 
responsible for coordinating activities associated 
with U.S. Navy well 2254-01 

Navy On-Scene 
Coordinator 
Navy Region Hawaii 
Environmental 
Department 

473-4689  

Responsible for clean up activities associated with 
the Pearl Harbor Oil and Hazardous Substance 
Groundwater Protection Plan, Facilities Response 
Plan and leads the Spill Management Team 
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5 CONTINGENCIES FOR CONTAMINATION OF POTABLE WATER  

The results of groundwater modeling indicates that a large petroleum release from the Facility to 
the underlying basal drinking water table has the potential to contaminate the U.S. Navy well 
2254-01 (TEC, 2007).  If this were to occur, the possible actions to ensure protection of human 
health would include one or a combination of the following: using alternative water sources, 
treatment of water pumped from the well, and/or water rationing.  This section is provided as a 
conceptual overview of the issues and a limited number of alternatives.  In the hypothetical 
future scenario where remediation of the basal aquifer is required, an emergency remedial 
alternatives analysis and engineering feasibility study and design would be conducted before 
implementation. 

5.1 Potential Alternative Sources of Potable Water 
The current configuration of the PHWS (which includes U.S. Navy well 2254-01) is shown in 
Figure 5-1 and details are specified in Tables 5-1 and 5-2.  If the U.S. Navy Pumping well 2254-
01 well became contaminated, a reduction in service would occur.  The current demand of the 
PHWS fluctuates between 18 mgd in the winter to a maximum of approximately 30 mgd during 
limited periods in the summer months, supplied by the U.S. Navy well 2254-01, Waiawa Shaft, 
and Halawa Shaft. While there are short periods during the winter months when potable water 
from the Waiawa and Halawa Shaft meet the PHWS requirements, these are temporary, on the 
order of 1 to 2 weeks.  During the summer months, all three wells are required to meet the water 
demand.  During the summer months, U.S. Navy well 2254-01 provides as much as 10 mgd, or 
approximately 33 percent of the PHWS demand.  While the HBWS has interconnecting piping 
from the HBWS Halawa Shaft (2354-01), these are low volume connections and could not 
replace the loss from Red Hill.   Over-pumping from any of these wells, and especially the U.S. 
Navy Halawa Shaft will result in saltwater up-coning and intrusion that is unacceptable for these 
freshwater sources.  

Tables 5-1 and 5-2 provide summary information, including theoretical pumping capacities for 
the PHWS wells. 

5.2 Water Treatment Options 
In the case where an inadvertent fuel release from the Facility to the water table occurred that is 
large enough to impact the quality of the water produced at the U.S. Navy well 2254-01, cleanup 
can be expected to take decades or more.  As such, a water treatment facility may be required to 
remove the contaminants at the wellhead, as well as in situ groundwater treatment technologies 
to remove the contaminants from the groundwater resource.  Wellhead treatment facilities should 
be designed to allow treatment of approximately 16 mgd at the U.S. Navy well 2254-01. 

In the event that groundwater concentrations become unacceptable and a response requires 
groundwater treatment, the potential treatment options for the Facility are briefly described here.   
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Table 5-1. Summary of Pearl Harbor Water System  

Water System Name Pearl Harbor Water System , Pearl Harbor, Oahu, HI 96860 

Water System Operator Phone Number 808-473-0388 

Water System Identification Number PWS 360 

Location (City/Town) Pearl Harbor 
Population Served from EPA Records 52,326 people 
Water Source Type Groundwater 

Water Source Information Waiawa Shaft, Halawa Shaft, and U.S. Navy well 2254-01 

Water Pumping Information Halawa, Red Hill, Manana, and Moanalua Booster Pumps 

Water Storage Information Halawa Storage Tanks, Red Hill Storage Tank, and Camp 
Smith Storage Tanks 

Water Treatment Information NaOCl for chlorine disinfection and NaF for fluoridation 

Water System Controls SCADA system located in Watch Office at Plant No. 2 

Water System Demand Average Day Demand is 20.1 million gallons per day (MGD)
Source: Pearl Harbor Water System Emergency Response Plan (Earth Tech, 2005) 
 

Table 5-2. Summary of Pearl Harbor Water System Components  

Component Facility Capacity Notes 

Waiawa Shaft S-71 18 MGD maximum 
production capacity 4 pumps rated at 7,200 gpm each 

Halawa Shaft 1/487 5 MGD maximum  
production capacity 

4 pumps rated at 3,200 gpm each 
 

U.S. Navy well  
2254-01 S-307 16 MGD maximum 

production capacity 
2 pumps rated at 7,200 gpm each and 2 

pumps rated at 6,500 gpm each 
Red Hill Booster 

Pumps S-307 2 pumps rated at  
500 gpm each Transfer to Red Hill storage tank 

Halawa Booster 
Pumps S-5 2 pumps rated at  

500 gpm each Transfer to Camp Smith storage tanks 

Manana Booster 
Pumps  817 Transfer of water to Manana Housing 

Moanalua Booster 
Pumps 2450 2 pumps rated at  

130 gpm each 
Emergency transfer of water to  

Moanalua Housing (not generally used) 

Moanalua Booster 
Pumps 7001 

2 pumps rated at 875  
gpm each and 1 pump 

rated  at 250 gpm 
Transfer of water to Moanalua Housing 

Source: Pearl Harbor Water System Emergency Response Plan (Earth Tech, 2005) 
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Based on the treatment technologies screening matrix (FRTR, 2007; see Appendix E) and an 
analysis of site-specific conditions, the treatment technologies most likely to be feasible are 
described further.   

5.2.1 Summary of Potable Water Treatment Facility Technologies 

In 1999, the U.S. Navy developed an engineering cost estimate for a water purification facility 
for the U.S. Navy well, Waiawa Shaft to remove trace organic contaminants from the pumped 
water from agricultural pesticides.  This information is summarized in the Waiawa Water 
Treatment Plant 1391 provided in Appendix E.  This treatment plant consisted of 45 granular 
activated carbon (GAC) filters, pump modifications and supporting laboratory facilities to be 
constructed near the Waiawa potable water facility.  The estimated construction cost for this 
treatment plant was approximately $28,300,000. This treatment plant was designed to treat 18 
mgd that is produced by the U.S. Navy well, Waiawa Shaft. 

Another technology that may be considered is air stripping wellhead treatment.  In September of 
1986, an air stripping potable water treatment plant was installed at Schofield Barracks to 
remove TCE from water pumped from the underlying aquifer.  The facility treated approximately 
3 to 6 mgd as of August of 1990 (http://www.epa.gov/superfund/sites/npl/nar972.htm).  The 
process included one bag filter unit per well, one air-stripper unit per well, and a common 
collection and distribution system for all three wells and treatment units. The installed system 
consisted of three treatment units, each rated at 1,500 gallons per minute (gpm), which were 
designed to be connected to the existing three production wells. Operational cost estimates were 
based on the assumption that the system will operate such that only two wells and two treatment 
units are extracting and treating groundwater at any given time. Thus, one well and one treatment 
unit are on standby or in maintenance. This configuration provided for continuous treatment of 
4.3 mgd of groundwater.   According to the Record of Decision, EPA Superfund Record of 
Decision: SCHOFIELD BARRACKS (USARMY), EPA ID: HI7210090026, OU 02 
SCHOFIELD, HI, 02/07/1997 (http://www.epa.gov/superfund/sites/rods/fulltext/r0997032.pdf), 
cost for treatment included: 

• Capital costs of  $650,000;  

• Annual operation and maintenance costs of $217,000; and  

• An estimated net present worth of $3,990,000 based on a 5 percent return and 30-year 
project life. 

5.2.2 Summary of Groundwater Treatment Technologies 

Due to the location of the Facility, groundwater treatment would be technically challenging.  In 
general, fuel located on groundwater beneath the Facility would require intrusive techniques, 
such as drilling, to begin the removal process.  Due to the locations of the USTs within the Red 
Hill Ridge, drilling from ground surface would require: 
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• Diagonal drilling with boreholes extending 200 to 300 feet through fractured basalt and 
clinker zones from the point of entry, drilling from limited access roads; or 

• Horizontal drilling extending from 300 to 500 feet through fractured basalt and clinker 
zones from the point of entry from the Red Hill Ridge top limited to between Tanks. 

Success of pump and treat methods of fuel removal from the water table are further limited by 
the high hydraulic conductivity of the basal aquifer, which requires very large pumping 
capacities to generate draw-downs to induce contaminant migration to the pumping location.  
These require large pumps and large boreholes, which are extremely costly.  Smaller cones of 
depression would require larger numbers of boreholes.  Under the site conditions, secondary 
source removal may not be practical.  In order to protect the very important groundwater 
resource, a combination of remediation techniques may be recommended, including secondary 
source removal between the Tanks from the ground surface through processes such as multi-
phased extraction, and downgradient in situ remediation processes, such as enhanced 
bioremediation and air sparging.  

In general, all intrusive remediation techniques would rely on an array of boreholes from ground 
surface to at least 20 feet below groundwater.  Pilot studies would be required to determine the 
radius of influence of the systems, however, estimates of 20 feet lateral to flow are reasonable, 
thus an estimate of 35 feet between remediation wells could be considered.  It is assumed that a 
minimum array of two rows of eight wells would be required: one located within 100 feet down 
gradient of the release, and one located at the downgradient perimeter of the Facility, between 
Tanks 1 and 2 and the Red Hill potable water infiltration gallery for U.S. Navy well 2254-01. 

5.2.2.1 Pump and Treat Evaluation 

Pump and treat remediation processes may be required for the first phase of the remediation of a 
large LNAPL plume.  High volume pumps would require larger diameter boreholes, on the order 
of 15 inches for 13-inch casing.  Specific capacities of wells in the area range from 100 gpm to 
greater than 300 gpm per foot of drawdown.  These large specific capacities present several 
important challenges. 

• Facilities must be prepared to treat the effluent at rates at greater than 100 gpm per well 
or a total of 16,000 gpm to induce drawdown at all wells.   

• Large capacity pumps will be required to induce the drawdown. 

• Treatment facilities must be located at low elevations to counter the ground surface depth 
to water, which can be expected to be greater than 400 feet.  As such, water would be 
piped to a distant location, possibly adjacent to Adit 3. 

In addition to the groundwater pumps, fuel product skimmers will also be required within the 
same borehole and multi-phased extraction systems also include soil vapor extraction or SVE 
within the same borings.  The design of this system would be complex and require a concerted 
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effort to develop.  The development and installation would be very costly, and overall efficiency 
could be poor due to the fractured rock nature of the aquifer.   

5.2.2.2 Enhanced Bioremediation Evaluation 

The rate of bioremediation of organic contaminants by microbes is enhanced by increasing the 
concentration of electron acceptors and nutrients in ground water, surface water and leachate. 
Oxygen is the main electron acceptor for aerobic bioremediation. Nitrate serves as an alternative 
electron acceptor under anoxic conditions.  Each of the wells within the array not used for pump 
and treat would be available to deliver oxygen to the groundwater as a reactive permeable 
barrier.  One method for introducing oxygen into the impacted aquifer is by direct air sparging, 
in which blowers would be required to bubble air through the saturated zone penetrated by the 
wells.  While blowers are economical sources of air, they are not particularly efficient in 
ensuring well-oxygenated groundwater.  Other potential oxygen sources are patented oxygen 
release compounds, which can be pumped into the aquifer via the well array, or patented gas 
infusion technology, both which use supersaturated conditions and time-release mechanisms to 
provide a much more efficient oxygenation of the aquifer to induce bioremediation.  Additional 
information is available at http://toxics.usgs.gov/topics/rem_act/o2_relcompound.html. 
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1/20/2006

Client Sample ID: EAL EAL EAL
Lab Sample ID: Drinking Water Groundwater Groundwater to Indoor Air
Date Sampled: Final Action Level Final Ceiling Level Low/Moderate Permeability

GC/MS Volatiles
Benzene ug/l 0.50 U 2.5 U 2.5 U 0.50 U 0.50 U 0.50 U 0.50 U 5 170 5653.75
Ethylbenzene ug/l 0.50 U 2.5 U 2.5 U 0.50 U 0.50 U 0.50 U 0.50 U 700 30 169000
Methyl Tert Butyl Ether ug/l 0.50 U 2.5 U 2.5 U 0.50 U 0.50 U 0.50 U 0.50 U 10.59 5 37699.83
Toluene ug/l 0.50 U 2.5 U 2.5 U 0.50 U 0.50 U 0.50 U 0.50 U 1000 40 526000
Trichloroethylene ug/l 0.50 U 2.5 U 8.2  0.50 U 0.50 U 0.50 U 0.50 U 5 170 310000
m,p-Xylene ug/l 0.50 U 2.5 U 2.5 U 0.50 U 0.50 U 0.50 U 0.50 U 10000 20 161000
o-Xylene ug/l 0.50 U 2.5 U 2.5 U 0.50 U 0.50 U 0.50 U 0.50 U 10000 20 161000
           
GC/MS Semi-volatiles
Acenaphthene ug/l NA 0.52 U 0.52 U 0.48 U 0.57 U NA NA 365 20 4240
Acenaphthylene ug/l NA 0.52 U 0.52 U 0.48 U 0.57 U NA NA 243.3 1965 (use soil gas)
Anthracene ug/l NA 0.52 U 0.52 U 0.48 U 0.57 U NA NA 1825 21.7 43.4
Benzo(a)anthracene ug/l NA 0.071 J 0.052 U 0.048 U 0.057 U NA NA 0.09 5 NA
Benzo(a)pyrene ug/l NA 0.10 U 0.10 U 0.096 U 0.11 U NA NA 0.2 1.9 NA
Benzo(b)fluoranthene ug/l NA 0.069 J 0.052 U 0.048 U 0.057 U NA NA 0.09 7 NA
Benzo(g,h,i)perylene ug/l NA 0.10 U 0.10 U 0.096 U 0.11 U NA NA 1460 0.013 NA
Benzo(k)fluoranthene ug/l NA 0.10 U 0.10 U 0.096 U 0.11 U NA NA 0.92 0.4 NA
Chrysene ug/l NA 0.10 U 0.10 U 0.096 U 0.11 U NA NA 9.21 0.8 NA
Dibenzo(a,h)anthracene ug/l NA 0.052 U 0.052 U 0.048 U 0.057 U NA NA 0.01 0.25 NA
Fluoranthene ug/l NA 0.26 U 0.26 U 0.24 U 0.28 U NA NA 1460 132.5 NA
Fluorene ug/l NA 0.26 U 0.26 U 0.24 U 0.28 U NA NA 243.33 950 1900
Indeno(1,2,3-cd)pyrene ug/l NA 0.052 U 0.052 U 0.048 U 0.057 U NA NA NA NA NA
1-Methylnaphthalene ug/l NA 102  104  0.24 U 0.28 U NA NA NA NA NA
2-Methylnaphthalene ug/l NA 87.2  88.5  0.24 U 0.28 U NA NA 243.33 10 26000
Naphthalene ug/l NA 123  120  0.24 U 0.28 U NA NA 6.22 21 31000
Phenanthrene ug/l NA 0.52 U 0.52 U 0.48 U 0.57 U NA NA 243.33 408 (use soil gas)
Pyrene ug/l NA 0.26 U 0.26 U 0.24 U 0.28 U NA NA 182.5 67.5 135
           
SW846 8015
TPH-GRO (C6-C10) mg/l NA 0.050 U 0.050 U 0.050 U 0.050 U 0.1 0.1 (use soil gas)
TPH-DRO (C10-C28) mg/l NA 2.50  2.66  0.162 J 0.338 0.1 0.1
           

123 Result is greater than the HDOH Environmental Action Level  (HDOH, 2005)
NA - Not Applicable

Table A1-2.  Summary of Analytical Program for Groundwater Samples
Red Hill Bulk Fueld Storage Facility

Pearl Harbor, Hawaii

 TRIP BLANK RHMW01W01
F35142-7
9/20/2005

 RHMW04W01
F35142-5, et. al.

9/19/2005 9/19/2005
F35142-6

 RHMW2254W01
F35142-2
9/20/2005

 RHMW02W01  RHMW03W01
F35142-3
9/21/2005

F35142-1
9/20/2005

 RHMW02Q01
F35142-4
9/20/2005
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Table 1.  Analytical Results for Quarterly Groundwater Sampling Release Response Report,  March 27, 2007
               Red Hill Fuel Storage Facilty, Hawaii

Result Q MDL RL Result Q MDL RL Result Q MDL RL Result Q MDL RL Result Q MDL RL
SW8015V TPH as GASOLINE RANGE ORGANICS 100 100 ND U 50 100 122 0 50 100 148 0 50 100 ND U 50 100 ND U 50 100
SW8015E PETROLEUM HYDROCARBONS ABOVE C-10 100 100 307 0 98 250 2750 0 97 240 2250 0 190 490 95.7 J 95 240 ND U 98 250

1,1,1,2-TETRACHLOROETHANE 0.43 50000 ND U 0.5 1 ND U 0.5 1 ND U 0.5 1 ND U 0.5 1 ND U 0.5 1
1,1,1-TRICHLOROETHANE 200 970 ND U 0.5 1 ND U 0.5 1 ND U 0.5 1 ND U 0.5 1 ND U 0.5 1
1,1,2,2-TETRACHLOROETHANE 0.056 500 ND U 0.4 1 ND U 0.4 1 ND U 0.4 1 ND U 0.4 1 ND U 0.4 1
1,1,2-TRICHLOROETHANE 5 50000 ND U 0.5 1 ND U 0.5 1 ND U 0.5 1 ND U 0.5 1 ND U 0.5 1
1,2,4-TRICHLOROBENZENE 70 3000 ND U 0.5 1 ND U 0.5 1 ND U 0.5 1 ND U 0.5 1 ND U 0.5 1
1,2-DIBROMO-3-CHLOROPROPANE (DBCP) 0.04 10 ND U 1 2 ND U 1 2 ND U 1 2 ND U 1 2 ND U 1 2
1,2-DICHLOROPROPANE 5 10 ND U 0.5 1 ND U 0.5 1 ND U 0.5 1 ND U 0.5 1 ND U 0.5 1
1,3-DICHLOROBENZENE 180 50000 ND U 0.5 1 ND U 0.5 1 ND U 0.5 1 ND U 0.5 1 ND U 0.5 1
1,3-DICHLOROPROPANE 0.4 50000 ND U 0.5 1 ND U 0.5 1 ND U 0.5 1 ND U 0.5 1 ND U 0.5 1
1,4-DICHLOROBENZENE 75 5 ND U 0.5 1 ND U 0.5 1 ND U 0.5 1 ND U 0.5 1 ND U 0.5 1
ACETONE 5500 20000 ND U 5 25 ND U 5 25 ND U 5 25 ND U 5 25 ND U 5 25
BENZENE 5 170 ND U 0.5 1 ND U 0.5 1 ND U 0.5 1 ND U 0.5 1 ND U 0.5 1
BROMODICHLOROMETHANE 0.18 50000 ND U 0.5 1 ND U 0.5 1 ND U 0.5 1 ND U 0.5 1 ND U 0.5 1
BROMOFORM 100 510 ND U 0.5 1 ND U 0.5 1 ND U 0.5 1 ND U 0.5 1 ND U 0.5 1
BROMOMETHANE 8.5 50000 ND U 1 2 ND U 1 2 ND U 1 2 ND U 1 2 ND U 1 2
CARBON TETRACHLORIDE 5 520 ND U 0.5 1 ND U 0.5 1 ND U 0.5 1 ND U 0.5 1 ND U 0.5 1
CHLOROBENZENE 100 50 ND U 0.5 1 ND U 0.5 1 ND U 0.5 1 ND U 0.5 1 ND U 0.5 1
CHLOROETHANE 3.9 16 ND U 1 2 ND U 1 2 ND U 1 2 ND U 1 2 ND U 1 2
CHLOROFORM 100 2400 ND U 0.5 1 ND U 0.5 1 ND U 0.5 1 ND U 0.5 1 ND U 0.5 1
CHLOROMETHANE 160 50000 ND U 1 2 ND U 1 2 ND U 1 2 ND U 1 2 ND U 1 2
cis-1,2-DICHLOROETHYLENE 70 50000 ND U 0.5 1 ND U 0.5 1 ND U 0.5 1 ND U 0.5 1 ND U 0.5 1
DIBROMOMETHANE 0.0056 50000 ND U 0.5 2 ND U 0.5 2 ND U 0.5 2 ND U 0.5 2 ND U 0.5 2
ETHYLBENZENE 700 30 ND U 0.5 1 ND U 0.5 1 ND U 0.5 1 ND U 0.5 1 ND U 0.5 1
HEXACHLOROBUTADIENE 0.86 6 ND U 0.5 2 ND U 0.5 2 ND U 0.5 2 ND U 0.5 2 ND U 0.5 2
M,P-XYLENE (SUM OF ISOMERS) 10000 20 ND U 0.5 2 ND U 0.5 2 ND U 0.5 2 ND U 0.5 2 ND U 0.5 2
METHYL ETHYL KETONE (2-BUTANONE) 7000 8400 ND U 2.5 5 ND U 2.5 5 ND U 2.5 5 ND U 2.5 5 ND U 2.5 5
METHYL ISOBUTYL KETONE (4-METHYL-2-PENTANONE) 2000 1300 ND U 2.5 5 ND U 2.5 5 ND U 2.5 5 ND U 2.5 5 ND U 2.5 5
METHYLENE CHLORIDE 4.3 9100 ND U 1 5 ND U 1 5 ND U 1 5 ND U 1 5 ND U 1 5
NAPHTHALENE 6.2 21 ND U 1 2 196 0 10 20 207 0 5 10 ND U 1 2 ND U 1 2
STYRENE 100 10 ND U 0.5 1 ND U 0.5 1 ND U 0.5 1 ND U 0.5 1 ND U 0.5 1
TETRACHLOROETHYLENE(PCE) 5 170 ND U 0.5 1 ND U 0.5 1 ND U 0.5 1 ND U 0.5 1 ND U 0.5 1
TOLUENE 1000 40 ND U 0.5 1 ND U 0.5 1 ND U 0.5 1 ND U 0.5 1 ND U 0.5 1
trans-1,2-DICHLOROETHENE 100 260 ND U 0.5 1 ND U 0.5 1 ND U 0.5 1 ND U 0.5 1 ND U 0.5 1
TRICHLOROETHYLENE (TCE) 5 310 ND U 0.5 1 ND U 0.5 1 ND U 0.5 1 ND U 0.5 1 ND U 0.5 1
VINYL CHLORIDE 2 3400 ND U 0.5 1 ND U 0.5 1 ND U 0.5 1 ND U 0.5 1 ND U 0.5 1
1-METHYLNAPHTHALENE 240 10 ND U 0.25 0.99 72.1 0 0.96 3.8 59.4 0 0.96 3.8 ND U 0.25 0.98 ND U 0.24 0.97
2-METHYLNAPHTHALENE 240 10 ND U 0.25 0.99 30.3 0 0.24 0.96 26.2 0 0.24 0.96 ND U 0.25 0.98 ND U 0.24 0.97
ACENAPHTHENE 370 20 ND U 0.5 0.99 0.66 J 0.48 0.96 0.56 J 0.48 0.96 ND U 0.49 0.98 ND U 0.49 0.97
ACENAPHTHYLENE 240 2000 ND U 0.5 0.99 ND U 0.48 0.96 ND U 0.48 0.96 ND U 0.49 0.98 ND U 0.49 0.97
ANTHRACENE 1800 22 ND U 0.5 0.99 ND U 0.48 0.96 ND U 0.48 0.96 ND U 0.49 0.98 ND U 0.49 0.97
BENZO(a)PYRENE 0.2 1.9 ND U 0.099 0.2 ND U 0.096 0.19 ND U 0.096 0.19 ND U 0.098 0.2 ND U 0.097 0.19
BENZO(b)FLUORANTHENE 0.092 7 ND U 0.05 0.2 ND U 0.048 0.19 ND U 0.048 0.19 ND U 0.049 0.2 ND U 0.049 0.19
BENZO(g,h,i)PERYLENE 1500 0.13 ND U 0.099 0.2 ND U 0.096 0.19 ND U 0.096 0.19 ND U 0.098 0.2 ND U 0.097 0.19
BENZO(k)FLUORANTHENE 0.92 0.4 ND U 0.099 0.2 ND U 0.096 0.19 ND U 0.096 0.19 ND U 0.098 0.2 ND U 0.097 0.19
CHRYSENE 9.2 0.8 ND U 0.099 0.2 ND U 0.096 0.19 ND U 0.096 0.19 ND U 0.098 0.2 ND U 0.097 0.19
DIBENZ(a,h)ANTHRACENE 0.0092 0.25 ND U 0.05 0.2 ND U 0.048 0.19 ND U 0.048 0.19 ND U 0.049 0.2 ND U 0.049 0.19
FLUORANTHENE 1500 130 ND U 0.25 0.99 ND U 0.24 0.96 ND U 0.24 0.96 ND U 0.25 0.98 ND U 0.24 0.97
FLUORENE 240 950 ND U 0.25 0.99 0.26 J 0.24 0.96 0.26 U 0.24 0.96 ND U 0.25 0.98 ND U 0.24 0.97
INDENO(1,2,3-c,d)PYRENE 0.092 0.27 ND U 0.05 0.2 ND U 0.048 0.19 ND U 0.048 0.19 ND U 0.049 0.2 ND U 0.049 0.19
NAPHTHALENE 6.2 21 ND U 0.25 0.99 105 0 0.96 3.8 90.1 0 0.96 3.8 ND U 0.25 0.98 ND U 0.24 0.97
PHENANTHRENE 240 410 ND U 0.5 0.99 ND U 0.48 0.96 ND U 0.48 0.96 ND U 0.49 0.98 ND U 0.49 0.97
PYRENE 180 68 ND U 0.25 0.99 ND U 0.24 0.96 ND U 0.24 0.96 ND U 0.25 0.98 ND U 0.24 0.97

SW6010BFiltered LEAD 15 50000 1.7 J 1.7 5 1.7 J 1.7 5 1.7 U 1.7 5 3 J 1.7 5 ND U 1.7 5
UG/L - micrograms per Liter

Q - data qualifier
U - Indicates that the compound was analyzed for but not detected at or above the stated limit
J - Indicates an estimated value

MDL - method detection limit
RL - reporting limit

TPH - Total Petroleum hydrocarbons 
ND - Indicates that the compound was analyzed for but not detected at or above the stated limit

- Result exceeds one or both HDOH EAL's

SW8270C

SW8260B

RHMW2254-01
UG/L

RHMW02D-
UG/L

RHMW03
UG/L

RHMW01
UG/LMethod

HDOH Residential 
Drinking Water 

EALs1

UG/L

HDOH Drinking 
Water Ceiling 

EALs2

UG/L

Chemical

Toxicity-based environmental action levels, Table D-2, Screening For Environmental 
Concerns At Sites With Contaminated Soil and Groundwater,  HDOH, 2005
Taste, odor and solubility thresholds, Table G-1, Screening For Environmental 
Concerns At Sites With Contaminated Soil and Groundwater , HDOH, 2005

RHMW02
UG/L

 200
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1.0 INTRODUCTION 
 
Groundwater sampling will be performed on wells at the Red Hill Storage Facility (RHSF) in 
support of groundwater monitoring. The sampling will be performed on wells RHMW01 
through -04, and 2254-01 (Figure 1-1) and the samples will be analyzed for petroleum-
related constituents. The sampling will be completed with dedicated pumps, and is outlined 
below. 
 
1.1 Pre-Sample Operations 
 
1.1.1 Field Equipment 
 
Field equipment that will be used during groundwater field activities for monitoring purposes 
include: 
 

• Field sampling plan; 
• Dedicated field notebook; 
• Indelible ink pen; 
• Flashlight; 
• 15/16 socket and ratchet; 
• Large adjustable wrench; 
• Photo-ionization detector (PID); 
• Controller box and fittings; 
• 200 feet of 120V extension cord; 
• 2 58-cf cylinders of compressed nitrogen and regulator; 
• A water quality analyzer monitoring pH, specific conductivity and temperature; 
• Water analytical cell, (flow through or grab sample cell); 
• Field forms; 
• Trash bags, paper towels, handi-wipes; 
• Laboratory sample containers;  
• Disposable 0.45 micron high capacity filters with hose barbs; 
• Tygon tubing 3/8” ID and 1/4” ID; 
• Sample labels, chain of custody forms, custody seals; 
• Disposable nitrile gloves, hearing protection, eye protection, 1st aid kit; 
• 5-gallon purge bucket (marked in ¼ gallon increments); 
• A dedicated sampling pump and associated equipment at each well. 

 
The water quality analyzer will be calibrated daily according to manufacturer's guidelines 
and procedures for each item of equipment stated.   
 
1.1.2 Pre-Sample Operations 
 
Prior to sampling, the well caps will be removed and the organic vapor concentration at the 
top of well bore will be measured.  The organic vapor content in the well will be measured 
with a PID.  The sample line of the PID will be inserted into the top of the well and the 
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display of the PID will be monitored until the display stabilizes.  The highest reading of the 
PID will be recorded on the Groundwater Sampling Log data sheet found in Appendix B.  
Water level and total depth should not be collected with dedicated pumps installed. The 
monitoring well construction information is presented in Table 1-1. 
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Table 1-1. Monitoring Well Construction Information 
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1.1.3 Purging Prior to Sampling 
 
Wells will be sampled using dedicated pump systems.  This system will require a source of 
clean, dry compressed air.  It is recommended that nitrogen be used (available through 
Airgas Gaspro Hawaii in cylinders).  Compressed air should not exceed 300 psi at the 
controller box.  A 300 psi regulator is recommended to ensure that equipment is not 
damaged ( it is provided with the controller system).  Although a compressor is often 
available in the lower access tunnel, the moisture may damage the controller box.  The 
compressed gas pressure will be reduced to <300 psi by use of a regulator with gages 
reading tank pressure and outlet pressure attached to the cylinder.  One 58 cubic foot (cf) 
cylinder will purge all shallow wells (2254-01, RHMW01, RHMW02, RHMW03).  RHMW04 
may require 150 cf to purge. The controller box is electrically powered and runs on 120 
alternating current (AC) volltage or 12 direct current (DC) voltage.   The Geocontroller 2 will 
be connected to the dedicated bladder pumps.  Operation of the bladder pumps are 
described in Appendix D. 
 
Table 1-2 lists the pump specifications and controller box settings for each well. Prior to 
collecting a groundwater sample, the in situ groundwater in each monitoring well will be 
removed, or purged via a dedicated bladder pump fitted with dedicated Teflon lined 
polyethylene tubing.  The purge water will be disposed in the RHSF oil/water separator 
system.  
 
Measurements of field parameters is required to determine when sampling can occur (i.e., 
low flow conditions have allowed representative groundwater within the well as evidenced 
by stable parameters). The field parameters are measured with water quality meters; these 
meters should be calibrated daily and/or per manufacturer’s instructions. The field 
parameters such as pH, temperature and specific conductivity will be measured using a 
water quality analyzer and recorded at approximate three minute intervals on a Groundwater 
Sampling Log data sheet (Appendix B) .  Purging shall be considered complete when field 
parameter measurements (i.e.: pH, conductivity, temperature.) stabilize within approximately 
10% of the last three consecutive recorded measurements. 
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Table 1-2  Groundwater Sampling Pump Requirement 

Well RHMW01 RHMW02 RHMW03 RHMW04 2254-01 

Sampling 
Method 

Dedicated 
pump 

Dedicated 
pump 

Dedicated 
pump 

Dedicated 
pump 

Dedicated 
pump 

Pump 
Model 

GEO850.SS
24 

GEO1.66SS36 

Location Lower 
Tunnel, 
South of 
Tank 1 

Lower 
Tunnel, 
North of 
Tank 6 

Lower 
Tunnel, 
North of 
Tank 14 

Access Rd, 
South of 
Navy Firing 
Range 

Lower Tunnel, 
Near Adit 3 

dtw (ft) 82 84 101 293 81 

Controller 
Pressure 

(psi) 
50 70 80 190 55 

Charge 
Time (s) 11 12 10 25 13 

Exhaust 
Time (s) 5 10 15 22 12 

Discharge 
Volume 

per Cycle 
(gal.) 

0.012 0.09 0.11 0.09 0.09 

Purge 
Requirem
ents 

Stable 
Parameters 
or 2.2 gal 

Stable 
Parameters 
or 6.6 gal 

Stable 
Parameters 
or 8 gal 

Stable 
Parameters 
or 25 gal 

Stable 
Parameters or 
2.9 gal 

dtw - depth to water 
psi - pounds per square inch 
s – seconds 
gal - gallons 
 
  



Final:  Red Hill SF Groundwater FSP Section: 1 

Date:  August 2007                            Page: 1-6 

 

 

Figure 1-1 Groundwater Sampling Locations 
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2.0  SAMPLE COLLECTION 
 
Immediately following purging, each monitoring well will be sampled. Table 2-1 lists the 
analyses and types of samples to be collected. Table 2-2 lists the samples containers and 
preservatives for each analysis. The field sampling log form to be used is provided in 
Appendix B. Information regarding analyses is presented in Table 2-1. All wells will be 
sampled directly from the dedicated bladder pumps systems. The analyses include volatile 
organic compounds (VOCs) by EPA Method 8260, total petroleum hydrocarbons (TPH) in 
the gasoline and diesel carbon ranges (-GRO and -DRO, respectively) by EPA Method 
8015M, polynuclear aromatic hydrocarbons (PAHs) by EPA Methods 8270C SIMS, and total 
dissolved lead by EPA Method 6010B.   
 
The sampler will don clean, nitrile protective gloves before collecting groundwater samples.  
Samples for volatile constituents (i.e., “VOCs” and “TPH-GRO”) will be collected first, and 
placed directly into the 40-milliliter glass vials with septum-lined lids. A meniscus will be 
present, and the cap placed on, so that no headspace or bubbles are present in the 
container. Semi-volatile constituents (i.e., “PAHs” and “TPH-DRO”) will be collected next, 
being placed directly into laboratory-supplied containers. Dissolved lead samples will be 
filtered in the field using a 0.45 micron filter and placed in preserved (HNO3) 500 mL 
polyethylene bottle. Note that filters will require a disposable barb fitting and tygon tubing 
(3/8” ID and 1/4” ID) to attach to the outlet hose of the dedicated pumps.  The tygon tubing 
should go over the discharge line and go over the barb fitting attached to the .45 micron 
filter. 
 
Sample containers will be labeled with the project name, location, sample identification 
number, date, time, type of analysis, and sampler’s name. Samples will be protected from 
damage with adequate cushioning material (i.e., bubble wrap). The containers will then be 
placed on ice in sample coolers and transported under chain-of-custody procedures to the 
certified laboratory for analysis.  Groundwater samples will be labeled and documented in 
accordance with SOPs presented in Appendix E, and as described in Section 3.  
 
2.1 Trip Blank 
 
The trip blank consists of a VOC sample vial filled in the laboratory with de-ionized water, 
transported to the sampling site, handled like an environmental sample and returned to the 
laboratory for analysis.  Trip blanks are not opened in the field.  Trip blanks are prepared 
only when VOC samples are taken and are analyzed only for VOC analytes.  Trip blanks are 
used to assess the potential introduction of contaminants from sample containers or during 
the transportation and storage procedures.  One trip blank will accompany each cooler of 
samples sent to the laboratory for analysis of VOCs (Table 2-1). 
 
2.2  Field Duplicates 
 
A field duplicate sample is a second sample collected at the same location as the original 
sample.  Duplicate samples are collected simultaneously or in immediate succession, using 
identical recovery techniques, and treated in an identical manner during storage, 
transportation, and analysis.  The sample containers are assigned an identification number 
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in the field such that they cannot be identified (blind duplicate) as duplicate samples by 
laboratory personnel performing the analysis.  Specific locations are designated for 
collection of field duplicate samples prior to the beginning of sample collection.  Monitoring 
wells with a history of contamination are usually chosen as duplicate sample locations.  
 
Duplicate sample results are used to assess precision of the sample collection process.  
Precision of groundwater samples will be determined for all laboratory analyses.  The 
frequency of collection for field duplicates is specified in Table 2-1. 
 
2.3 Matrix Spike/Matrix Spike Duplicate 
 
A matrix spike (MS) and a matrix spike duplicate (MSD), or MS/MSD is an aliquot of sample 
spiked with known concentrations of all target analytes.   Monitoring wells without a history 
of contamination are usually chosen as MS/MSD sample locations.  The spiking occurs in 
the laboratory prior to sample preparation and analysis.  To ensure that the laboratory has 
enough sample to perform the analyses, two (2) to three (3) times the sample volume is 
collected, depending on individual laboratory requirements. The MS/MSD shall be 
designated on the chain of custody (e.g., 2/3 times volume for MS/MSD). The frequency of 
collection for MS/MSDs is specified in Table 2-1. 
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Table 2-1  Summary of Groundwater Sampling Analyses 

Sample 
Description 

Sample 
Type Matrix 

TPH-
DRO 

8015B

TPH-
GRO 

8015B

VOCs 
8260B 

SVOCs 
8270C 

SIM 

Dissolved 
Pb 

6010B 
RHMW01 N GW 1 1 1 1 1 

RHMW02 N GW 1 1 1 1 1 

RHMW03 N GW 1 1 1 1 1 

RHMW04 N GW 1 1 1 1 1 

RHMW2254-01 N GW 1 1 1 1 1 
Totals - 
Environmental 
samples 

    5 5 5 5 5 

        

QC Samples        
Duplicates 
(RHMWA01) FD WQ 1 1 1 1 1 

Trip Blanks TB WQ - - 1 - - 
MS/MSD 
(RHMW2254-01) 

MS/ 
MSD WQ 1 1 1 1 1 

        

Total QC samples      2 2 3 2 2 
FD = Field duplicate 
TB = Trip Blank 
MS/MSD = Matrix Spike/Matrix Spike Duplicate 
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Table 2-2 Summary of Groundwater Sampling Containers, Preservatives and Hold 
Times 

Name Analytical 
Methods Containera Preservationb

Minimum 
Sample 
Volume 

or 
Weight 

Maximum 
Holding Time 

Total 
petroleum 

hydrocarbons 
(TPH)-volatile 

SW8015P 
or 

SW8015E 
(modified) 

G, 
Teflon®- 

lined 
septum 

4oC, HCl to 
pH < 2 2 x 40 mL  

14 days; 7 days 
if unpreserved 

by acid 

Total 
petroleum 

hydrocarbons 
(TPH)-

extractable 

SW8015 
(modified) G, amber 4oC 1 liter  

7 days until 
extraction and 
40 days after 

extraction 

Volatile 
organics SW8260B 

G, 
Teflon®-

lined 
septum 

4oC, 0.008% 
Na2S2O3 (HCl 
to pH < 2 for 

volatile 
aromatics by 

SW8260) 

2 x 40 mL  
14 days; 7 days 
if unpreserved 

by acid 

Polynuclear 
aromatic 

hydrocarbons 
(PAHs) 

8270 SIM 
G, 

Teflon®-
lined cap 

4oC, store in 
dark, 0.008% 

Na2S2O3 
1 liter  

7 days until 
extraction and 
40 days after 

extraction 

Dissolved lead  6010B P, G HNO3 500mL  
28 days after 

preservation at 
the lab 

a. Polyethylene (P); glass (G). 
b. Preservation with 0.008 percent Na

2
S

2
O

3
 is only required when residual chlorine is present. 
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3.0 SAMPLE DOCUMENTATION AND HANDLING  
 
3.1 Field Logbook 
 
The field logbook serves as the primary record of field activities.  Entries shall be made 
chronologically and in sufficient detail to allow the writer or a knowledgeable reviewer to 
reconstruct the applicable events.  The field logbook shall be bound with consecutively 
numbered and water repellent pages.  The logbook shall be stored in a clean location and 
used only when outer gloves used for personal protective equipment have been removed.  
The logbook procedures will conform to SOP III-D in the Project Procedures Manual 
(PACDIV 1998). These procedures are presented in Appendix E and briefly outlined below.  
 
Individual data forms may be generated to provide systematic data collection 
documentation.  Entries on these forms shall meet the same requirements as entries in the 
logbook.  At a minimum, names of all samples collected shall be included in the logbook 
even if recorded elsewhere. 
 
At a minimum, the following information will be recorded in either the field logbook or a 
separate sample log sheet during the collection of each sample: 
 

• Sample location and description; 
• Sampler's name(s); 
• Date and time of sample collection; 
• Type of sample (groundwater, soil, or soil vapor); 
• Type of sampling equipment used; 
• Field instrument readings and calibration; and 
• Field observations and details related to analysis or integrity of samples (e.g., 

weather conditions, noticeable odors, colors, etc.). 
• In addition to the sampling information, the following specific information will also be 

recorded in the field logbook for each day of sampling; 
• Time of arrival/entry on site and time of site departure; 
• Other personnel on site; 
• Summary of any meetings or discussions with regulators, contractor, or federal 

agency personnel; 
• Deviations from sampling plans, site safety plans, and QC procedures; and 
• Changes in personnel and responsibilities with reasons for the changes. 

 
3.2 Sample Management 
 
The integrity of data obtained for samples collected in the field depends on adherence to 
proper procedures for sample management involving both proper labeling and handling of 
samples. To ensure proper labeling and handling, sampling activities will be carried out 
according to PACDIV CLEAN SOP Number III-E, Record Keeping, Sample Labeling, and 
Chain-of-Custody (PACDIV 1998) and PACDIV CLEAN SOP Number III-F, Sample 
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Handling, Storage, and Shipment (PACDIV 1998).  These procedures are presented in 
Appendix E and briefly outlined below. 
 
3.2.1  Sample Logs, Labeling, and Chain-of-Custody 
 
Detailed entries for logging and identifying samples and chain-of-custody (COC) procedures 
will be used to document acceptability of data generated.  To minimize 
possibility of error, the number of personnel assuming custody for a sample will be 
minimized. Sample documentation and custody procedures will include completion of 
sample labels and COC forms for all samples.  COC forms will typically serve as analytical 
request forms to a receiving laboratory. 
 
The label for each field sample will contain the following information: 
 

• unique sample number 
• project name 
• location, time, and date of collection 
• name of sampler(s) 
• type of analysis  

 
A preprinted COC form will accompany samples from their time of collection and processing 
in the field through submittal to a particular testing laboratory.  The COC form will trace and 
document the path of each individual sample by means of a unique COC identification 
number.  The following information will be included on a COC form: 
 

• project name (Red Hill) 
• sampling location, date, and time 
• sample identification  
• number of unique sample containers for a sample 
• type of sample containers 
• sample preservative (if any) 
• number of samples addressed on the COC form 
• type of analysis required for each sample 
• special instructions (if any) 
• signatures indicating sample relinquishment and receipt 

 
COC forms that accompany the samples during shipment to a designated testing laboratory 
will be placed in a sealed plastic bag and taped to the inside of the shipping container.  To 
document the transfer of samples from the field to a receiving laboratory, a representative of 
the receiving laboratory will sign the accompanying COC form upon arrival of the shipping 
container at the laboratory. All samples will be shipped from the field to a receiving 
laboratory by Federal Express or equivalent carrier.  Facsimiles of COC forms will be 
submitted to a laboratory and the project manager within 24 hours of each sample shipment. 
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3.2.2 Project-Specific Sample Identifier 
 
A unique Project-Specific Sample Identifier will be assigned to each normal sample.  This 
identifier will use the following format of “aabbcc-ddee.” 
 
 aa = two-letter acronym designating a specific CTO site (RH = Red Hill) 
 bb = location acronym (e.g., MW for monitoring well) 
 cc = location number (e.g., 01 for monitoring well MW01-) 
 dd = matrix type (e.g., GW for groundwater) 
 ee = sequential sampling round number (e.g., 01, 02, 03) 
 
An example of the Project-Specific Sample Identifier for this project might be RHMW01-
GW06. 
 
A unique Project-Specific Normal Sample Identifier will be assigned to each duplicate 
sample.  This identifier will use the following format of “aabbccc-ddee.” 
 
 aa = two-letter acronym designating a specific CTO site (RH = Red Hill) 
 bb = location acronym (e.g., MW for monitoring well) 
 ccc = location number (e.g., A01- for duplicates in chronological order) 
 dd = matrix type (e.g., GW for groundwater) 
 ee = sequential sampling round number (e.g., 01, 02, 03) 
 
An example of the Project-Specific Duplicate Sample Identifier for this project might be 
RHMWA01-GW06.  Field duplicate samples will be given a designated sampling time of 
1205. 
 
A unique Project-Specific Sample Identifier will be assigned to each trip blank sample.  This 
identifier will use the following format of “aabb-ccdd.” 
 
 aa = two-letter acronym designating a trip blank sample (TB = Trip Blank) 
 bb = chronological trip blank number (e.g., 01-) 
 cc = matrix type (e.g., GW for groundwater) 
 dd = sequential sampling round number (e.g., 01, 02, 03) 
 
An example of the Project-Specific Trip Blank Identifier for this project might be TB01-
GW06.  Trip Blank samples will be given a designated sampling time of 0805. 
 
The eight to eleven-character Project-Specific Sample Identifier establishes a unique 
sample identifier that can be used in reports, tables, figures, etc.  A great deal of information 
is contained in the name that makes it meaningful.  The Project-Specific Sample Identifier 
will be entered into the COC logbooks (see Appendix E, PACDIV CLEAN SOP Number III-E, 
Record Keeping, Sample Labeling, and Chain-of-Custody [PACDIV 1998]) so that the 
database can be used to track samples by Project-Specific Sample Identifier. 
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3.2.3 Sample Handling, Storage, and Transport 
 
Sample handling during all phases of sample collection, transport, and receipt by 
laboratories will be performed according to the requirements of PACDIV CLEAN SOP 
Number III-F, Sample Handling, Storage, and Shipping (PACDIV 1998) presented in 
Appendix E.  All Department of Transportation (DOT) regulations will be followed for 
packaging and shipment of samples, as described in PACDIV CLEAN SOP Number III-F.  
Formal training in shipping hazardous materials is required prior to shipping samples that 
could potentially contain hazardous materials. 
 
Glass containers for shipping of chemistry samples will be wrapped in bubble wrap or other 
appropriate protection to prevent breakage during shipment. As appropriate, styrofoam will 
be placed on the bottom and top of the inside of shipment coolers.  Styrofoam peanuts also 
may be used to fill spaces between containers in coolers.  An appropriate absorbent 
material will be added to coolers on the bottom and top to absorb any water, act as 
cushioning material, and absorb any sample material that may leak or otherwise spill due to 
breakage.  
 
All samples will be kept in insulated coolers with ice, or taken to a secured location and 
transferred from the insulated cooler with blue-ice to a refrigerator or freezer (as 
appropriate) until shipment.  If a nearby refrigerator or freezer for storage is not available, 
dry ice may be used to keep blue-ice blocks frozen onsite.  Fresh, frozen blue-ice blocks will 
be repacked with samples prior to shipment.  COC forms will be placed inside sealable 
storage plastic bags and placed inside sample coolers.  Coolers will then be closed and 
sealed with waterproof tape, and lids will be sealed with two custody seals to enable 
detection of tampering during shipment.  Coolers will be delivered to the appropriate 
shipping courier or office (i.e., Federal Express or equivalent carrier). 
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4.0 DECONTAMINATION AND INVESTIGATIVE DERIVED WASTE 
 
4.1 Equipment Decontamination 
 
Decontamination of sampling equipment will be performed to ensure data quality, to prevent 
cross-contamination, and to prevent the potential introduction of contaminants into 
previously un-impacted areas.  Non-disposable sampling equipment will be decontaminated 
between samples in accordance with procedure I-F, Equipment Decontamination (PACDIV 
1998), presented in Appendix F. 
 
Since dedicated pumps are being used, only parameter monitoring equipment such as 
probes to monitor dissolved oxygen, pH, conductivity, and temperature, also require 
decontamination. Since the probes on these type of equipment are sensitive and operate in 
a limited range, they should be decontaminated between samples by rinsing three times 
with tap water. They should also be stored with the probes in the correct solution as required 
by the manufacturer (i.e., pH 4 solution for the pH probe, etc.). Decontamination liquids and 
rinsate will be placed in the onsite oil/water separator disposal system. Onsite sampling 
personnel will perform decontamination procedures prior to leaving the site. 
 
4.2 Investigative Derived Waste 
 
Investigative Derived Waste (IDW) generated during groundwater sampling may include the 
following media and waste types: 
 

• Groundwater monitoring well purge water 
• Decontamination fluids 
• Personal protective equipment (PPE) 
• Disposable equipment (DE) 

 
PPE may include, but are not limited to, the following: 
 

• Tyvek suits 
• Nitrile gloves 
• Eye Protection 
• Hearing Protection 
• Work Boots 

 
DE may include, but are not limited to, the following: 
 

• Plastic sheeting (visqeen) 
• Pump hoses and discharge lines 
• Paper towels 
• Sample filters 

 
Purged water will be placed in 5-gallon buckets for immediate containment. The drum 
contents will be discharged to the drains of the onsite oil/water separator system. No fluids 
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containing soaps or surfactants may be placed into the oil/water separator system. PPE and 
DE will be placed in plastic trash bags and disposed of as solid waste in a landfill.  
Contaminated PPE and DE will be cleaned prior to disposal. 
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During the life-time of the dedicated pumps, it may be necessary to remove and install the 
pumps as part of servicing or replacement. The following sections provide information 
regarding the installation of the pumps. When the pumps are removed from the wells, care 
should be taken so that all of the related equipment is placed on a new, plastic-lined 
surface, (never on the ground), to avoid any potential contamination. 
 
A.1  Installation of Dedicated Pumps 
 
Dedicated sampling pumps will be installed in five wells (RHMW01 through -04 and 2254-
01) at the Red Hill Storage Facility (RHSF).  Table A-1 lists the well design specifications 
and the pump model to be installed in each well.  The pumps will be ordered pre-fabricated 
to a tubing length to ensure the pump suction remains below the water table throughout the 
expected range of water elevations in these wells.  Installation will consist of unpacking the 
pump assemblies, opening the monitoring wells, decontamination of pump assemblies, 
installation of the pump assemblies in the wells, and testing the pumps. 

Table A-1  Pump Installation Summary 

Well Data/ID RHMW01 RHMW02 RHMW03 RHMW04 2254-01 

Well Depth 100 103 118 320 120 

Well Diameter 1-inch 2-inch 2-inch 4-inch 2-inch 

Pump Model GEO850.SS24 GEO1.66SS36 

 
It is extremely important that accurate distances between the well top of casing and the 
lowest expected water level be known before ordering the pump assembly packages.  The 
tubing lengths should be long enough so that the top of the pump is just beneath the water 
when the water table is at the lowest expected elevation.  This elevation could be estimated 
by comparing current water levels in the monitoring wells selected for pump installation with 
long term water level data from the Moanaula Monitoring Well, (well number 2153-09) and 
the Halawa Deep Monitoring Well (well number 2255-33).  Water levels during the drought 
years of 1998 though 2001 will be extremely helpful for this assessment.  
 
A.2   Unpacking Pump Assemblies 
 
Sheet plastic shall be laid down prior to opening the packages to prevent contaminating the 
pumps and hosing.  Care shall be taken so the tubing is not damaged when opening the 
package.  An inventory shall be taken immediately upon opening the packages to ensure all 
parts are present.   
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A.3   Opening the Monitoring Wells 
 
Prior to unlocking or removing the cover for the wells, the area around the well shall be 
clean to prevent the introduction of debris into the well.  Immediately after opening the vapor 
cap on the well a PID measurement inside well bore will be taken and recorded.  After the 
PID reading is taken, the depth to water level and depth to bottom of the well screen will be 
taken. 
 
A.4   Decontamination of Pump Assemblies 
 
Prior to installation of the pump assemblies into the well, all pumps and tubing will be 
cleaned in accordance with Appendix F, Standard Operating Procedures, Decontamination, 
of the Red Hill Bulk Fuel Storage Facility Work Plan (TEC 2005)  to prevent the introduction 
of contamination into the well.   
 
A.5   Installation of the Pump Assemblies in the Wells 
 
Installation of the pumps are described in Geotech’s Bladder Pumps Installation and 
Operations Manual. This document can be found in Appendix D of the this document. 
 
A.6   Testing the Pumps 
 
The pumps are bladder pumps that operate with compressed air.  Inside of the RHFSF 
tunnel compressed air is currently available.  An air line from the Geocontroller 2 will be 
connected to air service line and to the pump.  For wells RHMW04 and 2254-01 a 
compressed gas bottle containing either clean and dry nitrogen or carbon dioxide will be 
used to power the pumps.  A regulator will be used to ensure that the pressure to the pump 
controller does not exceed 125 pounds per square inch (psi).  The Geocontroller 2 will be 
used with all pumps.  The specific operating procedures for each piece of equipment are 
listed below and presented at the end of this section: 
 

• When working with compressed air always wear eye protection and secure 
compressed air hoses.  

• Do not disable the pneumatic pumps when they are connected to compressed 
air. 

• Do not pump sand with these bladder pumps as this will damage the bladder. 
• Operating pressure is 0.5 estimated by:  

o PSI operating = ½(dtw) + 10PSI, 
where 
o PSI operating  is the expected operating pressure needed, dtw is the 

depth to water from the controller box, 10PSI is added to overcome the 
friction. 
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Appendix B - Groundwater Sampling Forms 
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Red Hill FIELD SAMPLING LOG 
(Groundwater) 

 

GROUNDWATER SAMPLE INFORMATION 
Matrix: GW Sample ID: RHMW01 
Sampling Method:  Geotech Bladder Pump DUP./REP. OF:   
Purge Method: Geotech Bladder Pump Matrix Spike/Matrix Spike Duplicate 
Sample Date:  Sample Time:  Yes:  No:   

GROUNDWATER PARAMETERS 

CONTAINER 

SIZE TYPE # 
PRESERVATIVE/ 
PREPARATION 

EXTRACTION
METHOD 

ANALYTICAL
METHOD 

CONSTITUENT 
DESCRIPTION 

ANALYZE 
FOR? 
(Y/N) 

40 ml VOA 3 4o HCl to pH<2  8260 VOCs  

40 ml VOA 3 4o HCl to Ph<2  8015M GRO TPH Gasoline  

1 L AMB 2 4o H2SO4 to pH <2  8015M DRO TPH Diesel  

1 L AMB 2 4o   8270-SIM PAHs  

500 ml POLY 1 4o HNO3 TO Ph<2, 
Field Filtered  6010B Lead (Dissolved)  

        

        

        

NOTABLE OBSERVATIONS 
PID READINGS SAMPLE CHARACTERISTICS MISCELLANEOUS 

1st   H20 Level:  
2nd   Color: 

   Odor: 
    Other: 

FIELD TESTS 
pH :  Dissolved Oxygen (mg/L) :  

Temp. °C :   Nitrate/Nitrite (mg/L) :  
Conductivity ( µseimen) :  Sulfate (mg/L) :  

Turbidity (FAU) :  Alkalinity (mg/L) :  
 

GENERAL INFORMATION 

WEATHER: SUN/CLEAR  CLOUDY/RAIN WIND DIRECTION TEMPRATURE (°C) 

SHIPMENT VIA:   FED-X    HAND DELIVER  COURIER  OTHER   
SHIPPED TO:   
COMMENTS:  
SAMPLER:  OBSERVER: 
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Red Hill FIELD SAMPLING LOG 
(Groundwater) 

 

GROUNDWATER SAMPLE INFORMATION 
Matrix: GW Sample ID: RHMW02 
Sampling Method:  Geotech Bladder Pump DUP./REP. OF:   
Purge Method: Geotech Bladder Pump Matrix Spike/Matrix Spike Duplicate 
Sample Date:  Sample Time:  Yes:  No:   

GROUNDWATER PARAMETERS 

CONTAINER 

SIZE TYPE # 
PRESERVATIVE/ 
PREPARATION 

EXTRACTION
METHOD 

ANALYTICAL
METHOD 

CONSTITUENT 
DESCRIPTION 

ANALYZE 
FOR? 
(Y/N) 

40 ml VOA 3 4o HCl to pH<2  8260 VOCs  

40 ml VOA 3 4o HCl to Ph<2  8015M GRO TPH Gasoline  

1 L AMB 2 4o H2SO4 to pH <2  8015M DRO TPH Diesel  

1 L AMB 2 4o   8270-SIM PAHs  

500 ml POLY 1 4o HNO3 TO Ph<2, 
Field Filtered  6010B Lead (Dissolved)  

        

        

        

NOTABLE OBSERVATIONS 
PID READINGS SAMPLE CHARACTERISTICS MISCELLANEOUS 

1st   H20 Level:  
2nd   Color: 

   Odor: 
    Other: 

FIELD TESTS 
pH :  Dissolved Oxygen (mg/L) :  

Temp. °C :   Nitrate/Nitrite (mg/L) :  
Conductivity ( µseimen) :  Sulfate (mg/L) :  

Turbidity (FAU) :  Alkalinity (mg/L) :  
 

GENERAL INFORMATION 

WEATHER: SUN/CLEAR  CLOUDY/RAIN WIND DIRECTION TEMPRATURE (°C) 

SHIPMENT VIA:   FED-X    HAND DELIVER  COURIER  OTHER   
SHIPPED TO:   
COMMENTS:  
SAMPLER:  OBSERVER: 
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Red Hill FIELD SAMPLING LOG 
(Groundwater) 

 

GROUNDWATER SAMPLE INFORMATION 
Matrix: GW Sample ID: RHMW03 
Sampling Method:  Geotech Bladder Pump DUP./REP. OF:   
Purge Method: Geotech Bladder Pump Matrix Spike/Matrix Spike Duplicate 
Sample Date:  Sample Time:  Yes:  No:   

GROUNDWATER PARAMETERS 

CONTAINER 

SIZE TYPE # 
PRESERVATIVE/ 
PREPARATION 

EXTRACTION
METHOD 

ANALYTICAL
METHOD 

CONSTITUENT 
DESCRIPTION 

ANALYZE 
FOR? 
(Y/N) 

40 ml VOA 3 4o HCl to pH<2  8260 VOCs  

40 ml VOA 3 4o HCl to Ph<2  8015M GRO TPH Gasoline  

1 L AMB 2 4o H2SO4 to pH <2  8015M DRO TPH Diesel  

1 L AMB 2 4o   8270-SIM PAHs  

500 ml POLY 1 4o HNO3 TO Ph<2, 
Field Filtered  6010B Lead (Dissolved)  

        

        

        

NOTABLE OBSERVATIONS 
PID READINGS SAMPLE CHARACTERISTICS MISCELLANEOUS 

1st   H20 Level:  
2nd   Color: 

   Odor: 
    Other: 

FIELD TESTS 
pH :  Dissolved Oxygen (mg/L) :  

Temp. °C :   Nitrate/Nitrite (mg/L) :  
Conductivity ( µseimen) :  Sulfate (mg/L) :  

Turbidity (FAU) :  Alkalinity (mg/L) :  
 

GENERAL INFORMATION 

WEATHER: SUN/CLEAR  CLOUDY/RAIN WIND DIRECTION TEMPRATURE (°C) 

SHIPMENT VIA:   FED-X    HAND DELIVER  COURIER  OTHER   
SHIPPED TO:   
COMMENTS:  
SAMPLER:  OBSERVER: 
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Red Hill FIELD SAMPLING LOG 
(Groundwater) 

 

GROUNDWATER SAMPLE INFORMATION 
Matrix: GW Sample ID: RHMW04 
Sampling Method:  Geotech Bladder Pump DUP./REP. OF:   
Purge Method: Geotech Bladder Pump Matrix Spike/Matrix Spike Duplicate 
Sample Date:  Sample Time:  Yes:  No:   

GROUNDWATER PARAMETERS 

CONTAINER 

SIZE TYPE # 
PRESERVATIVE/ 
PREPARATION 

EXTRACTION
METHOD 

ANALYTICAL
METHOD 

CONSTITUENT 
DESCRIPTION 

ANALYZE 
FOR? 
(Y/N) 

40 ml VOA 3 4o HCl to pH<2  8260 VOCs  

40 ml VOA 3 4o HCl to Ph<2  8015M GRO TPH Gasoline  

1 L AMB 2 4o H2SO4 to pH <2  8015M DRO TPH Diesel  

1 L AMB 2 4o   8270-SIM PAHs  

500 ml POLY 1 4o HNO3 TO Ph<2, 
Field Filtered  6010B Lead (Dissolved)  

        

        

        

NOTABLE OBSERVATIONS 
PID READINGS SAMPLE CHARACTERISTICS MISCELLANEOUS 

1st   H20 Level:  
2nd   Color: 

   Odor: 
    Other: 

FIELD TESTS 
pH :  Dissolved Oxygen (mg/L) :  

Temp. °C :   Nitrate/Nitrite (mg/L) :  
Conductivity ( µseimen) :  Sulfate (mg/L) :  

Turbidity (FAU) :  Alkalinity (mg/L) :  
 

GENERAL INFORMATION 

WEATHER: SUN/CLEAR  CLOUDY/RAIN WIND DIRECTION TEMPRATURE (°C) 

SHIPMENT VIA:   FED-X    HAND DELIVER  COURIER  OTHER   
SHIPPED TO:   
COMMENTS:  
SAMPLER:  OBSERVER: 
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Red Hill FIELD SAMPLING LOG 
(Groundwater) 

 

GROUNDWATER SAMPLE INFORMATION 
Matrix: GW Sample ID: RHMW2254-01 
Sampling Method:  Geotech Bladder Pump DUP./REP. OF:   
Purge Method: Geotech Bladder Pump Matrix Spike/Matrix Spike Duplicate 
Sample Date:  Sample Time:  Yes:  No:   

GROUNDWATER PARAMETERS 

CONTAINER 

SIZE TYPE # 
PRESERVATIVE/ 
PREPARATION 

EXTRACTION
METHOD 

ANALYTICAL
METHOD 

CONSTITUENT 
DESCRIPTION 

ANALYZE 
FOR? 
(Y/N) 

40 ml VOA 3 4o HCl to pH<2  8260 VOCs  

40 ml VOA 3 4o HCl to Ph<2  8015M GRO TPH Gasoline  

1 L AMB 2 4o H2SO4 to pH <2  8015M DRO TPH Diesel  

1 L AMB 2 4o   8270-SIM PAHs  

500 ml POLY 1 4o HNO3 TO Ph<2, 
Field Filtered  6010B Lead (Dissolved)  

        

        

        

NOTABLE OBSERVATIONS 
PID READINGS SAMPLE CHARACTERISTICS MISCELLANEOUS 

1st   H20 Level:  
2nd   Color: 

   Odor: 
    Other: 

FIELD TESTS 
pH :  Dissolved Oxygen (mg/L) :  

Temp. °C :   Nitrate/Nitrite (mg/L) :  
Conductivity ( µseimen) :  Sulfate (mg/L) :  

Turbidity (FAU) :  Alkalinity (mg/L) :  
 

GENERAL INFORMATION 

WEATHER: SUN/CLEAR  CLOUDY/RAIN WIND DIRECTION TEMPRATURE (°C) 

SHIPMENT VIA:   FED-X    HAND DELIVER  COURIER  OTHER   
SHIPPED TO:   
COMMENTS:  
SAMPLER:  OBSERVER: 
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Red Hill FIELD SAMPLING LOG 
(Groundwater) 

 

GROUNDWATER SAMPLE INFORMATION 
Matrix: GW Sample ID: RHMWA01 
Sampling Method:  Geotech Bladder Pump DUP./REP. OF:  RHMW 
Purge Method: Geotech Bladder Pump Matrix Spike/Matrix Spike Duplicate 
Sample Date:  Sample Time:  Yes:  No:   

GROUNDWATER PARAMETERS 

CONTAINER 

SIZE TYPE # 
PRESERVATIVE/ 
PREPARATION 

EXTRACTION
METHOD 

ANALYTICAL
METHOD 

CONSTITUENT 
DESCRIPTION 

ANALYZE 
FOR? 
(Y/N) 

40 ml VOA 3 4o HCl to pH<2  8260 VOCs  

40 ml VOA 3 4o HCl to Ph<2  8015M GRO TPH Gasoline  

1 L AMB 2 4o H2SO4 to pH <2  8015M DRO TPH Diesel  

1 L AMB 2 4o   8270-SIM PAHs  

500 ml POLY 1 4o HNO3 TO Ph<2, 
Field Filtered  6010B Lead (Dissolved)  

        

        

        

NOTABLE OBSERVATIONS 
PID READINGS SAMPLE CHARACTERISTICS MISCELLANEOUS 

1st   H20 Level:  
2nd   Color: 

   Odor: 
    Other: 

FIELD TESTS 
pH :  Dissolved Oxygen (mg/L) :  

Temp. °C :   Nitrate/Nitrite (mg/L) :  
Conductivity ( µseimen) :  Sulfate (mg/L) :  

Turbidity (FAU) :  Alkalinity (mg/L) :  
 

GENERAL INFORMATION 

WEATHER: SUN/CLEAR  CLOUDY/RAIN WIND DIRECTION TEMPRATURE (°C) 

SHIPMENT VIA:   FED-X    HAND DELIVER  COURIER  OTHER   
SHIPPED TO:   
COMMENTS:  
SAMPLER:  OBSERVER: 
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DOCUMENTATION CONVENTIONS 
 
 
This manual uses the following conventions to present information: 
 
 

An exclamation point icon indicates a WARNING of a 
situation or condition that could lead to personal injury or 
death.  You should not proceed until you read and 
thoroughly understand the WARNING message. 

A raised hand icon indicates CAUTION information that 
relates to a situation or condition that could lead to 
equipment malfunction or damage.  You should not 
proceed until you read and thoroughly understand the 
CAUTION message. 
 

A note icon indicates NOTE information.  Notes provide 
additional or supplementary information about an activity 
or concept. 

 
WARNING 

 
CAUTION 

 

 
NOTE 
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Chapter 1:  System Description 
 
 

Function and Theory 
 
GEOTECH'S GEOCONTROL 2 utilizes advanced electronic logic to control 
both high rate purging and gentle low flow sampling. Simple to use accurate 
microprocessor controlled on/off timers are utilized to recreate expert 
techniques for low-flow sampling.  
 
The GEOCONTROL 2 high-pressure solenoid activated valve delivers even in 
the deepest sampling applications. 
 
The GEOCONTROL 2 can be used with any bladder pump system with the 
use of simple quick-disconnect adapters. 
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Chapter 2:  System Installation 
 

     
 READ BEFORE PROCEEDING ANY FURTHER  
 
     
 
THE GEOCONTROL 2 REQUIRES DRY MOISTURE FREE AIR.  TO 
DISREGARD WILL INCREASE THE LIKELIHOOD OF UNNECESSARY 
MAINTENANCE! 
 

Determine your power source, either 115 or 12VDC. 
 

Selecting Air Source 
 
The following explanation is based on the Geotech Bladder Pump Model 
GEO1.66SS36 with .170 ID air supply tubing.  To determine the required 
capacity of the air source used, calculate the air consumption as follows.  With 
100 ft. of air line tubing in or out of the well, the air consumption is 125 cubic 
inches per cycle, with 6 cycles per minute (average). 
 

Example:  For 100 ft. of tubing you'd need 125 cu. in. x 6 per min. which 
equals 750 cu. in./ min. or 45,000 cu. in./ hr. For each additional 100 ft. add 
59 cu. in. 
 

If you plan to use an air compressor, we advise that you use one with a 
reserve tank to insure proper air supply to the pump.  If you plan to use a 
Nitrogen Tank, see figure 2 for Nitrogen Tank Volume vs. Bladder Pump 
consumption. 
 

Determining PSI  
 
Determine the air pressure needed to operate the Bladder Pump based on the 
length of the air supply line to the pump (well depth).  Use the simplified 
formula of (1/2 PSI per foot) + 10 PSI for friction.        
 

Example: For a pump 100 ft. away from the air source, use 100 ft. divided by 
2 then add 10 this equals 60 PSI (100' / 2 + 10 = 60 PSI).     
 

The additional 10 PSI is to account for the pump itself and friction loss along 
the air line tubing. 
 

Where the length of the air line to the Bladder Pump is 50 ft. or less, an 
additional 10 PSI need not be added. 
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Chapter 3:  System Operation 
 
 
To determine minimum operating pressures for the specific Bladder Pump 
model you are using, consult Pumps Specifications. Typically the minimum 
operating pressure will be 5 PSI above static head. 
 
Example: Bladder Pump depth is 50 ft.  50 / 2 = 25 + 5 = 30 PSI. 
 
The formulas stated above are not absolute, and are meant to provide 
baseline information. 
 
At the wellhead, connect the air supply line from the air source (compressor, 
bottle etc.) to the quick disconnect marked AIR INLET. (See section, selecting 
an air source) Next connect the air supply line hose whip to the airline at the 
well cap and the quick disconnect marked AIR OUTPUT, see figure 1.   
 
Adjust the air source regulator to the appropriate psi, (see section on 
determining psi) 
 
Switch the toggle from OFF to AC or DC depending on power supply selected. 
 
ADJUSTING CYCLE TIMERS 
 
Adjust Charge Time knob to approx. 5 seconds, adjust Exhaust Time knob to 
approx 15 seconds. 
 
A 15 second exhaust cycle will be enough time to fill bladder at approx 
100 ft.  
 
The charge cycle can be adjusted by watching the sample line.  When a 
steady stream of water stops, set the charge cycle back about one second.  
 
DO NOT OVER CHARGE this will cause excessive bladder wear. Once the 
charge cycle is adjusted, measure the volume of the sample. Adjust the 
exhaust cycle back by one second at a time. Let the pump cycle a few times 
after each adjustment before adjusting again. Measure the volume of sample 
to make sure it is not decreasing. Continue to reduce the exhaust time back 
until the sample volume decreases. A decrease in sample volume indicates 
that the exhaust cycle isn't long enough for the pump bladder to fill to its 
maximum. Add one second to the exhaust cycle at this point to make sure the 
maximum volume in the bladder is achieved.    
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The GEOCONTROL 2 has a red indicator LED labeled POWER. When the 
red LED is constant the 
 
The controller is in CHARGE TIME. When the red LED is blinking the 
controller is in EXHAUST TIME.   
 
LOW FLOW SAMPLING 
 
The GEOCONTROL 2 includes a flow control valve, marked EXHAUST 
FLOW. The flow control valve ensures a true low flow of the sample by 
controlling the speed, with which the bladder fills, regardless of the depth of 
the pump. Tightening the control knob clockwise will reduce the flow of the 
exhaust and slow the filling of the bladder. Turning the control knob counter-
clockwise will increase the flow of exhaust thus increasing the speed of the 
flow of water into the bladder. 
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Figure 2 – Nitrogen Tank Volume vs. Bladder pump consumption 
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Figure 3 – Cycles vs. Depth 
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Chapter 4:  System Maintenance 
 
 

The GEOCONTROL 2 does not require a regular maintenance program.  
 
As stated in installation and operation, this unit requires dry moisture 
free air.  To disregard will increase the likelihood of unnecessary 
maintenance. 
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Chapter 5:  System Troubleshooting 
 
 
Problem: Solutions: 
 
Unit will not turn on... Check power source, cables for damage, 
and make sure  if you are on DC it is a 12 volt DC source, if 
 on  AC that you are getting consistent 110 
 volt current. 
      
 
Unit turns on but cycles  Charge and exhaust times not set  
rapidly, no pumping  correctly. 
  -Check and adjust charge and exhaust 
 cycle times (i.e. if charge time too long and 
 exhaust time too short, or charge time too 
 short).  Review Chapter 3 page 5 for 
 correct cycle times. 
 
     
 
Turns on, cycles correctly but -Check for tubing kinks 
does not pump water... -Check psi on gauge, may be too low.   
 Calculate based on .5 psi per foot of head 
 and add 10 for friction.   
 - If psi is good, check your exhaust flow, 
 may be completely shut, try turning three 
 times to the left.  (Exhaust is the brass 
 valve). 
 
 
 
Unit was working but quit -Check power source   
cycling... -If power source is good, check air  
 source   
 -Air source is good have you been  
 using clean dry air?  If not contact  
 Geotech at 1-800-833-7958 
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Chapter 6:  System Specifications 
 
 

Model: Geocontrol 2 
 
Maximum Ratings 
Input DC Power Source   10.5-13.8 VDC 
DC Current Draw    0.5  Amps 
DC Input Surge Current   <50  Amps 
Input AC Power Source   105-130 VAC 
AC Current Draw    0.1  Amps 
AC Input Surge Current   <15  Amps 
Input AC Line Frequency   45-65  Hz 
Maximum Power    15   Watts 
 
Performance 
Input Air Pressure    300  PSI 
Operating Depth    0-690  Feet 
* On Timer Range    0.125 to 30 Seconds 
* Off Timer Range    0.125 to 30  Seconds 
Timer Resolution    0.125  Seconds 
Timer Accuracy    ±0.125  Seconds 
 
Environmental 
Operating Temperature Range   0-70º  C 
Storage Temperature Range   -20 to 85º C 
Position Effect     0.10% change at any angle 
Vibration     No change after 10G RMS 
      20 to 2000 Hz 
Shock      No change after 50Gs for 11ms 
EMI Emissions     Class A 
 
Physical 
Enclosure     7 x 16 x 12 Inches 
Weight      14   Pounds 
Enclosure Material    Structural resin 
 
 
 
 
 
 
 
* Custom timer ranges available 
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Chapter 7:  System Schematic 
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Chapter 8:  Replacement Parts List 
 
 
 
Part Number     Part Description 
11150172     Assy, AC Power Cord 
57500008     Assy, DC Power Cord 
51150038     Assy, Air Inlet Hose 
51150039     Assy, Air Exhaust Hose  
11150170     Manual 
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Notes 
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Notes 
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The Warranty 
 

For a period of one (1) year from date of first sale, product is warranted to 
be free from defects in materials and workmanship.  Geotech agrees to 
repair or replace, at Geotech�s option, the portion proving defective, or at 
our option to refund the purchase price thereof.  Geotech will have no 
warranty obligation if the product is subjected to abnormal operating 
conditions, accident, abuse, misuse, unauthorized modification, alteration, 
repair, or replacement of wear parts.  User assumes all other risk, if any, 
including the risk of injury, loss, or damage, direct or consequential, arising 
out of the use, misuse, or inability to use this product.  User agrees to use, 
maintain and install product in accordance with recommendations and 
instructions.  User is responsible for transportation charges connected to 
the repair or replacement of product under this warranty. 

 

Equipment Return Policy 
 

A Return Material Authorization number (RMA #) is required prior to return 
of any equipment to our facilities, please call 800 number for appropriate 
location.  An RMA # will be issued upon receipt of your request to return 
equipment, which should include reasons for the return.  Your return 
shipment to us must have this RMA # clearly marked on the outside of the 
package.  Proof of date of purchase is required for processing of all 
warranty requests. 
 

This policy applies to both equipment sales and repair orders. 
 

FOR A RETURN MATERIAL AUTHORIZATION, PLEASE CALL OUR 
SERVICE DEPARTMENT AT 1-800-833-7958 OR 1-800-275-5325. 

 

Model Number:  ________________ 
 
Serial Number:  ________________ 
 
Date: ________________     

Equipment Decontamination 
 

Prior to return, all equipment must be thoroughly cleaned and 
decontaminated.  Please make note on RMA form, the use of equipment, 
contaminants equipment was exposed to, and decontamination 
solutions/methods used.   
 

Geotech reserves the right to refuse any equipment not properly 
decontaminated.  Geotech may also choose to decontaminate equipment 
for a fee, which will be applied to the repair order invoice. 



 

Geotech Environmental Equipment, Inc 
8035 East 40th Avenue Denver, Colorado 80207 

(303) 320-4764 ● (800) 833-7958 ● FAX (303) 322-7242 
email:  sales@geotechenv.com website:  www.geotechenv.com
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NOTE 

DOCUMENTATION CONVENTIONS 
 
 
This manual uses the following conventions to present information: 
 
 

An exclamation point icon indicates a WARNING 
of a situation or condition that could lead to 
personal injury or death.  You should not proceed 
until you read and thoroughly understand the 
WARNING message. 

A raised hand icon indicates CAUTION information 
that relates to a situation or condition that could 
lead to equipment malfunction or damage.  You 
should not proceed until you read and thoroughly 
understand the CAUTION message. 

A note icon indicates NOTE information.  Notes 
provide additional or supplementary information 
about an activity or concept. 

WARNING 

CAUTION 
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Chapter 1:  System Description 
 
 

Function and Theory 
 

Geotech�s pneumatic Bladder Pumps operate with a unique action, ideal for 
both, gentle low-flow sampling and high flow rate purging.  Timed on/off cycles 
of compressed air alternately squeeze the flexible bladder to displace water out 
of the pump to the surface and exhaust allowing the pump to refill.  Fluid enters 
the pump through the fluid inlet check valve at the bottom of the pump body, 
via hydrostatic pressure (automatically by submergence).  The bladder then 
fills with fluid. Compressed air enters the space between the bladder and the 
interior of the pump wall housing.  The intake check valve closes and the 
discharge check valve opens.  The compressed air squeezes the bladder, 
pushing the fluid to the surface.  The discharge check valve prevents back flow 
from the discharge tubing.  Driven by the GEOCONTROLLER 2, this cycle 
automatically repeats. 
 
Compressed air does not contact the sample!  The bladder prevents 
contact between the pump drive air and the sample. 
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System Components 
 
 

The GEOTECH Bladder Pump consists of three parts.  The Bladder Cartridge 
Assembly, the Pump Housing, and the Intake Screen. 
 
Bladder Cartridge Assembly  
 
Geotech�s bladder cartridge assembly is factory assembled and tested, and is 
designed to be field replaceable (see figure 1). 
 
The cartridge assembly components consist of an upper and lower head 
constructed of virgin grade PTFE, (for bladder pump models GEO1.66PVC36 
and GEO1.66PVC18 the upper and lower heads are constructed of NSF-grade 
PVC, extruded with no markings or lubricants).  The internal flow tubes are 
constructed of electro polished 316 stainless steel, or NSF-grade PVC.  The 
bladder material is constructed of inert virgin grade polymer resins, (proprietary 
resin grade PTFE � G303). 
 
The bladder tube is assembled using a 316 stainless steel clamp, providing a 
true zero leak seal. 
 
Housing 
 
The bladder pump housing is constructed of electro polished 316 Stainless 
Steel.  The housing components consist of threaded top and bottom caps, and 
the housing tube.  For bladder pump models GEO1.66PVC36 and 
GEO1.66PVC18 the housing is constructed of NSF-grade PVC.  Viton O-rings 
provide the high pressure seals between the end caps and the housing tube. 
 
Intake screen  
 
The intake filter screen is constructed of 316 Stainless Steel and is easily 
removable for field maintenance.  For models Geo 1.66 PVC36 and Geo 1.66 
PVC18, the intake screen is constructed of NSF-Grade PVC.  The intake filter 
screen is intended to protect and extend the life of the bladder material (see 
warranty). 

 



 

5 

 
 
 
 
 
          
 
 
  
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 Figure 1 – SS Bladder Pump Assembly Figure 2 – PVC Bladder Pump Assembly 
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Chapter 2:  System Installation 
 
 
Bladder Pump 
 
Geotech�s Bladder Pumps are engineered for easy installation and use.  
Dedicated Bladder Pumps are shipped from GEOTECH with the tubing 
attached.  Well identifications (supplied by customer) are located on tags 
connected to the tubing, and on the tubing bags. 
 
Upon reaching the well head, connect the air line tubing to air line connection 
at the top of the Bladder Pump (see figure 3).  The air line is smaller than the 
sample line.  Next attach the sample line to the sample line connection at the 
top of pump (see figure 3). 
 
The optional Bladder Pump Hanger is attached to the Quick Link on the safety 
cable and to the Pump Hanger.  Carefully lower the Bladder Pump into the well 
using the reverse coil method to avoid kinking, until the well cap seats. 
 
Reverse Coil Method (see figure 4) 
 
When lowering the pump into the well it is important to reverse the natural bend 
of the coiled tubing so that the tubing will straighten out as it is lowered.  As the 
pump and tubing are lowered down into the well, the direction of the bend 
should be reversed from the direction in which it is coiled up.  If the tubing is 
allowed to uncoil naturally and the natural bend not interrupted, the tubing will 
continue its coil into the well.  Using the reverse coil method will avoid hang-
ups or difficulty in lowering the pump into the well, especially when the well is 
not completely vertical, or has come out of alignment for any reason. 
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Figure 3 
 
 

 
 

Figure 4 – Reverse Coil Method 
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Chapter 3:  System Operation 
 
 
Bladder Pump Operation 
 
Fluid enters the pump through the fluid inlet check valve at the bottom of the pump 
body, and the bladder fills with fluid.  Compressed air enters the space between the 
bladder and the interior of the pump wall housing, the inlet check valve closes and 
the discharge check valve opens.  The compressed air squeezes the bladder 
pushing the fluid to the surface.  The discharge check valve prevents backflow from 
the discharge tubing. 
 
Selecting an Air Source 
 
The following explanation is based on the Model GEO1.66SS36 with a .170 ID air 
supply tubing.  To determine the required capacity of the air source used, calculate 
the air consumption as follows.  With 100 ft. of air line tubing in or out of the well, 
the air consumption is 125 cubic inches per cycle, with 6 cycles per minute 
(average). 
 
Example:  For 100 ft. of tubing you will need 125 cu. in. x 6 per min. which equals 
750 cu. in. / min. or 45,000 cu. in. / hr. For each additional 100 ft. add 59 cu. in.  If 
you plan to use an air compressor we advise that you use one with a reserve tank 
to insure proper air supply to the pump.  If you plan to use a Nitrogen Tank, see 
figure 9 for Nitrogen Tank Volume vs. Bladder Pump consumption. 
 
Determining PSI 
 
Determine the air pressure needed to operate the Bladder Pump based on the 
length of the air supply line to the pump (well depth).  Use the simplified formula of 
(1/2 PSI per foot) + 10 PSI for friction. 
 
Example: For a pump 100 ft. away from the air source, uses 100 ft. divided by 2 
then add 10.  This equals 60 PSI (100' / 2 + 10 = 60 PSI). 
 
The additional 10 PSI is to account for the pump itself and friction loss along the air 
line tubing.  When the length of the air line to the Bladder Pump is 50 ft. or less, the 
additional 10 PSI need not be added. 
To determine minimum operating pressures for the specific Bladder Pump model 
you are using, consult pumps specifications.  Typically the minimum operating 
pressure will be 5 PSI above static head. 
 
Example: Bladder Pump depth is 50 ft.  50 / 2 = 25 + 5 = 30 PSI. 
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The formulas stated above are not absolute, and are meant to provide 
baseline information. 
Flowrates 
 
Flow rates are based on Geotech�s models GEO1.66ss36 Stainless Steel Bladder 
Pump, and GEO1.66PVC36 PVC Bladder Pumps PERFORMANCE CURVE (see 
figures 5, 6, 7, & 8). 
 
For determining the number of cycles it will take to receive sample fluid at the well 
head, see figure 9 CYCLES vs. DEPTH. 
 
If using a nitrogen tank as an air source, see figure 10 NITROGEN TANK VOLUME 
vs. BLADDER PUMP CONSUMPTION. 
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Figure 5 – Performance Curve 
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Figure 6 – Performance Curve 
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Figure 7 – Performance Curve 
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Figure 8 – Performance Curve 
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Figure 9 – Cycles vs. Depth 
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Figure 10 – Nitrogen Tank vs. Bladder Pump Consumption 
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Chapter 4:  System Maintenance 
 
 
Bladder Pump 
 
As with any pump, scheduled or periodic maintenance should be performed, 
according to your sampling program and specific site conditions.  Generally, 
the more turbid or sandy your water, the more often you should maintain and 
clean your pumps.  (See System components, Bladder Cartridge Assembly).  
Disassemble Bladder Pump per instructions, decontaminate or replace as 
needed, then reassemble.  Inspect all check balls for wear and replace as 
necessary.  Inspect all O-rings for splits or cracks and replace as necessary. 
 
Bladder Cartridge 
 
When installing a new bladder cartridge, or performing maintenance on an 
existing cartridge use the following instructions: 
 

� Pull pump from the well, it is not necessary to remove the air and 
sample lines from the pump. 

 
� (Models w/screens) Using an Allen head tool, remove the shoulder 

bolts from the intake screen cap (see figure 1). 
 
� Using the Spanner tool, while holding pump body, with your hand or 

with a strap wrench, use a spanner tool to turn lower head in a counter 
clockwise direction and remove. Pump head will be very snug due to 
the high pressure O-ring seal.  Once the seal is broken, the lower head 
will turn very easily (see figure 12). 

 
� The internal bladder cartridge can now be removed for maintenance or  

replacement. Gently tap the tube housing on a firm wood like surface 
until the cartridge drops from the upper head seal.  Reach into the tube 
with one or two fingers and pull the cartridge free. 
 

� Before replacing lower pump head, always check o-rings for rips or 
cracks and replace as necessary. 

 
� For models without intake screens, use the Spanner tool provided for 

lower head removal (see figure 12). 
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Figure 11 
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Chapter 5:  System Troubleshooting 
 
 
Bladder Pump:  Troubleshooting 
 
Problem:     Solutions: 
 
 

 

1) Charge and exhaust times are not set 
correctly. 
 

Check and adjust charge and exhaust cycle 
times (i.e. if charge time is too long or if 
exhaust and charge time is too short). 

 

2) Possible compromise in air line tubing. 
 

 Check air line pump for leaks.  If needed, 
repair using compression union or replace 
tubing. 

 

3) Check pump intake screen for blockage and 
clean as needed. 

 
 
1) Check drawdown level of water in the well.   

 Ensure the pump is fully submerged and off 
of the bottom of the well. 

 

2) Check psi at the regulator and adjust as 
necessary (see page 8). 

 

3) Check for kinks in the discharge line. 
 

4) Check pump intake screen for obstructions. 
 

5) Charge time is too long or exhaust time is 
too short; causes pressure build up in pump, 
causing the pump not to fill. 

 

6) Check power source, assure a strong 
reliable power supply.  If using and old or 
weak battery, the control valves may not 
operate properly. 

 

Air is cycling thru controller, 
but will not pump… 

Controller is cycling but the 
pump stops producing 
water… 
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System Troubleshooting cont... 
 
 
   

1) Over charging pump.   

Reduce charge cycle time so that charge 
cycle ends as fluid discharge trails off. 
 

Inspect pump for compromised bladder or o-
rings. 
 

2) Pump is being over pressurized (PVC 
pump). 

 

 Reduce psi to what is necessary to 
overcome pumping head (see page 8 for 
determining psi). 

 

3) Check discharge line for holes or kinks. 
 

 Repair using compression union or replace 
tubing. 

 
 
1) Remove Hosebarb on pump discharge 

outlet. 
 

 Check the check ball seat for debris.  Clean 
and re-install. 

 

Getting air bubbles in 
sample line… 

Discharge line drains back 
into pump… 
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Chapter 6:  System Specifications 
 
 

 GEO1.66SS36 GEO1.66SS18 GEO1.66PVC36 
 
Pump Housing 
 

 
SS, 316 

 
SS, 316 

 
PVC 
 

Pump Ends 
 

Virgin PTFE 
 

Virgin PTFE PVC 
 

Bladder Matl. Virgin PTFE 
Proprietary resin 
Grade (G303) 

Virgin PTFE 
Proprietary resin  
grade (G303) 

Virgin PTFE 
(Proprietary resin  
grade G303) 
 
 

O.D.: 1.66”/4.2cm 1.66”/4.2cm 1.66”/4.2cm 
 

Length: 
w/o screen 
 

36”/91.4cm 18”/45.7cm 36”/91.4cm 

Length:  
w/screen 
 

38”/96.5cm 20”/51cm      ___ 
 

Weight 
 

5lb/1.9Kg. 2.5lb/0.93Kg 
 

3.6lb/1.3Kg 

Volume/Cycle 
 

21.1oz./625ml 10.5oz./313ml 13.8oz.408ml 

Max. Flowrate* 
 

1.25gpm/4.7lpm .65gpm/2.4lpm 
 

.97gpm/3.7lpm 

Min. Well I.D. 
 

2”/50mm 2”/50mm 
 

2”/50mm 

Operating Press. 
 

10-450psi/.7-31 bar 10-450psi/.7-31bar 
 

10-110psi/.7-7.5 bar 

Min. Operating Range 
 

5psi/.34bar above 
static head 

5psi/.34bar above  
static head 

5psi/.34bar above  
static head 

Maximum Depth ** 
 

1000’/305m 1000’/305m 250’/76.2M 

 
* Flow rate determined @ 2ft/60cm submergence 
** With the use of a drop tube, maximum depth is increased 
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System Specifications 
 
 

 GEO1.66PVC18 GEO850.SS24 GEO675.SS18 
 

Pump Housing 
 

PVC SS, 316 SS, 316 
 

Pump Ends 
 

PVC 
 

Virgin PTFE Electropolished 
SS 316 
 

Bladder Matl. 
 

Virgin PTFE 
(Proprietary resin  
grade G303) 

Virgin PTFE 
(Proprietary resin  
grade G303) 
 

Virgin PTFE 
(Proprietary resin  
grade G303) 

O.D.: 
 

1.66”/4.2cm .850”/2.2cm 
 

.675”/1.7cm 
 

Length:  
w/o screen 
 

18”/45.7cm 24”/61cm N/A 
 

Length:  
w/screen 

22”/55.9cm 
 

25”/63.5cm 
 

18” 
 

 
Weight 
 

 
1.8lb/.67Kg 

 
1.6/.60Kg 

 
.83lb/.38Kg 
 

Volume/Cycle 
 

6.9oz./204ml 
 

2.1oz./59.6ml 
 

1.35oz./38.4ml 

Max. Flowrate* 
 

.53gpm/2.0lpm .10gpm/.36lpm 
 

.05gpm/.19lpm 
 

Min. Well I.D. 
 

2”/25mm 
 

1.00”/25mm 
 

.75”/19mm 
 

Operating Press. 
 

10-110psi/.7-7.5bar 10-110psi/.7-7.5bar 10-110psi/.7-
7.5bar 
 

Min. Operating 
Range 
 

5psi/.34bar above 
static head 

5psi/.34bar above 
static head 
 

5psi/.34bar above 
static head 

Maximum Depth ** 
 

250’/76.2m 
 

250’/76.2m 
 

250’/76.2m 
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Chapter 7:  System Schematic 
 
 
 
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 

 

 
GEO1.66SS36  GEO1.66SS18  GEO1.66PVC36 



 

23 

 
 
 
 
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
GEO1.66PVC18  GEO850.SS24  GEO675.SS18 
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Chapter 8:  Replacement Parts List 
 
 
Model GEO1.66SS36 
 
QTY/ASSY DESCRIPTION  PART # 
 
1 Bladder Cartridge  51150100 
1 Cap, Upper  11150104 
1 Cap, Lower  11150107 
1 Screen, Intake  11150109 
2 Bolts, Shoulder  17200241  
1 Hose barb, Sample out  11150106 
1 Hose barb, Air in  17200241 
1 Check ball, Upper  17500081 
1 Check ball, Lower  17500082 
1 O-Ring Viton cap/upper lower  17500104 
2 O-Ring Viton cap/upper head interface  17500103 
2 O-Ring Viton cap/lower head interface  17500106 
 
MODEL GEO1.66SS18 
 
QTY/ASSY DESCRIPTION PART # 
 
1 Bladder Cartridge 51150106 
1 Cap, Upper 11150104 
1 Cap, Lower 11150107 
1 Screen, Intake 11150109 
2 Bolts, Shoulder 17200241 
1 Hose barb, Sample out 11150106 
1 Hose barb, Air in 21150019 
1 Check ball Upper    17500081 
1 Check ball Lower    17500082 
1 O-Ring Viton cap/upper lower  17500104 
2 O-Ring Viton cap/upper head interface 17500103 
2 O-Ring Viton cap/lower head interface 17500106 
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Model GEO1.66PVC36 
 
QTY/ASSY DESCRIPTION PART # 
 
1 Bladder Cartridge 51150107 
1 Cap, Upper 11150128 
1 Cap, Lower 11150129 
1 Screen, Intake 11150109 
2 Cap Screen Intake 11150131  
1 Hose barb, Sample out 11150134 
1 Hose barb, Air in 17200248 
1 Check ball, PVC Upper/lower 17500115 
1 O-Ring, Viton cap/upper/lower 17500120 
1 O-Ring Viton cap/head interface 17500119 
 
MODEL GEO1.66PVC18 
 
QTY/ASSY DESCRIPTION PART # 
 
1 Bladder Cartridge 51150108 
1 Cap, Upper 11150128 
1 Cap, Lower 11150129 
1 Screen, Intake 11150130 
2 Cap, screen intake 11150131 
1 Hose barb, Sample out 11150134 
1 Hose barb, Air in 17200248 
1 Check, PVC Upper/lower 17500115 
1 O-Ring Viton cap/upper lower 17500120 
2 O-Ring Viton cap/head interface 17500119 
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Model GEO850.SS24 
 
QTY/ASSY DESCRIPTION PART # 
 
1 Bladder Cartridge 51150103 
1 Cap, Upper 11150111 
1 Cap, Lower 11150112 
1 Screen, Intake 11150119 
2 Screw 4-40 x 1 17200246  
1 Hose barb, Sample out 11150118 
1 Hose barb, Air in 17200245 
1 Check ball 17500079 
1 O-Ring, Viton cap/upper/lower 17500112 
2 O-Ring Viton cap/upper head interface 17500119 
2 O-Ring Viton cap/lower head interface 17500111 
 
MODEL GEO.675SS18 
 
QTY/ASSY DESCRIPTION PART # 
 
1 Bladder Cartridge 51150116 
1 Cap, Upper 21150030 
1 Cap, Lower 21150031 
2 Hose barb, air sample 17200245 
1 Check ball, upper ppm130001 
1 Check ball, lower 17500079 
1 Disc Teflon 21150033 
1 Snapring 11150182 
1 O-Ring, Bladder Cap, Upper 11150183 
1 O-Ring, Bladder Cap, Lower 17500183 
2 O-Ring, cap housing 11150184 
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Notes 
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The Warranty 
 

For a period of one (1) year from date of first sale, product is warranted to be 
free from defects in materials and workmanship.  Geotech agrees to repair or 
replace, at Geotech�s option, the portion proving defective, or at our option to 
refund the purchase price thereof.  Geotech will have no warranty obligation if 
the product is subjected to abuse, misuse, or inability to use this product.   
User assumes all other risk, if any, including the risk of injury, loss, or damage, 
direct or consequential, arising out of the use, misuse, or inability to use this 
product.  User agrees to use, maintain and install product in accordance with 
recommendations and instructions.  User is responsible for transportation 
charges connected to the repair or replacement of product under this warranty. 

 
Equipment Return Policy 

 
A Return Material Authorization number (RMA #) is required prior to return of 
any equipment to our facilities, please call 800 number for appropriate location.  
An RMA # will be issued upon receipt of your request to return equipment, 
which should include reasons for the return.  Your return shipment to us must 
have this RMA # clearly marked on the outside of the package.  Proof of date 
of purchase is required for processing of all warranty requests. 
 
This policy applies to both equipment sales and repair orders. 

 
FOR A RETURN MATERIAL AUTHORIZATION, PLEASE CALL OUR 
SERVICE DEPARTMENT AT 1-800-833-7958 OR 1-800-275-5325. 

 
Model Number: ________________ 
 

Serial Number: ________________ 
 

Date: ________________ 
  

Equipment Decontamination 
 

Prior to return, all equipment must be thoroughly cleaned and decontaminated.  
Please make note on RMA form, the use of equipment, contaminants 
equipment was exposed to, and decontamination solutions/methods used. 
 
Geotech reserves the right to refuse any equipment not properly 
decontaminated.  Geotech may also choose to decontaminate equipment for a 
fee, which will be applied to the repair order invoice. 



 

Geotech Environmental Equipment, Inc 
8035 East 40th Avenue Denver, Colorado 80207 

(303) 320-4764 ● (800) 833-7958 ● FAX (303) 322-7242 
email:  sales@geotechenv.com website:  www.geotechenv.com 
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RECORD KEEPING,
SAMPLE LABELING, AND
CHAIN-OF-CUSTODY PROCEDURES

1.0  PURPOSE

The purpose of this standard operating procedure (SOP) is to establish standard protocols

for all U.S. Navy PACDIV IRP field personnel for use in maintaining field and sampling

activity records, writing sample logs, labeling samples, ensuring that proper sample

custody procedures are utilized, and completing chain-of-custody/analytical request forms.

2.0  SCOPE

This procedure shall apply to all sample collection conducted during U.S. NAVY

PACDIV IRP activities.

This procedure shall serve as management-approved professional guidance for the U.S.

Navy PACDIV IRP.  It is not intended to obviate the need for professional judgment that

may arise in unforeseen circumstances.  Deviations from this procedure in the planning or

the execution of activities must be approved by the CTO/DO Manager and Technical

Director/QA Program Manager.

3.0  DEFINITIONS

3.1  LOGBOOK

A bound field notebook with consecutively numbered, water-repellent pages that is clearly

identified with the name of the affected activity, the person assigned responsibility for

maintenance of the logbook, and the beginning and ending dates of the entries.

3.2  CHAIN-OF-CUSTODY (COC)

Documentation of the process of custody control.  Custody control includes possession of

a sample from the time of its collection in the field to its receipt by the analytical

laboratory, and through analysis and storage prior to disposal.
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3.3  CTO/DO LABORATORY COORDINATOR

The person for each CTO/DO who is the main point of contact with the Laboratory

Project Manager.  This may or may not be the CTO/DO QC Coordinator.

4.0  RESPONSIBILITIES

U.S. NAVY PACDIV IRP field personnel are responsible for following these procedures

during conduct of sampling activities.  U.S. NAVY PACDIV IRP CTO/DO field

personnel are responsible for recording pertinent data into the logbook to satisfy project

requirements and for attesting to the accuracy of the entries by dated signature.

The Field Program Manager is responsible for ensuring that all field personnel follow these

procedures.  The CTO/DO Laboratory Coordinator is responsible for verifying that the

COC/Analytical Request Forms have been completed properly and match the sampling

and analytical plan.  The CTO/DO Manager or CTO/DO Laboratory Coordinator is

responsible for notifying the laboratory, data managers, and data validators in writing if

analytical request changes are required as a corrective action.  These small changes are

different from change orders, which involve changes to the scope of the subcontract with

the laboratory and must be made in accordance with a respective contract (e.g., CLEAN,

RAC.)

The CTO/DO Manager is responsible for determining which team members shall record

information in the field logbook and for checking sample logbooks and chain-of-custody

forms to ensure compliance with these procedures.

The Laboratory Project Manager or Sample Control Department Manager is responsible

for reporting any sample documentation or chain-of-custody problems to the CTO/DO

Manager or CTO/DO Laboratory Coordinator within 24 hours of sample receipt.

The Technical Director/QA Program Manager is responsible for evaluating project

compliance with these procedures.  The Technical Director/QA Program Manager, or

designee, is responsible for reviewing logbook entries, sample labeling, and chain-of-

custody records to ensure that all are adequate to meet project requirements.
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5.0  PROCEDURES

Standards for documenting field activities, labeling the samples, documenting sample

custody, and completing chain-of-custody/analytical request forms are provided in this

procedure.  The standards presented in this section shall be followed to ensure that

samples collected are maintained for their intended purpose and that the conditions

encountered during field activities are documented.

5.1  RECORD KEEPING

The field logbook serves as the primary record of field activities.  Entries shall be made

chronologically and in sufficient detail to allow the writer or a knowledgeable reviewer to

reconstruct each day's events.  Field logs such as soil boring logs and ground-water

sampling logs will also be used.  These procedures are described in SOP III-D, Logbooks.

5.2  SAMPLE LABELING

A sample label with adhesive backing shall be affixed to each individual sample container.

Clear tape shall be placed over each label (preferably prior to sampling) to prevent the

labels from tearing off, falling off, being smeared, and to prevent loss of information on

the label.  The following information shall be recorded with a waterproof marker on each

label:

 • Project name or number (optional)

 • EPA sample number

 • Date and time of collection

 • Sampler's initials

 • Matrix (optional)

 • Sample preservatives (if applicable)

 • Analysis to be performed on sample (typically for water samples only)*.  This

shall be identified by the method number or name identified in the subcontract

with the laboratory.  For water samples, a separate container is typically used
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for each separate test method, whereas with soil samples, all analyses are

typically performed on the soil obtained from one sample container.  In order

to avoid lengthy lists on each container and confusion, soil sample containers

typically don’t list every analysis to be performed.

These labels may be obtained from the analytical laboratory or printed from a

computer file onto adhesive labels.

5.3  CUSTODY PROCEDURES

For samples intended for chemical analysis, sample custody procedures shall be followed

through collection, transfer, analysis, and disposal to ensure that the integrity of the

samples is maintained.  Custody of samples shall be maintained in accordance with EPA

chain-of-custody guidelines as prescribed in EPA NEIC Policies and Procedures, National

Enforcement Investigations Center, Denver, Colorado, revised May 1986; EPA RCRA

Ground Water Monitoring Technical Enforcement Guidance Document (TEGD),

Guidance for Conducting Remedial Investigations and Feasibility Studies Under

CERCLA (EPA OSWER Directive 9355 3-01), Appendix 2 of the Technical Guidance

Manual for Solid Waste Water Quality Assessment Test (SWAT) Proposals and Reports,

and Test Methods for Evaluating Solid Waste (EPA SW-846).  A description of sample

custody procedures is provided below.

5.3.1  Sample Collection Custody Procedures

According to EPA NEIC Policies and Procedures, a sample is considered to be in

custody if:

 • It is in one's actual physical possession or view

 • It is in one's physical possession and has not been tampered with (i.e., it is

under lock or official seal)

 • It is retained in a secured area with restricted access

 • It is placed in a container and secured with an official seal such that the sample

cannot be reached without breaking the seal
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Custody seals shall be placed on sample containers immediately after sample collection and

on shipping coolers if the cooler is to be removed from the sampler's custody.  Custody

seals will be placed in such a manner that they must be broken to open the containers or

coolers.  The custody seals shall be labeled with the following information:

 • Sampler's name or initials

 • Date and time that the sample/cooler was sealed.

These seals are designed to enable detection of sample tampering.  An example of a

custody seal is shown in Attachment III-E-1.

Field personnel shall also log individual samples onto carbon copy chain-of-custody forms

when a sample is collected.  These forms may also serve as the request for analyses.

Procedures for completing these forms are discussed in Section 5.4 indicating sample EPA

number, matrix, date and time of collection, number of containers, analytical methods to

be performed on the sample, and preservatives added (if any).  The samplers will also sign

the COC form signifying that they were the personnel who collected the samples.  The

COC form shall accompany the samples from the field to the laboratory.  When a cooler is

ready for shipment to the analytical laboratory, the person delivering the samples for

transport will sign and indicate the date and time on the accompanying COC form.  One

copy of the COC form will be retained by the sampler and the remaining copies of the

COC form shall be placed inside a self-sealing bag and taped to the inside of the cooler.

Each cooler must be associated with a unique COC form.  Whenever a transfer of custody

takes place, both parties shall sign and date the accompanying carbon copy COC forms,

and the individual relinquishing the samples shall retain a copy of each form.  One

exception is when the samples are shipped; the delivery service personnel will not sign or

receive a copy because they do not open the coolers.  The laboratory shall attach copies of

the completed COC forms to the reports containing the results of the analytical tests.  An

example COC form is provided in Attachment 2.

5.3.2  Laboratory Custody Procedures

The following are custody procedures to be followed by an independent laboratory

receiving samples for chemical analysis; the procedures in their laboratory Quality

Assurance Plan (LQAP) must follow these same procedures.  A designated sample
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custodian shall take custody of all samples upon their arrival at the analytical laboratory.

The custodian shall inspect all sample labels and COC forms to ensure that the information

is consistent, and that each is properly completed.  The custodian will also measure the

temperature of the samples in the coolers upon arrival.  The custodian shall also note the

condition of the samples including:

 • if the samples show signs of damage or tampering

 • if the containers are broken or leaking

 • if headspace is present in sample vials

 • proper preservation of samples (made by pH measurement, except VOCs and

purgeable TPH).  The pH of these samples will be checked by the laboratory

analyst after the sample aliquot has been removed from the vial for analysis.

 • if any sample holding times have been exceeded

All of the above information shall be documented on a sample receipt sheet by the

custodian.

Any discrepancy or improper preservation shall be noted by the laboratory as an out-of-

control event and shall be documented on an out-of-control form with corrective action

taken.  The out-of-control form shall be signed and dated by the sample control custodian

and any other persons responsible for corrective action.  An example of an out-of-control

form is included as Attachment III-E-4.

The custodian shall then assign a unique laboratory number to each sample and distribute

the samples to secured storage areas maintained at 4°C.  The unique laboratory number

for each sample, the EPA sample number, the client name, date and time received, analysis

due date, and storage shall also be manually logged onto a sample receipt record and later

entered into the laboratory's computerized data management system.  The custodian shall

also sign the shipping bill and maintain a copy.

Laboratory personnel shall be responsible for the care and custody of samples from the

time of their receipt at the laboratory through their exhaustion or disposal.  Samples
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should be logged in and out on internal laboratory COC forms each time they are removed

from storage for extraction or analysis.

5.4  COMPLETING CHAIN-OF-CUSTODY/ANALYTICAL REQUEST FORMS

COC form/analytical request completion procedures are crucial in properly transferring the

custody and responsibility of samples from field personnel to the laboratory.  This form

also is important for accurately and concisely requesting analyses for each sample; it is

essentially a release order from the analysis subcontract.

Attachment III-E-2 is an example of a generic COC/analytical request form that may be

used by field personnel.  Multiple copies may be tailored to each project so that much of

the information described below need not be handwritten each time.  Attachment III-E-3 is

an example of a completed site-specific COC/analytical request form, with box numbers

identified and discussed in text below.

Box 1 Project Manager:  This name shall be the name that will appear on the

report. Do not write the name of the Project Coordinator or point of contact

for the project instead of the CTO/DO manager.

Project Name:  Write it as it is to appear on the report.

Project Number:  Write it as it is to appear on the report.  It shall include the

project number, task number, and general ledger section code.  The laboratory

subcontract number should also be included.
Box 2 Bill to:  List the name and address of the person/company to bill only if it is

not in the subcontract with the laboratory.

Box 3 Sample Disposal Instructions:  These instructions will be stated in the Basic

Ordering Agreement (BOA) or each CTO/DO statement of work with each

laboratory.

Shipment Method:  State the method of shipment, e.g., hand carry; air

courier via FED EX, AIR BORNE or DHL.

Comment:  This area shall be used by the field team to communicate
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observations, potential hazards, or limitations that may have occurred in the

field or additional information regarding analysis.  For example:  a specific

metals list, explanation of Mod 8015, Mod 8015 + Kerosene, samples

expected to contain high analyte concentrations.

Box 4 Cooler Number:  This will be written somewhere on the inside or outside of

the cooler and shall be included on the COC. Some laboratories attach this

number to the trip blank identification which helps track VOA samples.  If a

number is not on the cooler, field personnel shall assign a number, write it on

the cooler, and write it on the COC.

QC Level:  Enter the reporting/QC requirements, e.g., PACDIV QC Level C,

D, or E.

Turn around time (TAT):  TAT for contract work will be determined by a

sample delivery group (SDG) which may be formed over a 14-day period, not

to exceed 20 samples.  Standard turnaround time once the SDG has been

completed is 35 calendar days from receipt of the last sample in the SDG.

Entering NORMAL or STANDARD in this field will be acceptable.  If

quicker TAT is required, it shall be in the subcontract with the laboratory and

reiterated on each COC to remind the laboratory.

Box 5 Type of containers:  The type of container used, e.g., 1 liter glass amber, for

a given parameter in that column.

Preservatives:  Field personnel must indicate on the COC the correct

preservative used for the analysis requested.  Indicate the pH of the sample (if

tested) in case there are buffering conditions found in the sample matrix.

Box 6 EPA number:  Five-character alpha-numeric identifier to be used by the

laboratory to identify samples.  The use of this identifier is important since the

labs are restricted to the number of characters they are able to use.  See SOP

I-A-9, Sample Naming.

Description (sample identification):  This name will be determined by the

location and description of the sample, as described in SOP I-A-9, Sample
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Naming.  This sample identification should not be submitted to the laboratory,

but should be left blank.  If a computer COC version is used, the sample

identification can be input but printed with this block black. A

cross-referenced list of EPA number and sample identification must be

maintained separately.

Date Collected:  Collection date must be recorded in order to track the

holding time of the sample.  Note:  For trip blanks, record the date it was

placed in company with samples.

Time Collected:  When collecting samples, record the time the sample is first

collected.  Use of the 24-hour military clock will avoid a.m. or p.m.

designations; e.g., 1815 instead of 6:15 p.m.  Record local time; the laboratory

is responsible for calculating holding times to local time (Guam is 17 hours

ahead of California during daylight savings time).

Lab Identification:  This is for laboratory use only.

Box 7 Matrix and QC:  Identify the matrix:  e.g., water, soil, air, tissue, fresh water

sediment, marine sediment, or product.  If a sample is expected to contain high

analyte concentrations, e.g., a tank bottom sludge or distinct product layer,

notify the laboratory in the comment section.  Mark an "X" for the sample(s)

that have extra volume for laboratory QC matrix spike/matrix spike duplicate

(MS/MSD) purposes.  The sample provided for MS/MSD purposes is usually

a field duplicate.

Box 8 Analytical Parameters:  Enter the parameter by descriptor and the method

number desired.  For example, Attachment 3 shows OLM01.8V as a column

heading; this includes the CLP revision number and an indicator of the

analytical category.  When requesting metals that are modifications of the

standard lists, define the list in the comment section.  This would not be

necessary when requesting standard list metals such as priority pollutant

metals (PPM), target compound list from ILM03.0, and Title 22 metals which

are groups of metals commonly requested and should not cause any confusion

as to what metals are being analyzed.  Whenever possible, list the parameters
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as they appear in the laboratory subcontract to maintain consistency and avoid

confusion.

In the boxes below the analytical parameter, indicate the number of containers

collected for each parameter by marking an "X".  If more than one container is

used for a sample, write a number in the desired box to indicate a request for

analysis and to indicate the number of containers sent for that analysis.

Box 9 Sampler's Signature:  The person who collected samples must sign here.

Relinquished By:  This space shall contain the signature of the person who

turned over the custody of the samples to a second party other than an express

mail carrier such as FEDEX, DHL or Air Borne Express.

Received By:  Typically, this is signed by a representative of the receiving

laboratory.  Or, this signature could be from a field crew member who

delivered the samples in person from the field to the laboratory.  A courier

such as Federal Express or DHL does not sign this because they do not open

the coolers.  It must also be used by the prime contracting laboratory when

samples are to be sent to a subcontractor.

Relinquished By:  In the case of subcontracting, the primary laboratory will

sign the Relinquished By space and fill out an additional COC to accompany

the samples being subcontracted.

Received By (Laboratory):  This space is for the final destination, e.g., at a

subcontracted laboratory.

Box 10 Lab Number and Questions:  This box is to be filled in by the laboratory

only.

Box 11 Control Number:  This number is the "COC" followed by the first EPA

number in that cooler, or contained on that COC.  This control number must

be unique, i.e., never used twice.  Record the date the COC is completed.  It

should be the same date the samples are collected.
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Box 12 Total No. of Containers/row:  Sum the number of containers in that row.

Box 13 Total No. of Containers/column:  Sum the number of containers in that

column.  Because COC forms contain different formats based upon who

produced the form, not all of the information listed in items 1 to 13 may be

recorded.  However, as much of this information as possible shall be included.

COC forms tailored to each CTO/DO can be drafted and printed onto

multi-ply forms.  This eliminates the need to rewrite the analytical methods

column headers each time.  It also eliminates the need to write the project

manager, name, and number; QC Level; TAT; and the same general comments

each time.

Complete one COC form per cooler.  Whenever possible, place all VOA vials

into one cooler in order to reduce the number of trip blanks.  Complete all

sections and be sure to sign and date the COC form.  One copy of the COC

form must remain with the field personnel.

6.0  RECORDS

The COC/analytical request form shall be faxed approximately daily to the CTO/DO

Laboratory Coordinator for verification of accuracy.  Following the completion of

sampling activities, the sample logbook and COC forms will be transmitted to the

CTO/DO Manager for storage in project files.  The CTO/DO Manager shall review COC

forms on a monthly basis at a minimum.  The data validators shall receive a copy also.

The original COC/analytical request form shall be submitted by the laboratory along with

the data delivered.  Any changes to the analytical requests that are required shall be made

in writing to the laboratory.  A copy of this written change shall be sent to the data

validators and placed in the project files. The reason for the change shall be included in the

project files so that recurring problems can be easily identified.

7.0  HEALTH AND SAFETY

Not applicable.
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8.0  REFERENCES

State of California Water Resources Control Board.  1988.  Technical Guidance Manual
for Solid Waste Water Quality Assessment Test (SWAT) Proposals and Reports.

USEPA.  1986.  EPA NEIC Policies and Procedures, National Enforcement Investigations
Center, Denver, Colorado.

USEPA.  1988.  Guidance for Conducting Remedial Investigations and Feasibility Studies
Under CERCLA (EPA USWER Directive 9355 3-01).

USEPA.  1992.  RCRA Ground Water Monitoring Technical Enforcement Guidance
Document (TEGD).

USEPA.  1995 and as updated.  Test Methods for Evaluating Solid Waste (SW-846),
Third edition.

9.0  ATTACHMENTS

1. Chain-of-Custody Seal

2. Generic Chain-of-Custody/Analytical Request Form

3. Sample Completed Chain-of-Custody/Analytical Request Form

4. Sample Out-of-Control Form
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Attachment III-E-1

CHAIN-OF-CUSTODY SEAL

SAMPLE NO. DATE SEAL BROKEN BY

[LABORATORY] SIGNATURE DATE

PRINT NAME AND TITLE (Inspector, Analyst or Technician
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Attachment III-E-2

GENERIC CHAIN-OF-CUSTODY/ANALYTICAL REQUEST FORM
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Attachment III-E-3

SAMPLE COMPLETED CHAIN-OF-CUSTODY/

ANALYTICAL REQUEST FORM
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Attachment III-E-4

SAMPLE OUT-OF-CONTROL FORM

Status Date Initial
Noted OOC

OUT OF CONTROL FORM Submit for CA*
Resubmit for CA*
Completed

Date Recognized: By: Samples Affected
Dated Occurred: Matrix (List by Accession
Parameter (Test Code): Method: AND Sample No.)
Analyst: Supervisor:
1.  Type of Event 2.  Corrective Action (CA)*

(Check all that apply) (Check all that apply)
Calibration Corr. Coefficient <0.995 Repeat calibration
%RSD>20% Made new standards
Blank >MDL Reran analysis
Does not meet criteria: Sample(s) redigested and rerun

Spike Sample(s) reextracted and rerun
Duplicate Recalculated
LCS Cleaned system
Calibration Verification Ran standard additions
Standard Additions Notified
MS/MSD Other (please explain)
BS/BSD
Surrogate Recovery

Calculations Error
Holding Times Missed
Other (Please explain Comments:

3.  Results of Corrective Action
Return to Control (indicated with)

Corrective Actions Not Successful - DATA IS TO BE FLAGGED with _____________.

Analyst: Date:
Supervisor: Date:
QA Department: Date:
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SAMPLE HANDLING,
STORAGE, AND SHIPPING

1.0  PURPOSE

This standard operating procedure (SOP) sets forth the methods for use by U.S. Navy
PACDIV IRP field personnel engaged in handling, storing, and transporting samples.

2.0  SCOPE

This procedure applies to all samples, and sample containers handled, stored, shipped, or
otherwise transported during Navy PACDIV IRP CTO/DO Activities.

This procedure shall serve as management-approved professional guidance for the
U.S. Navy PACDIV IRP.  It is not intended to obviate the need for professional judgment
that may arise in unforeseen circumstances.  Deviations from this procedure in planning or
in the execution of planned activities must be approved by the CTO/DO Manager and
Technical Director/QA Program Manager.

3.0  DEFINITIONS

None.

4.0  RESPONSIBILITIES

The Field Manager is responsible for ensuring that all samples are shipped according to
this procedure.

The CTO/DO Manager and the Laboratory Project Manager are responsible for
identifying instances of non-compliance with this procedure and ensuring that future
sample transport activities are in compliance with this procedure.

The U.S. NAVY PACDIV IRP Technical Director is responsible for ensuring that sample
handling, storage, and transport activities conducted during all CTO/DOs are in
compliance with this procedure.
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5.0  PROCEDURE

5.1  HANDLING AND STORAGE

Immediately following collection, all samples will be labeled according to the procedures
in SOP III-E, Record Keeping, Sample Labeling, and Chain-of-Custody Procedures.  The
lids of the containers shall not be sealed with duct tape, but may be covered with custody
seals or placed directly into self-sealing bags.  The sample containers shall be placed in an
insulated cooler with frozen gel packs (such as "blue ice") or ice in double, sealed self-
sealing bags.  Samples should occupy the lower portion of the cooler, while the ice should
occupy the upper portion.  Styrofoam pads shall be placed on the bottom and top (and
optionally on the sides) of the inside of the cooler.  An absorbent material (e.g., proper
absorbent cloth material) shall be placed on the bottom of the cooler to contain liquids in
case of spillage.  All empty space between sample containers shall be filled with Styrofoam
"peanuts" or other appropriate material.  Prior to shipping, glass sample containers should
be wrapped on the sides, tops, and bottoms with bubble wrap or other appropriate
padding and/or surrounded by Styrofoam to prevent breakage during transport.  All glass
containers for water samples must be packed in a upright position, never stacked or on
their sides.  Prior to shipment, the ice or cold packs in the coolers shall be replaced so that
samples will be maintained as close to 4°C as possible from the time of collection through
transport of the samples to the analytical laboratory.  Samples shall be shipped within
24 hours or on a schedule allowing the laboratory to meet holding times for analyses.  The
procedures for maintaining sample temperatures at 4°C, pertains to all field samples.

5.2  SHIPPING

All appropriate U.S. Department of Transportation (DOT) regulations (e.g., 49 Code of
Federal Regulations (CFR), Parts 171-179) shall be followed in shipment of air, soil,
water, and other samples.  Elements of these procedures are summarized below.

In Hawaii, soil sample shipments are typically brought to the courier at the airport where a
United States Department of Agriculture (USDA) representative is contacted by the
courier to make an inspection.  Alternatively, U.S. Navy PACDIV IRP has received
approval from the USDA to ship soil samples, and has received a stamp that can be used
to facilitate shipment.  In this way, the USDA does not need to inspect each soil sample
shipment.  Water sample shipments do not need to be inspected by the USDA.  Custody
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seals are to be placed on each container (see Section 5.1, Handling and Storage) to ensure
proper chain-of-custody control in the event coolers are opened for inspection.

In Guam, the courier picks up shipments at each site provided that arrangements have
been made regarding pick-up time and location.  Alternatively, shipments can be delivered
directly to the courier at the airport.  USDA inspection occurs outside of Guam.

5.2.1  Hazardous Materials Shipment

Field personnel must state whether any sample is suspected to be a hazardous material.  A
sample should be assumed to be hazardous unless enough evidence exists to indicate it is
nonhazardous.  If not suspected to be hazardous, shipments may be made as described in
the Section 5.2.2 for non-hazardous materials.  If hazardous, the procedures summarized
below must be followed.

Any substance or material that is capable of posing an unreasonable risk to life, health, or
property when transported is classified as hazardous.  Hazardous materials identification
should be performed by checking the list of dangerous goods for that particular mode of
transportation.  If not on that list, materials can be classified by checking the Hazardous
Materials Table (49 CFR 172.102 including Appendix A) or by determining if the material
meets the definition of any hazard class or division (49 CFR Part 173), as listed in
Attachment 2.

All persons offering for shipment any hazardous material must be properly trained in the
appropriate regulations, as required by HM-126F, Training for Safe Transportation of
Hazardous Materials.  The training covers loading, unloading, handling, storing, and
transporting of hazardous materials, as well as emergency preparedness in the case of
accidents and transportation security.  Carriers such as commercial  couriers must also  be 
trained.  Modes of shipment include air, highway, rail, and water.

When shipping hazardous materials, including bulk chemicals or samples suspected of
being hazardous, the proper shipping papers (49 CFR 172 Subpart C), package marking
(49 CFR 172 Subpart D), labeling (49 CFR 172 Subpart E), placarding (49 CFR 172
Subpart F, generally for carriers), and packaging must be used.  Attachment III-F-1 shows
an example of proper package markings.  A copy of 49 CFR should be referred to each
time a hazardous material/potentially hazardous samples are shipped.
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According to Section 2.7 of the International Air Transport Association (IATA)
Dangerous Goods Regulations publication, very small quantities of certain dangerous
goods may be transported without certain marking and documentation requirements as
described in 49 CFR Part 172.  However, other labeling and packing requirements must
still be followed.  Attachment III-F-2 shows the volume or weight for different classes of
substances.  A "Dangerous Goods in Excepted Quantities" label must be completed and
attached to the associated shipping cooler (Attachment 3).  Certain dangerous goods are
not allowed on certain airlines in any quantity.

As stated in item 4 of Attachment 4, the Hazardous Materials Regulations do not apply to
hydrochloric acid (HCl), nitric acid (HNO3), sulfuric acid (H2SO4), and sodium hydroxide

(NaOH) added to water samples if their pH or percentage by weight criteria are met.
These samples may be shipped as non-hazardous materials as discussed below.

5.2.2  Non-hazardous Materials Shipment

If the samples are suspected to be nonhazardous, based on previous site sample results,
field screening results, or visual observations, if applicable, then samples may be shipped
as nonhazardous.

When a cooler is ready for shipment to the laboratory, two copies of the chain-of-custody
form shall be placed inside a self-sealing bag and taped to the inside of an insulated cooler.
The coolers will then be sealed with waterproof tape and labeled "Fragile," "This-End-Up"
(or directional arrows pointing up), or other appropriate notices.  Chain-of-custody seals
will be placed on the coolers as discussed in SOP III-E, Record Keeping, Sample
Labeling, and Chain-of-Custody Procedures.

5.2.3  Shipments from Outside the Continental United States

Shipment of sample coolers to the U.S. from locations outside the continental U.S. is
controlled by the USDA and is subject to their inspection and regulation.  Documentation
is required to prove that the receiving analytical laboratory is certified by the USDA to
receive and properly dispose of soil; this is called a "USDA Soil Import Permit."  In
addition, all sample coolers must be inspected by a USDA representative, affixed with a
label indicating that the coolers contain environmental samples, and shipping forms
stamped by the USDA inspector prior to shipment.  In addition, samples shipped from
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U.S. territorial possessions or foreign countries must be cleared by the U.S. Customs
Service upon entry into the United States.  As long as the commercial invoice is properly
completed (see below), shipments typically pass through U.S. Customs without the need
to open coolers for inspection.

Completion and use of proper paperwork will, in most cases, minimize or eliminate the
need of the USDA and U.S. Customs to inspect the contents.  Attachment III-F-5 shows
an example of how paperwork may be placed on the outside of coolers for nonhazardous
materials.  For hazardous materials, refer to Section 5.2.1.

In summary, the paperwork listed below should be taped to the outside of the coolers to
assist sample shipments.  If a shipment is made up of multiple pieces (e.g., more than one
cooler), the paperwork need be attached only to one cooler, provided that the courier
agrees.  All other coolers in the shipment need only be taped and have address and chain-
of-custody seals affixed.

1. Courier Shipping Form & Commercial Invoice - See Attachments III-F-6, III-
F-7, and III-F-8 for examples of the information to be included on these forms.
Both forms should be placed inside a clear plastic adhesive-backed pouch which
adheres to the package (typically supplied by the courier) and placed on the cooler
lid as shown in Attachment 5.

2. Soil Import Permit and USDA Letter (soil only) - See Attachments III-F-9 and
III-F-10 for examples.  The laboratory shall supply these documents prior to
mobilization. The USDA in Hawaii often does stop shipments of soil without these
documents.  The 2" x 2" USDA label (described below), the USDA letter, and soil
impact permit should be stapled together and placed inside a clear plastic pouch.
Clear plastic adhesive-backed pouches which adhere to the package are typically
supplied by the courier.

The Soil Import Permit label should be supplied by the laboratory.  Original labels
are preferred, but copies of this label which are cut out to the 2" x 2" dimensions
are acceptable.  Placing one label as shown in Attachment 5 (covered with clear
packing tape) and one stapled to the actual permit is suggested.
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Water samples are not controlled by the USDA, so the requirements for soil listed
above do not apply.

3. Chain-of-Custody Seals.  Seals should be supplied by the laboratory.  CTO/DO
personnel must sign and date these; at least two seals should be placed in such a
manner that they stick to both the cooler lid and body.  Placing the seals over the
tape (as shown in Attachment 5), then covering it with clear packing tape, is
suggested.  This prevents the seal from coming loose and enables detection of
tampering.

4. Address Label.  A label stating the destination (laboratory address) should be
affixed to each cooler.

5. Special Requirements for Hazardous Materials - see Section 5.2.1.

Upon receipt of sample coolers at the laboratory, the sample custodian shall inspect the
sample containers as discussed in SOP III-E, Record Keeping, Sample Labeling, and
Chain-of-Custody Procedures.  The samples shall then be either immediately extracted
and/or analyzed, or stored in a refrigerated storage area until they are removed for
extraction and/or analysis.  Whenever the samples are not being extracted or analyzed,
they shall be returned to refrigerated storage.

6.0  RECORDS

Records shall be maintained as required by implementing these procedures.

7.0  HEALTH AND SAFETY

 1. Avoid lifting heavy coolers with back muscles; instead, use leg muscles or dollies.

 2. Wear proper gloves, such as blue nitrile, latex, etc., as defined in the site-specific
project Health and Safety Plan, when handling sample containers to avoid
contacting any materials that may have spilled out of the sample containers.

8.0  REFERENCES

SOP III-E, Record Keeping, Sample Labeling, and Chain-of-Custody Procedures
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9.0  ATTACHMENTS

 1. Example Package Marking

 2. Packing Groups

 3. Label for Dangerous Goods in Excepted Quantities

 4. SW-846 Preservative Exception

 5. Sample Cooler Marking Figure

 6. Example Courier Form

 7. Commercial Invoice - Soil

 8. Commercial Invoice - Water

 9. Soil Import Permit

 10. Soil Samples Restricted Entry Labels
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Attachment III-F-1

EXAMPLE HAZARDOUS MATERIAL PACKAGE MARKING

55

1

4

2

6

3

AIR BILL/COMMERCIAL INVOICE

USDA PERMIT (Letter to 
Laboratory from USDA)

CUSTODY SEAL

USDA 2" X 2" SOIL IMPORT PERMIT

WATERPROOF STRAPPING TAPE

DIRECTION ARROWS STICKER - 
TWO REQUIRED

Shipper
     Consignee

THIS SIDE UP

THIS SIDE UP

7

HAZARD
LABEL

U
N

9

8

PROPER SHIPPING NAME
CLASS
UN NUMBER
PACKAGING INSTRUCTIONS, 
     PACKING GROUP
NET QUANTITY
E.R.G. GUIDE NUMBER

HG/Y40/5/93 (for example)
USA/D.G.C.-M4554 (for example)

1

2

6

3

7

8

4

105

9

THIS SIDE UP STICKERS

HAZARD LABEL

HAZARDOUS MATERIAL INFORMATION

PACKAGE SPECIFICATIONS
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Attachment III-F-2

PACKING GROUPS

PACKING GROUP OF THE SUBSTANCE PACKING GROUP 1 PACKING GROUP II PACKING GROUP III
CLASS or DIVISION of PRIMARY or

SUBSIDIARY RISK
Packagings Packagings Packagings

Inner Outer Inner Outer Inner Outer
1: Explosives ----------------------------- Forbidden (Note A) ----------------------------------
2.1: Flammable Gas ----------------------------- Forbidden (Note B) ----------------------------------
2.2: Non-Flammable, non-toxic gas ----------------------------- See Notes A and B ----------------------------------
2.3: Toxic gas ----------------------------- Forbidden (Note A) ----------------------------------
3. Flammable liquid 30 mL 300 mL 30 mL 500 mL 30 mL 1 L
4.1 Self-reactive substances Forbidden Forbidden Forbidden
4.1: Other flammable solids Forbidden 30 g 500 g 30 g 1 kg
4.2: Pyrophoric substances Forbidden Not Applicable Not Applicable
4.2 Spontaneously combustible substances Not Applicable 30 g 500 g 30 g 1 kg
4.3: Water reactive substances Forbidden 30 g or

30 mL
500 g or
500 mL

30 g or
30 mL

1 kg or
1 L

5.1: Oxidizers Forbidden 30 g or
30 mL

500 g or
500 mL

30 g or
30 mL

1 kg or
1 L

5.2: Organic peroxides (Note C) See Note A 30 g or
30 mL

500 g or
250 mL

Not Applicable

6.1: Poisons - Inhalation toxicity Forbidden 1 g or 1
mL

500 g or
500 mL

30 g or
30 mL

1 kg or
1 L

6.1: Poisons - oral toxicity 1 g or 1
mL

300 g or
300 mL

1 g or 1
mL

500 g or
500 mL

30 g or
30 mL

1 kg or
1 L

6.1: Poisons - dermal toxicity 1 g or 1
mL

300 g or
300 mL

1 g or 1
mL

500 g or
500 mL

30 g or
30 mL

1 kg or
1 L

6.2: Infectious substances ----------------------------- Forbidden (Note A) ----------------------------------
7: Radioactive material (Note D) ----------------------------- Forbidden (Note A) ----------------------------------
8: Corrosive materials Forbidden 30 g or

30 mL
500 g or
500 mL

30 g or
30 mL

1 kg or
1 L

9: Magnetized materials ----------------------------- Forbidden (Note A) ----------------------------------
9: Other miscellaneous materials (Note E) Forbidden 30 g or

30 mL
500 g or
500 mL

30 g or
30 mL

1 kg or
1 L

Note A: Packing groups are not used for this class or division.
Note B: For inner packagings, the quantity contained in receptacle with a water capacity of 30 mL.  For outer packagings,

the sum of the water capacities of all the inner packagings contained must not exceed 1 L.
Note C: Applies only to Organic Peroxides when contained in a chemical kit, first aid kit or polyester resin kit.
Note D: See 6.1.4.1, 6.1.4.2 and 6.2.1.1 through 6.2.1.7, radioactive material in excepted packages.
Note E: For substances in Class 9 for which no packing group is indicated in the List of Dangerous Goods, Packing Group

II quantities must be used.
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Attachment III-F-3

LABEL FOR DANGEROUS GOODS IN EXCEPTED QUANTITIES

DANGEROUS GOODS IN EXCEPTED QUANTITIES

This package contains dangerous goods in excepted small quantities and
is in all respects in compliance with the applicable international and
national government regulations and the IATA Dangerous Goods
Regulations.

_____________________________________
Signature of Shipper

______________________ ____________________
Title Date

_________________________________________________

_________________________________________________
Name and address of Shipper

This package contains substance(s) in Class(es)
(check applicable box(es))

Class: 2 3 4 5 6 8 9
o o o o o o o

and the applicable UN Numbers are:
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Attachment III-F-4

PRESERVATIVE EXCEPTION

Measurement Vol. Req.
(mL)

Container2 Preservative 3,4 Holding Time5

MBAS 250 P,G Cool, 4ºC 48 Hours

NTA 50 P,G Cool, 4ºC 24 Hours

1. More specific instructions for preservation and sampling are found with each procedure as
detailed in this manual.  A general discussion on sampling water and industrial wastewater
may be found in ASTM, Part 31, p. 72-82 (1976) Method D-3370.

2. Plastic (P) or Glass (G).  For metals, polyethylene with a polypropylene cap (no liner) is
preferred.

3. Sample preservation should be performed immediately upon sample collection.  For
composite samples each aliquot should be preserved at the time of collection.  When use of
an automated sampler makes it impossible to preserve each aliquot, then samples may be
preserved by maintaining at 4ºC until compositing and sample splitting is completed.

4. When any sample is to be shipped by common carrier or sent through the United States Mail,
it must comply with the Department of Transportation Hazardous Materials Regulations (49
CFR Part 172).  The person offering such material for transportation is responsible for
ensuring such compliance.  for the preservation requirements of Table 1, the Office of
Hazardous Materials, Materials Transportation Bureau, Department of Transportation has
determined that the Hazardous Materials regulations do not apply to the following materials:
Hydrochloric acid (HCl) in water solutions at concentration of 0.04% by weight or less (pH
about 1.96 or greater); Nitric acid (HNO3) in water solutions at concentrations of 0.15% by
weight or less (pH about 1.62 or greater); Sulfuric acid (H2SO4) in water solutions at
concentrations of 0.35% by weight or less (pH about 1.15 or grater); Sodium hydroxide
(NaOH) in water solutions at concentrations of 0.080% by weight or less (pH about 12.30 or
less).

5. Samples should be analyzed as soon as possible after collection.  The times listed are the
maximum times that samples may be held before analysis and still considered valid.
Samples may be held for longer periods only if the permittee, or monitoring laboratory, has
data on file to show that the specific types of sample under study are stable for the longer
time, and has received a variance from the Regional Administrator.  Some samples may not
be stable for the maximum time period given in the table.  A permittee, or monitoring
laboratory, is obligated to hold the sample for a shorter time if knowledge exists to show this
is necessary to maintain sample stability.

6. Should only be used in the presence of residual chlorine.
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Attachment III-F-5

NON-HAZARDOUS MATERIAL COOLER MARKING FIGURE FOR
SHIPMENT FROM OUTSIDE THE CONTINENTAL UNITED STATES

55

1

4

2

6

3

1

6

5

4

3

2

AIR BILL/COMMERCIAL INVOICE
USDA PERMIT (Letter to Laboratory from USDA)
CUSTODY SEAL
USDA 2" X 2" SOIL IMPORT PERMIT
WATERPROOF STRAPPING TAPE
DIRECTION ARROWS STICKER - TWO REQUIRED
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Attachment III-F-6

EXAMPLE COURIER FORM

Account Number

Joe Smith

Lab Name

Lab Address

Sample Receipt Lab Phone #
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Attachment III-F-7

COMMERCIAL INVOICE - SOIL

DATE OF EXPORTATION EXPORT REFERENCES (i.e., order no., invoice no., etc.)

SHIPPER/EXPORTER (complete name and address) CONSIGNEE

COUNTRY OF EXPORT IMPORTER - IF OTHER THAN CONSIGNEE

COUNTRY OF ORIGIN OF GOODS

COUNTRY OF ULTIMATE DESTINATION

INTERNATIONAL
AIR WAYBILL NO.

(NOTE:  All shipments must be
accompanied by a Federal Express
International Air Waybill)

MARKS/NOS NO. OF
PKGS

TYPE OF
PACKAGING

FULL DESCRIPTION OF GOODS QTY UNIT OF
MEASURE

WEIGHT UNIT
VALUE

TOTAL
VALUE

TOTAL
NO. OF
PKGS.

TOTAL
WEIGHT

TOTAL
INVOICE
VALUE

Check one
 F.O.B.
 C&F
 C.I.F.

THESE COMMODITIES ARE LICENSED FOR THE ULTIMATE DESTINATION SHOWN.
DIVERSION CONTRARY TO UNITED STATES LAW IS PROHIBITED.

I DECLARE ALL THE INFORMATION CONTAINED IN THIS INVOICE TO BE TRUE AND CORRECT

SIGNATURE OF SHIPPER/EXPORTER (Type name and title and sign)

Joe Smith, Ogden

Name/Title Signature Date
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Attachment III-F-8

COMMERCIAL INVOICE - WATER

DATE OF EXPORTATION EXPORT REFERENCES (i.e., order no., invoice no., etc.)

SHIPPER/EXPORTER (complete name and address) CONSIGNEE

COUNTRY OF EXPORT IMPORTER - IF OTHER THAN CONSIGNEE

COUNTRY OF ORIGIN OF GOODS

COUNTRY OF ULTIMATE DESTINATION

INTERNATIONAL
AIR WAYBILL NO.

(NOTE:  All shipments must be
accompanied by a Federal Express
International Air Waybill)

MARKS/NOS NO. OF
PKGS

TYPE OF
PACKAGING

FULL DESCRIPTION OF GOODS QTY UNIT OF
MEASURE

WEIGHT UNIT
VALUE

TOTAL
VALUE

TOTAL
NO. OF
PKGS.

TOTAL
WEIGHT

TOTAL
INVOICE
VALUE

Check one
 F.O.B.
 C&F
 C.I.F.

THESE COMMODITIES ARE LICENSED FOR THE ULTIMATE DESTINATION SHOWN.
DIVERSION CONTRARY TO UNITED STATES LAW IS PROHIBITED.

I DECLARE ALL THE INFORMATION CONTAINED IN THIS INVOICE TO BE TRUE AND CORRECT

SIGNATURE OF SHIPPER/EXPORTER (Type name and title and sign)

Joe Smith, Ogden

Name/Title Signature Date
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SOIL IMPORT PERMIT
Attachment III-F-9
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Attachment III-F-10

SOIL SAMPLES RESTRICTED ENTRY LABELS

U.S. DEPARTMENT OF AGRICULTURE
ANIMAL AND PLANT HEALTH INSPECTION SERVICE

PLANT PROTECTION AND QUARANTINE
HYATTSVILLE, MARYLAND 20782

SOIL SAMPLES
RESTRICTED ENTRY

The material contained in this package
is imported under authority of the
Federal Plant Pest Act of May 23, 1957.

For release without treatment if
addressee is currently listed as
approved by Plant Protection and
Quarantine.

PPQ FORM 550           Edition of 12/77 may be used
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LOGBOOKS

1.0  PURPOSE

This standard operating procedure (SOP) describes the activities and responsibilities of the

U.S. Navy PACDIV IRP organization pertaining to the identification, use, and control of

logbooks and associated field data records.

2.0  SCOPE

This document applies to all U.S. NAVY PACDIV IRP personnel involved with the use

and control of logbooks and associated records pertaining to quality-related activities.

This procedure shall serve as management-approved professional guidance for the U.S.

Navy PACDIV IRP.  It is not intended to obviate the need for professional judgment that

may arise in unforeseen circumstances.  Deviations from this procedure in the planning or

execution of activities must be approved by the CTO/DO Manager and Technical

Director/QA Program Manager.

3.0  DEFINITIONS

3.1  LOGBOOK

A bound field notebook with consecutively numbered, water-repellent pages that is clearly

identified with the name of the affected activity, the person assigned responsibility for

maintenance of the logbook, and the beginning and ending dates of the entries.

3.2  DATA FORM

A predetermined format utilized for recording field data that may become, by reference, a

part of the logbook.  For example: soil boring logs, trenching logs, surface soil sampling

logs, ground-water sample logs, and well construction logs are data forms.

4.0  RESPONSIBILITIES

The  CTO/DO Manager is responsible for determining which team members shall record

information in field logbooks and for obtaining and maintaining control of the required
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logbooks.  The Field Manager is responsible for ensuring that the logbook is completed

properly and daily.  The Field Manager is also responsible for submitting copies to the

CTO/DO Manager, who is responsible for filing it and submitting a copy to the Navy (if

required by the  CTO/DO Statement of Work).

The logbook user is responsible for recording pertinent data into the logbook to satisfy

project requirements and for attesting to the accuracy of the entries by dated signature.

The logbook user is also responsible for safeguard of the logbook while having custody of

it.

The Technical Director/QA Program Manager or designee is responsible for reviewing

logbook entries to determine compliance with this procedure and to ensure that the entries

are adequate to meet the project requirements.

5.0  PROCEDURE

The field logbook serves as the primary record of field activities.  Entries shall be made

chronologically and in sufficient detail to allow the writer or a knowledgeable reviewer to

reconstruct the applicable events.  The logbook shall be stored in a clean location and used

only when outer gloves used for personal protective equipment have been removed.

Individual data forms may be generated to provide systematic data collection

documentation.  Entries on these forms shall meet the same requirements as entries in the

logbook and shall be referenced in the applicable logbook entry.  Individual data forms

shall reference the applicable logbook and page number.  At a minimum, names of all

samples collected shall be included in the logbook even if recorded elsewhere.

All field descriptions and observations are entered into the logbook, as described in

Attachment 1, using indelible black ink.

Typical information to be entered includes, but is not limited to, the following:

 • Date and time of all onsite activities

 • Site location and description

 • Weather conditions
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 • Field work documentation

 • Descriptions of and rationale for approved deviations from the Work Plan or

Field Sampling Plan

 • Field instrumentation readings

 • Personnel present

 • Photograph references

 • Sample locations

 • Sample EPA number and sample identification, as described in SOP I-A-9,

Sample Naming

 • Sample naming

 • Field QC sample information

 • Field descriptions, equipment used, and field activities accomplished to

reconstruct field operations

 • Meeting information

 • Important times and dates of telephone conversations, correspondence, or

deliverables

 • Field calculations

 • PPE level

 • Calibration records

 • Subcontractors present

 • Equipment decontamination procedures and effectiveness

The logbook shall reference data maintained in other logs, forms, etc.  Entry errors shall

be corrected by drawing a single line through the incorrect entry, then initialing and dating
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this change.  An explanation for the correction should be entered if the correction is for

more than just a mistake.

Each entry or group of entries shall be signed or initialed by the person making the entry at

least at the end of each day.

Logbook page numbers shall be entered on each page to facilitate identification of

photocopies.

If a person's initials are used for identification, or if uncommon acronyms are used, these

should be identified on a page at the beginning of the logbook.

At least weekly and preferably daily, the preparer shall photocopy and retain the pages

completed during that session for backup.  This will prevent loss of a large amount of

information if the logbook is lost.

A technical review  of each logbook shall be performed by a knowledgeable individual

such as the Field Manager, CTO/DO Manager, or QC Supervisor, at a frequency

commensurate with the level of activity (weekly is suggested, or at a minimum monthly.

These reviews shall be documented by the dated signature of the reviewer on the last page

or page immediately following the material reviewed.

6.0  RECORDS

The field logbook shall be retained as a permanent project record.  If a particular

CTO/DO requires submittal of photocopies of logbooks, this shall be performed as

required.  The field logbook shall be reviewed by the CTO/DO Manager on at least a

monthly basis.

7.0  HEALTH AND SAFETY

In order to keep the logbook clean, it should be stored in a clean location and used only

when outer gloves used for personal protective equipment have been removed.

8.0  REFERENCES

SOP I-A-9, Sample Naming
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U.S. Navy PACDIV IRP, Quality Assurance Management Plan.

9.0  ATTACHMENTS

1. Description of Logbook Entries
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Attachment 1

DESCRIPTION OF LOGBOOK ENTRIES

Logbook entries shall contain the following information, as applicable, for each activity

recorded.  Some of these details may be entered on data forms as described previously.

Name of Activity For example, Asbestos Bulk Sampling, Charcoal Canister Sampling,
Aquifer Testing.

Task Team Members
and Equipment

Name all members on the field team involved in the specified activity.
List equipment used by serial number or other unique identification,
including calibration information.

Activity Location Indicate location of sampling area as indicated in the Field Sampling
Plan.

Weather Indicate general weather and precipitation conditions.

Level of Personal
Protective Equipment

The level of personal protective equipment (PPE), e.g., Level D,
should be recorded.

Methods Indicate method or procedure number employed for the activity.

Sample Numbers Indicate the unique numbers associated with the physical samples.
Identify QC samples.

Sample Type
and Volume

Indicate the medium, container type, preservative, and the volume for
each sample.

Time and Date Record the time and date when the activity was performed
(e.g., 0830/08/OCT/89). Use the 24-hour clock for recording the time
and two digits for recording the day of the month and the year.

Analyses Indicate the appropriate code for analyses to be performed on each
sample, as specified in the Field Sampling Plan.

Field Measurements Indicate measurements and field instrument readings taken during the
activity.

Chain of Custody
and Distribution

Indicate chain-of-custody for each sample collected and indicate to
whom samples are transferred and the destination.
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References If appropriate, indicate references to other logs or forms, drawings or
photographs employed in the activity.

Narrative (including
time and location)

Create a factual, chronological record of the team's activities
throughout the day, including the time and location of each activity.
Include descriptions of any general problems encountered and their
resolution.  Provide the names and affiliations of non-field team
personnel who visit the site, request changes in activity, impact to the
work schedule, requested information, or observe team activities.
Record any visual or other observations relevant to the activity, the
contamination source, or the sample itself.

It should be emphasized that logbook entries are for recording data
and chronologies of events.  The logbook author must include
observations and descriptive notations, taking care to be objective and
recording no opinions or subjective comments unless appropriate.

Recorded by Include the signature of the individual responsible for the entries
contained in the logbook and referenced forms.

Checked by Include the signature of the individual who performs the review of the
completed entries.
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EQUIPMENT DECONTAMINATION

1.0  PURPOSE

The standard operating procedure (SOP) describes methods of equipment
decontamination for use during site activities at U.S. Navy PACDIV IRP sites.

2.0  SCOPE

These procedures shall be followed during decontamination of field equipment used to
sample environmental media.

This procedure shall serve as management-approved professional guidance for the U.S.
Navy PACDIV IRP.  It is not intended to obviate the need for professional judgment that
may arise in unforeseen circumstances.  Deviations from this procedure in the planning or
execution of activities must be approved by the CTO/DO Manager and Technical
Director/QA Program Manager.

3.0  DEFINITIONS

None.

4.0  RESPONSIBILITIES

The Field Manager is responsible for ensuring that all field equipment is decontaminated
according to this procedure.

The CTO/DO Manager is responsible for identifying instances of non-compliance with this
procedure and ensuring that decontamination activities are in compliance with this
procedure.

The Technical Director/QA Program Manager is responsible for ensuring that
decontamination activities conducted during all CTO/DOs are in compliance with this
procedure.
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5.0  PROCEDURES

Decontamination of equipment used in soil/sediment sampling, ground-water monitoring,
well drilling and well development, as well as equipment used to sample ground water,
surface water, sediment, waste, wipe, asbestos, and unsaturated zone is necessary to
prevent cross-contamination and to maintain the highest integrity possible in collected
samples.  Planning a decontamination program requires consideration of the following
factors:

• The location where the decontamination procedures will be conducted

• The types of equipment requiring decontamination

• The frequency of equipment decontamination

• The cleaning technique and types of cleaning solutions appropriate to the
contaminants of concern

• The method for containing the residual contaminants and wash water from the
decontamination process

• The use of a quality control measure to determine the effectiveness of the
decontamination procedure

This subsection describes standards for decontamination, including the techniques to be
used, frequency of decontamination, cleaning solutions, and effectiveness.

5.1  DECONTAMINATION AREA

An appropriate location for the decontamination area at a site shall be selected on the basis
of the ability to control access to the area, the ability to control residual material removed
from equipment, the need to store clean equipment, and the ability to restrict access to the
area being investigated.  The decontamination area shall be located an adequate distance
away and upwind from potential contaminant sources to avoid contamination of clean
equipment.
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5.2  TYPES OF EQUIPMENT

Drilling equipment that must be decontaminated includes drill bits, auger sections, drill-
string tools, drill rods, split barrel samplers, tremie pipes, clamps, hand tools, and steel
cable.  Decontamination of monitoring well development and ground-water sampling
equipment includes submersible pumps, bailers, interface probes, water level meters,
bladder pumps, air lift pumps, peristaltic pumps, and lysimeters.  Other sampling
equipment that requires decontamination includes, but is not limited to, hand trowels, hand
augers, slide hammer samplers, shovels, stainless steel spoons and bowls, soil sample liners
and caps, wipe sampling templates, COLIWASA samplers, and dippers.  Equipment with
a porous surface, such as rope, cloth hoses, and wooden blocks, cannot be thoroughly
decontaminated and shall be properly disposed of after one use.

5.3  FREQUENCY OF EQUIPMENT DECONTAMINATION

Down-hole drilling equipment and equipment used in monitoring well development and
purging shall be decontaminated prior to initial use and between each borehole or well.
However, down-hole drilling equipment may require more frequent cleaning to prevent
cross-contamination between vertical zones within a single borehole.  When drilling
through a shallow contaminated zone and installing a surface casing to seal off the
contaminated zone, the drilling tools shall be decontaminated prior to drilling deeper.
Ground-water sampling shall be initiated by sampling ground water from the monitoring
well where the least contamination is suspected.  All ground-water, surface water, and soil
sampling devices shall be decontaminated prior to initial use and between collection of
each sample to prevent the possible introduction of contaminants into successive samples.

5.4  CLEANING SOLUTIONS AND TECHNIQUES

Decontamination can be accomplished using a variety of techniques and fluids.  The
preferred method of decontaminating major equipment such as drill bits, augers, drill
string, pump drop-pipe, etc., is steam cleaning.  Steam cleaning is accomplished using a
portable, high pressure steam cleaner equipped with a pressure hose and fittings.  For this
method, equipment shall be thoroughly steam washed and rinsed with potable tap water to
remove particulates and contaminants.



PACDIV IRP Procedure Number: I-F
Equipment Decontamination Revision: 2, October 1998

Page: 4 of 8

I-F-4

A rinse decontamination procedure is acceptable for equipment such as bailers, water level
meters, new and re-used soil sample liners, and hand tools.  The decontamination
procedure shall consist of the following:  (1) wash with a non-phosphate detergent
(alconox, liquinox, or other suitable detergent) and potable water solution, (2) rinse in a
bath with potable water, (3) spray with isopropyl alcohol, (4) rinse in a bath with
deionized or distilled water, and (5) spray with deionized or distilled water.  If possible,
equipment shall be disassembled prior to cleaning.  A second wash should be added at the
beginning of the process if equipment is very soiled.

Decontaminating submersible pumps requires additional effort because internal surfaces
become contaminated during usage.  These pumps shall be decontaminated by washing
and rinsing the outside surfaces using the procedure described for small equipment or by
steam cleaning.  The internal surfaces shall be decontaminated by recirculating fluids
through the pump while it is operating.  This recirculation can be done using a relatively
long (typically 4 feet) large diameter pipe (4-inch or greater) equipped with a bottom cap.
The pipe shall be filled with the decontamination fluids, the pump placed within the capped
pipe, and the pump operated while recirculating the fluids back into the pipe.  The
decontamination sequence shall include (1) detergent and potable water, (2) potable water
rinse, (3) potable water rinse, and (4) deionized water rinse.  The decontamination fluids
shall be changed after each decontamination cycle.

Solvents other than isopropyl alcohol may be used, depending upon the contaminants
involved.  For example, if polychlorinated biphenyls (PCBs) or chlorinated pesticides are
contaminants of concern, hexane may be used as the decontamination solvent.  However,
if samples are also to be analyzed for volatile organics, hexane shall not be used.  In
addition, some decontamination solvents have health effects that must be considered.
Decontamination water shall consist of distilled or deionized water.  Steam-distilled water
shall not be used in the decontamination process as this type of water usually contains
elevated concentrations of metals.  Decontamination solvents to be used during field
activities will be specified in CTO/DO Work Plans or Quality Assurance Project Plans
(QAPPs).

Equipment used for measuring field parameters such as pH, temperature, specific
conductivity, and turbidity shall be rinsed with deionized or distilled water after each
measurement.  New, unused soil sample liners and caps will also be washed with a fresh



PACDIV IRP Procedure Number: I-F
Equipment Decontamination Revision: 2, October 1998

Page: 5 of 8

I-F-5

detergent solution and rinsed with potable water followed by distilled or deionized water
to remove any dirt or cutting oils that may be on them prior to use.

5.5 CONTAINMENT OF RESIDUAL CONTAMINANTS AND CLEANING SOLUTIONS

A decontamination program for equipment exposed to potentially hazardous materials
requires a provision for catchment and disposal of the contaminated material, cleaning
solution, and wash water.

When contaminated material and cleaning fluids must be contained from heavy equipment
such as drill rigs and support vehicles, the area must be properly floored, preferably with a
concrete pad that slopes toward a sump pit.  If a concrete pad is impractical, planking can
be used to construct solid flooring that is then covered by a nonporous surface and sloped
toward a collection sump.  If the decontamination area lacks a collection sump, plastic
sheeting and blocks or other objects shall be used to create a bermed area for collection of
equipment decontamination water.  Items such as auger flights, which can be placed on
metal stands or other similar equipment, should be situated on this equipment during
decontamination to prevent contact with fluids generated by previous equipment
decontamination.  Clean equipment should be stored in a separate location to prevent
recontamination.  Decontamination fluids contained within the bermed area shall be
collected and stored in secured containers as described below.

Catchment of fluids from the decontamination of lighter-weight drilling equipment and
hand-held sampling devices shall be accomplished using wash buckets or tubs.  The
decontamination fluids shall be collected and stored onsite in secured containers such as
DOT-approved drums until their disposition is determined by laboratory analytical results.
Containers shall be labeled in accordance with SOP I-A-7, IDW Management.

5.6  EFFECTIVENESS OF DECONTAMINATION PROCEDURES

A decontamination program must incorporate quality control measures to determine the
effectiveness of cleaning methods.  Quality control measures typically include collection of
equipment rinsate samples or wipe testing.  Equipment rinsates consist of analyte-free
water that has been poured over or through the sample collection equipment after its final
decontamination rinse.  Wipe testing is performed by wiping a cloth over the surface of the
equipment after cleaning.  Further descriptions of these samples and their required
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frequency of collection is provided in SOP III-B, Field QC Samples (Water, Soil).  These
quality control measures provide "after-the fact" information that may be useful in
determining whether or not cleaning methods were effective in removing the contaminants
of concern.

6.0  RECORDS

The decontamination process shall be described in the field logbook.

7.0  HEALTH AND SAFETY

It is the responsibility of the Onsite Health and Safety Coordinator (OHSC) to set up the
site zones (i.e., exclusion, transition, and clean) and decontamination areas.  Generally the
decontamination area is located within the transition zone, upwind of intrusive activities,
and serves as the area where both personnel and equipment are washed to minimize the
spread of contamination into the clean zone.  For equipment, a series of buckets are set up
on a visqueen-lined bermed area.  Separate spray bottles containing isopropyl alcohol (or
alternative cleaning solvent as described in the CTO/DO Work Plan or Field Sampling
Plan) and distilled water are used for final rinsing of equipment.  Depending on the nature
of the hazards and the site location, decontamination of heavy equipment such as augers,
pump drop pipe, and vehicles may be accomplished using a variety of techniques.

Personnel responsible for equipment decontamination must wear the PPE specified in the
site- specific Health and Safety Plan (HSP).  Generally this includes at a minimum Tyvek®

coveralls, steel-toed boots with boot covers or steel-toed rubber boots, safety glasses,
ANSI-Standard hard hats, and hearing protection (if heavy equipment is in operation).  It
should be noted that air monitoring by the OHSC may result in an upgrade to the use of
half-face respirators and cartridges in the decontamination area; therefore, this equipment
must be available onsite.  If safe alternatives are not achievable, site activities will be
discontinued immediately.

In addition to the aforementioned precautions, the following safe work practices will be
employed:
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Chemical Hazards Associated With Equipment Decontamination

1. Avoid skin contact with and/or incidental ingestion of decontamination solutions
and water.

2. Utilize PPE as specified in the site-specific HSP to maximize splash protection.

3. Refer to material safety data sheets (MSDSs), safety personnel, and/or consult
sampling personnel regarding appropriate safety measures (i.e., handling, PPE -
skin, respiratory, etc.).

4. Take necessary precautions when handling detergents and reagents.

Physical Hazards Associated With Equipment Decontamination

1. To avoid possible back strain, it is recommended that the decontamination area be
raised 1 to 2 feet above ground level.

2. To avoid heat stress, over exertion, and exhaustion, it is a recommended that
equipment decontamination be rotated among all site personnel.

3. Take necessary precautions when handling field sampling equipment.

8.0  REFERENCES

SOP I-A-7, IDW Management

SOP III-B, Field QC Samples (Water, Soil).

U.S. EPA Environmental Response Team.  1988.  Response Engineering and Analytical
Contract Standard Operating Procedures.  U.S. EPA, Research Triangle Park, NC.

9.0  ATTACHMENTS

None.
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